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Federal Management Regulation § 102–80.5 

LEAD 

102–80.30 What are Federal agencies’ respon-
sibilities concerning lead? 

HAZARDOUS MATERIALS AND WASTES 

102–80.35 What are Federal agencies’ respon-
sibilities concerning the monitoring of 
hazardous materials and wastes? 

UNDERGROUND STORAGE TANKS 

102–80.40 What are Federal agencies’ respon-
sibilities concerning the management of 
underground storage tanks? 

SEISMIC SAFETY 

102–80.45 What are Federal agencies’ respon-
sibilities concerning seismic safety in 
Federal facilities? 

RISKS AND RISK REDUCTION STRATEGIES 

102–80.50 Are Federal agencies responsible 
for identifying/estimating risks and for 
appropriate risk reduction strategies? 

102–80.55 Are Federal agencies responsible 
for managing the execution of risk reduc-
tion projects? 

FACILITY ASSESSMENTS 

102–80.60 Are Federal agencies responsible 
for performing facility assessments? 

INCIDENT INVESTIGATION 

102–80.65 What are Federal agencies’ respon-
sibilities concerning the investigation of 
incidents, such as fires, accidents, inju-
ries, and environmental incidents? 

RESPONSIBILITY FOR INFORMING TENANTS 

102–80.70 Are Federal agencies responsible 
for informing their tenants of the condi-
tion and management of their facility 
safety and environment? 

ASSESSMENT OF ENVIRONMENTAL ISSUES 

102–80.75 Who assesses environmental issues 
in Federal construction and lease con-
struction projects? 

Subpart C—Accident and Fire Prevention 

102–80.80 With what general accident and 
fire prevention policy must Federal 
agencies comply? 

STATE AND LOCAL CODES 

102–80.85 Are Federally owned and leased 
buildings exempt from State and local 
code requirements in fire protection? 

FIRE ADMINISTRATION AUTHORIZATION ACT OF 
1992 

102–80.90 Is the Fire Administration Author-
ization Act of 1992 (Pub. L. 102–522) rel-
evant to fire protection engineering? 

102–80.95 Is the Fire Administration Author-
ization Act of 1992 applicable to all Fed-
eral agencies? 

AUTOMATIC SPRINKLER SYSTEMS 

102–80.100 What performance objective 
should an automatic sprinkler system be 
capable of meeting? 

EQUIVALENT LEVEL OF SAFETY ANALYSIS 

102–80.105 What information must be in-
cluded in an equivalent level of safety 
analysis? 

102–80.110 What must an equivalent level of 
safety analysis indicate? 

102–80.115 Is there more than one option for 
establishing that an equivalent level of 
safety exists? 

102–80.120 What analytical and empirical 
tools should be used to support the life 
safety equivalency evaluation? 

102–80.125 Who has the responsibility for de-
termining the acceptability of each 
equivalent level of safety analysis? 

102–80.130 Who must perform the equivalent 
level of safety analysis? 

102–80.135 Who is a qualified fire protection 
engineer? 

ROOM OF ORIGIN 

102–80.140 What is meant by ‘‘room of ori-
gin’’? 

FLASHOVER 

102–80.145 What is meant by ‘‘flashover’’? 

REASONABLE WORST CASE FIRE SCENARIO 

102–80.150 What is meant by ‘‘reasonable 
worst case fire scenario’’? 

AUTHORITY: 40 U.S.C. 121(c) and 581–593. 

SOURCE: 70 FR 67852, Nov. 8, 2005, unless 
otherwise noted. 

Subpart A—General Provisions 

§ 102–80.5 What is the scope of this 
part? 

The real property policies contained 
in this part apply to Federal agencies, 
including GSA’s Public Buildings Serv-
ice (PBS), operating under, or subject 
to, the authorities of the Adminis-
trator of General Services. The respon-
sibilities for safety and environmental 
management under this part are in-
tended to apply to GSA or those Fed-
eral agencies operating in GSA space 
pursuant to a GSA delegation of au-
thority. 
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§ 102–80.10 What are the basic safety 
and environmental management 
policies for real property? 

The basic safety and environmental 
management policies for real property 
are that Federal agencies must— 

(a) Provide for a safe and healthful 
work environment for Federal employ-
ees and the visiting public; 

(b) Protect Federal real and personal 
property; 

(c) Promote mission continuity; 
(d) Provide reasonable safeguards for 

emergency forces if an incident occurs; 
(e) Assess risk; 
(f) Make decision makers aware of 

risks; and 
(g) Act promptly and appropriately 

in response to risk. 

Subpart B—Safety and 
Environmental Management 

ASBESTOS 

§ 102–80.15 What are Federal agencies’ 
responsibilities concerning the as-
sessment and management of asbes-
tos? 

Federal agencies have the following 
responsibilities concerning the assess-
ment and management of asbestos: 

(a) Inspect and assess buildings for 
the presence and condition of asbestos- 
containing materials. Space to be 
leased must be free of all asbestos con-
taining materials, except undamaged 
asbestos flooring in the space or 
undamaged boiler or pipe insulation 
outside the space, in which case an as-
bestos management program con-
forming to U.S. Environmental Protec-
tion Agency (EPA) guidance must be 
implemented. 

(b) Manage in-place asbestos that is 
in good condition and not likely to be 
disturbed. 

(c) Abate damaged asbestos and as-
bestos likely to be disturbed. Federal 
agencies must perform a pre-alteration 
asbestos assessment for activities that 
may disturb asbestos. 

(d) Not use asbestos in new construc-
tion, renovation/modernization or re-
pair of their owned or leased space. Un-
less approved by GSA, Federal agencies 
must not obtain space with asbestos 
through purchase, exchange, transfer, 

or lease, except as identified in para-
graph (a) of this section. 

(e) Communicate all written and oral 
asbestos information about the leased 
space to tenants. 

RADON 

§ 102–80.20 What are Federal agencies’ 
responsibilities concerning the 
abatement of radon? 

Federal agencies have the following 
responsibilities concerning the abate-
ment of radon in space when radon lev-
els exceed current EPA standards: 

(a) Retest abated areas and make les-
sors retest, as required, abated areas to 
adhere to EPA standards. 

(b) Test non-public water sources (in 
remote areas for projects such as bor-
der stations) for radon according to 
EPA guidance. Radon levels that ex-
ceed current applicable EPA standards 
must be mitigated. Federal agencies 
must retest, as required, to adhere to 
EPA standards. 

INDOOR AIR QUALITY 

§ 102–80.25 What are Federal agencies’ 
responsibilities concerning the 
management of indoor air quality? 

Federal agencies must assess indoor 
air quality of buildings as part of their 
safety and environmental facility as-
sessments. Federal agencies must re-
spond to tenant complaints on air qual-
ity and take appropriate corrective ac-
tion where air quality does not meet 
applicable standards. 

LEAD 

§ 102–80.30 What are Federal agencies’ 
responsibilities concerning lead? 

Federal agencies have the following 
responsibilities concerning lead in 
buildings: 

(a) Test space for lead-based paint in 
renovation projects that require sand-
ing, welding or scraping painted sur-
faces. 

(b) Not remove lead based paint from 
surfaces in good condition. 

(c) Test all painted surfaces for lead 
in proposed or existing child care cen-
ters. 

(d) Abate lead-based paint found in 
accordance with U.S. Department of 
Housing and Urban Development (HUD) 
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