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(i) Engineering and geological data 
relating to design, construction, main-
tenance, repair, or modification of the 
project, including design memoranda 
and drawings, laboratory and other 
testing reports, geologic data (such as 
maps, sections, or logs of exploratory 
borings or trenches, foundation treat-
ment, and excavation), plans and speci-
fications, inspection and quality con-
trol reports, as built construction draw-
ings, designers’ operating criteria, pho-
tographs, and any other data necessary 
to demonstrate that construction, 
maintenance, repair, or modification of 
the project has been performed in ac-
cordance with plans and specifications; 

(ii) Instrumentation observations and 
data collected during construction, op-
eration, or maintenance of the project, 
including continuously maintained 
tabular records and graphs illustrating 
the data collected pursuant to § 12.41; 
and 

(iii) The operational and mainte-
nance history of the project, including: 

(A) The dates, times, nature, and 
causes of any complete or partial un-
scheduled shut-down, suspension of 
project operations, or reservoir filling 
restrictions related to the safety of the 
project or project works; and 

(B) Any reports of project modifica-
tions, conditions affecting the safety of 
the project or project works, or deaths 
or serious injuries at the project. 

(2) Exception. The applicant or li-
censee is not required to maintain as 
permanent project records any infor-
mation specified in paragraph (a)(1) of 
this section that was or reasonably 
would have been prepared before the 
applicant or licensee acquired control 
of the project and that the applicant or 
the licensee never acquired or reason-
ably could have acquired. 

(b) Location of records—1) Original 
records. The applicant or licensee must 
maintain the originals of all perma-
nent project records at a central loca-
tion, such as the project site or the 
main business office of the applicant or 
licensee, secure from damage from any 
conceivable failure of the project 
works and convenient for inspection. 
The applicant or licensee must keep 
the Regional Engineer advised of the 
location of the permanent project 
records. 

(2) Record copies. If the originals of 
the permanent project records are 
maintained at a central location other 
than the project site, the applicant or 
licensee must maintain at the project 
site copies of at least the project Ex-
hibit G or L (design drawings), instru-
mentation data, and operational his-
tory that are necessary to the safe and 
efficient operation of the project. 

(3) In accordance with the provisions 
of part 125 of this chapter, the appli-
cant or licensee may maintain original 
records, or record copies at the project 
site, in microform, if appropriate 
equipment is readily available to view 
the records. 

(c) Transfer of records. If the project is 
taken over by the United States at the 
end of a license term or the Commis-
sion issues a new license to a different 
licensee, the prior licensee must trans-
fer the originals of all permanent 
project records to the custody of the 
administering Federal agency or de-
partment or to the new licensee. 

§ 12.13 Verification form. 
If a document submitted in accord-

ance with the provisions of this part 
must be verified, the form of 
verification attached to the document 
must be the following: 

State of [ ], 
County of [ ], ss: 

The undersigned, being first duly sworn, 
states that [he, she] has read the above docu-
ment and knows the contents of it, and that 
all of the statements contained in that docu-
ment are true and correct, to the best of [his, 
her] knowledge and belief. 

llllllllllllllllllllllll

[Name of person signing] 
Sworn to and subscribed before me this 

[day] of [month], [year]. 
[Seal] 

llllllllllllllllllllllll

[Signature of notary public or other state or 
local official authorized by law to notarize 
documents.] 

Subpart C—Emergency Action 
Plans 

§ 12.20 General requirements. 
(a) Unless provided with a written ex-

emption pursuant to § 12.21, every ap-
plicant or licensee must develop and 
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