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your own fuel analysis, and meet the 
requirements in paragraphs (a)(3)(i) or 
(ii) of this section. 

(i) The recalculated mercury emis-
sion rate must be less than the applica-
ble emission limit. 

(ii) If the mercury concentration is 
higher than mercury fuel input during 
the previous performance test, then 
you must conduct a new performance 
test within 60 days of burning the new 
fuel type or fuel mixture according to 
the procedures in § 63.11212 to dem-
onstrate that the mercury emissions do 
not exceed the emission limit. 

(4) If your unit is controlled with a 
fabric filter, and you demonstrate con-
tinuous compliance using a bag leak 
detection system, you must initiate 
corrective action within 1 hour of a bag 
leak detection system alarm and oper-
ate and maintain the fabric filter sys-
tem such that the alarm does not 
sound more than 5 percent of the oper-
ating time during a 6-month period. 
You must also keep records of the date, 
time, and duration of each alarm, the 
time corrective action was initiated 
and completed, and a brief description 
of the cause of the alarm and the cor-
rective action taken. You must also 
record the percent of the operating 
time during each 6-month period that 
the alarm sounds. In calculating this 
operating time percentage, if inspec-
tion of the fabric filter demonstrates 
that no corrective action is required, 
no alarm time is counted. If corrective 
action is required, each alarm is count-
ed as a minimum of 1 hour. If you take 
longer than 1 hour to initiate correc-
tive action, the alarm time is counted 
as the actual amount of time taken to 
initiate corrective action. 

(b) You must report each instance in 
which you did not meet each emission 
limit and operating limit in Tables 1 
and 3 to this subpart that apply to you. 
These instances are deviations from 
the emission limits in this subpart. 
These deviations must be reported ac-
cording to the requirements in 
§ 63.11225. 

§ 63.11223 How do I demonstrate con-
tinuous compliance with the work 
practice and management practice 
standards? 

(a) For affected sources subject to 
the work practice standard or the man-
agement practices of a tune-up, you 
must conduct a biennial performance 
tune-up according to paragraphs (b) of 
this section and keep records as re-
quired in § 63.11225(c) to demonstrate 
continuous compliance. Each biennial 
tune-up must be conducted no more 
than 25 months after the previous tune- 
up. 

(b) You must conduct a tune-up of 
the boiler biennially to demonstrate 
continuous compliance as specified in 
paragraphs (b)(1) through (7) of this 
section. 

(1) As applicable, inspect the burner, 
and clean or replace any components of 
the burner as necessary (you may delay 
the burner inspection until the next 
scheduled unit shutdown, but you must 
inspect each burner at least once every 
36 months). 

(2) Inspect the flame pattern, as ap-
plicable, and adjust the burner as nec-
essary to optimize the flame pattern. 
The adjustment should be consistent 
with the manufacturer’s specifications, 
if available. 

(3) Inspect the system controlling the 
air-to-fuel ratio, as applicable, and en-
sure that it is correctly calibrated and 
functioning properly. 

(4) Optimize total emissions of car-
bon monoxide. This optimization 
should be consistent with the manufac-
turer’s specifications, if available. 

(5) Measure the concentrations in the 
effluent stream of carbon monoxide in 
parts per million, by volume, and oxy-
gen in volume percent, before and after 
the adjustments are made (measure-
ments may be either on a dry or wet 
basis, as long as it is the same basis be-
fore and after the adjustments are 
made). 

(6) Maintain onsite and submit, if re-
quested by the Administrator, biennial 
report containing the information in 
paragraphs (b)(6)(i) through (iii) of this 
section. 

(i) The concentrations of CO in the 
effluent stream in parts per million, by 
volume, and oxygen in volume percent, 
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measured before and after the tune-up 
of the boiler. 

(ii) A description of any corrective 
actions taken as a part of the tune-up 
of the boiler. 

(iii) The type and amount of fuel used 
over the 12 months prior to the bien-
nial tune-up of the boiler. 

(7) If the unit is not operating on the 
required date for a tune-up, the tune- 
up must be conducted within one week 
of startup. 

(c) If you own or operate an existing 
or new coal-fired boiler with a heat 
input capacity of 10 million Btu per 
hour or greater, you must minimize 
the boiler’s time spent during startup 
and shutdown following the manufac-
turer’s recommended procedures and 
you must submit a signed statement in 
the Notification of Compliance Status 
report that indicates that you con-
ducted startups and shutdowns accord-
ing to the manufacturer’s rec-
ommended procedures. 

§ 63.11224 What are my monitoring, in-
stallation, operation, and mainte-
nance requirements? 

(a) If your boiler is subject to a car-
bon monoxide emission limit in Table 1 
to this subpart, you must install, oper-
ate, and maintain a continuous oxygen 
monitor according to the procedures in 
paragraphs (a)(1) through (6) of this 
section by the compliance date speci-
fied in § 63.11196. The oxygen level shall 
be monitored at the outlet of the boil-
er. 

(1) Each monitor must be installed, 
operated, and maintained according to 
the applicable procedures under Per-
formance Specification 3 at 40 CFR 
part 60, appendix B, and according to 
the site-specific monitoring plan devel-
oped according to paragraph (c) of this 
section. 

(2) You must conduct a performance 
evaluation of each CEMS according to 
the requirements in § 63.8(e) and ac-
cording to Performance Specification 3 
at 40 CFR part 60, appendix B. 

(3) Each CEMS must complete a min-
imum of one cycle of operation (sam-
pling, analyzing, and data recording) 
for each successive 15-minute period. 

(4) The CEMS data must be reduced 
as specified in § 63.8(g)(2). 

(5) You must calculate and record the 
12-hour block average concentrations. 

(6) For purposes of calculating data 
averages, you must use all the data 
collected during all periods in assess-
ing compliance, excluding data col-
lected during periods when the moni-
toring system malfunctions or is out of 
control, during associated repairs, and 
during required quality assurance or 
control activities (including, as appli-
cable, calibration checks and required 
zero and span adjustments). Moni-
toring failures that are caused in part 
by poor maintenance or careless oper-
ation are not malfunctions. Any period 
for which the monitoring system mal-
functions or is out of control and data 
are not available for a required cal-
culation constitutes a deviation from 
the monitoring requirements. Periods 
when data are unavailable because of 
required quality assurance or control 
activities (including, as applicable, 
calibration checks and required zero 
and span adjustments) do not con-
stitute monitoring deviations. 

(b) If you are using a control device 
to comply with the emission limits 
specified in Table 1 to this subpart, you 
must maintain each operating limit in 
Table 3 to this subpart that applies to 
your boiler as specified in Table 7 to 
this subpart. If you use a control de-
vice not covered in Table 3 to this sub-
part, or you wish to establish and mon-
itor an alternative operating limit and 
alternative monitoring parameters, 
you must apply to the United States 
Environmental Protection Agency 
(EPA) Administrator for approval of al-
ternative monitoring under § 63.8(f). 

(c) If you demonstrate compliance 
with any applicable emission limit 
through stack testing and subsequent 
compliance with operating limits, you 
must develop a site-specific monitoring 
plan according to the requirements in 
paragraphs (c)(1) through (4) of this 
section. This requirement also applies 
to you if you petition the EPA Admin-
istrator for alternative monitoring pa-
rameters under § 63.8(f). 

(1) For each continuous monitoring 
system (CMS) required in this section, 
you must develop, and submit to the 
EPA Administrator for approval upon 
request, a site-specific monitoring plan 
that addresses paragraphs (b)(1)(i) 
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