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(b) There must be enough working 
space so that all of the equipment re-
quired in the vault or pit can be prop-
erly installed, operated, and main-
tained. 

(c) Each pipe entering, or within, a 
regulator vault or pit must be steel for 
sizes 10 inch (254 millimeters), and less, 
except that control and gage piping 
may be copper. Where pipe extends 
through the vault or pit structure, pro-
vision must be made to prevent the 
passage of gases or liquids through the 
opening and to avert strains in the 
pipe. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt. 192–85, 63 FR 37503, July 13, 1998] 

§ 192.185 Vaults: Accessibility. 
Each vault must be located in an ac-

cessible location and, so far as prac-
tical, away from: 

(a) Street intersections or points 
where traffic is heavy or dense; 

(b) Points of minimum elevation, 
catch basins, or places where the ac-
cess cover will be in the course of sur-
face waters; and 

(c) Water, electric, steam, or other 
facilities. 

§ 192.187 Vaults: Sealing, venting, and 
ventilation. 

Each underground vault or closed top 
pit containing either a pressure regu-
lating or reducing station, or a pres-
sure limiting or relieving station, must 
be sealed, vented or ventilated as fol-
lows: 

(a) When the internal volume exceeds 
200 cubic feet (5.7 cubic meters): 

(1) The vault or pit must be venti-
lated with two ducts, each having at 
least the ventilating effect of a pipe 4 
inches (102 millimeters) in diameter; 

(2) The ventilation must be enough to 
minimize the formation of combustible 
atmosphere in the vault or pit; and 

(3) The ducts must be high enough 
above grade to disperse any gas-air 
mixtures that might be discharged. 

(b) When the internal volume is more 
than 75 cubic feet (2.1 cubic meters) but 
less than 200 cubic feet (5.7 cubic me-
ters): 

(1) If the vault or pit is sealed, each 
opening must have a tight fitting cover 
without open holes through which an 
explosive mixture might be ignited, 

and there must be a means for testing 
the internal atmosphere before remov-
ing the cover; 

(2) If the vault or pit is vented, there 
must be a means of preventing external 
sources of ignition from reaching the 
vault atmosphere; or 

(3) If the vault or pit is ventilated, 
paragraph (a) or (c) of this section ap-
plies. 

(c) If a vault or pit covered by para-
graph (b) of this section is ventilated 
by openings in the covers or gratings 
and the ratio of the internal volume, in 
cubic feet, to the effective ventilating 
area of the cover or grating, in square 
feet, is less than 20 to 1, no additional 
ventilation is required. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt. 192–85, 63 FR 37503, July 13, 1998] 

§ 192.189 Vaults: Drainage and water-
proofing. 

(a) Each vault must be designed so as 
to minimize the entrance of water. 

(b) A vault containing gas piping 
may not be connected by means of a 
drain connection to any other under-
ground structure. 

(c) Electrical equipment in vaults 
must conform to the applicable re-
quirements of Class 1, Group D, of the 
National Electrical Code, ANSI/NFPA 
70. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt. 192–76, 61 FR 26122, May 24, 1996] 

§ 192.191 Design pressure of plastic fit-
tings. 

(a) Thermosetting fittings for plastic 
pipe must conform to ASTM D 2517, 
(incorporated by reference, see § 192.7). 

(b) Thermoplastic fittings for plastic 
pipe must conform to ASTM D 2513–99, 
(incorporated by reference, see § 192.7). 

[Amdt. 192–114, 75 FR 48603, Aug. 11, 2010] 

§ 192.193 Valve installation in plastic 
pipe. 

Each valve installed in plastic pipe 
must be designed so as to protect the 
plastic material against excessive tor-
sional or shearing loads when the valve 
or shutoff is operated, and from any 
other secondary stresses that might be 
exerted through the valve or its enclo-
sure. 
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