
365 

Mine Safety and Health Admin., Labor Pt. 57, Subpt. C., App. I 

shall provide protection at least equiv-
alent to a door constructed of no less 
than one-quarter inch of plate steel 
with channel or angle-iron reinforce-
ment to minimize warpage. The frame-
work assembly of the door and the sur-
rounding bulkhead, if any, shall be at 
least equivalent to the door in fire and 
air-leakage resistance, and in physical 
strength. 

(4) If located less than 20 feet from 
exposed timber or other combustibles, 
the control door or bulkhead shall pro-
vide protection at least equivalent to a 
door constructed of two layers of wood, 
each a minimum of three-quarters of 
an inch in thickness. The wood-grain of 
one layer shall be perpendicular to the 
wood-grain of the other layer. The 
wood construction shall be covered on 
all sides and edges with no less than 24- 
gauge sheet steel. The framework as-
sembly of the door and the surrounding 
bulkhead, if any, shall be at least 
equivalent to the door in fire and air- 
leakage resistance, and in physical 
strength. Roll-down steel doors with a 
fire-resistance rating of 11⁄2 hours or 
greater, but without an insulation 
core, are acceptable provided that an 
automatic sprinkler or deluge system 
is installed that provides even coverage 
of the door on both sides. 

(b) Routing air to exhaust system. If 
used as an alternative, routing the 
mine shop exhaust air directly to an 
exhaust system shall be done so that 
no person would be exposed to toxic 
gases in the event of a shop fire. 

(c) Mechanical ventilation reversal. If 
used as an alternative, reversal of me-
chanical ventilation shall— 

(1) Be accomplished by a main fan. If 
the main fan is located underground: 

(i) The cable or conductors supplying 
power to the fan shall be routed 
through areas free of fire hazards; or 

(ii) The main fan shall be equipped 
with a second, independent power cable 
or set of conductors from the surface. 
The power cable or conductors shall be 
located so that an underground fire dis-
rupting power in one cable or set of 
conductors will not affect the other; or 

(iii) A second fan capable of accom-
plishing ventilation reversal shall be 
available for use in the event of failure 
of the main fan; 

(2) Provide rapid air reversal that al-
lows persons underground time to exit 
in fresh air by the second escapeway or 
find a place of refuge; and 

(3) Be done according to predeter-
mined conditions and procedures. 

(d) Automatic fire suppression system 
and escape route. If used as an alter-
native, the automatic fire suppression 
system and alternate escape route 
shall meet the following requirements: 

(1) The suppression system shall be— 
(i) Located in the shop area; 
(ii) The appropriate size and type for 

the particular fire hazards involved; 
and 

(iii) Inspected at weekly intervals 
and properly maintained. 

(2) The escape route shall bypass the 
shop area so that the route will not be 
affected by a fire in the shop area. 

APPENDIX I TO SUBPART C OF PART 57— 
NATIONAL CONSENSUS STANDARDS 

Mine operators seeking further informa-
tion in the area of fire prevention and con-
trol may consult the following national con-
sensus standards. 

MSHA stand-
ard National consensus standard 

§§ 57.4200, 
57.4201, 
57.4261, 
and 
57.4262.

NFPA No. 10—Portable Fire Extinguisher. 
NFPA No. 11—Low Expansion Foam and 

Combined Agent Systems. 
NFPA No. 11A—High Expansion Foam Sys-

tems. 
NFPA No. 12—Carbon Dioxide Extinguishing 

Systems. 
NFPA No. 12A—Halon 1301 Extinguishing 

Systems. 
NFPA No. 13—Water Sprinkler Systems. 
NFPA No. 14—Standpipe and Hose Sys-

tems. 
NFPA No. 15—Water Spray Fixed Systems. 
NFPA No. 16—Foam Water Spray Systems. 
NFPA No. 17—Dry-Chemical Extinguishing 

Systems. 
NFPA No. 121—Mobile Surface Mining 

Equipment. 
NFPA No. 291—Testing and Marking Hy-

drants. 
NFPA No. 1962—Care, Use, and Mainte-

nance of Fire Hose, Connections, and Noz-
zles. 

§ 57.4202 ..... NFPA No. 14—Standpipe and Hose Sys-
tems. 

NFPA No. 291—Testing and Marking Hy-
drants. 

§ 57.4203 ..... NFPA No. 10—Portable Fire Extinguishers. 
§ 57.4230 ..... NFPA No. 10—Portable Fire Extinguishers. 

NFPA No. 121—Mobile Surface Mining 
Equipment. 

§ 57.4260 ..... NFPA No. 10—Portable Fire Extinguishers. 
§ 57.4261 ..... NFPA No. 14—Standpipe and Hose Sys-

tems. 
§ 57.4533 ..... NFPA Fire Protection Handbook. 
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30 CFR Ch. I (7–1–14 Edition) § 57.5001 

MSHA stand-
ard National consensus standard 

§ 57.4560 ..... ASTM E–162—Surface Flammability of Mate-
rials Using a Radiant Heat Energy Source. 

Subpart D—Air Quality, Radiation, 
Physical Agents, and Diesel 
Particulate Matter 

AIR QUALITY—SURFACE AND 
UNDERGROUND 

§ 57.5001 Exposure limits for airborne 
contaminants. 

Except as permitted by § 57.5005— 
(a) Except as provided in paragraph 

(b), the exposure to airborne contami-
nants shall not exceed, on the basis of 
a time weighted average, the threshold 
limit values adopted by the American 
Conference of Governmental Industrial 
Hygienists, as set forth and explained 
in the 1973 edition of the Conference’s 
publication, entitled ‘‘TLV’s Threshold 
Limit Values for Chemical Substances 
in Workroom Air Adopted by ACGIH 
for 1973,’’ pages 1 through 54, which are 
hereby incorporated by reference and 
made a part hereof. This publication 
may be obtained from the American 
Conference of Governmental Industrial 
Hygienists by writing to 1330 Kemper 
Meadow Drive, Attn: Customer Service, 
Cincinnati, OH 45240, http:// 
www.acgih.org, or may be examined in 
any Metal and Nonmetal Mine Safety 
and Health District Office of the Mine 
Safety and Health Administration. Ex-
cursions above the listed thresholds 
shall not be of a greater magnitude 
than is characterized as permissible by 
the Conference. 

(b) Asbestos standard—(1) Definitions. 
Asbestos is a generic term for a num-
ber of asbestiform hydrated silicates 
that, when crushed or processed, sepa-
rate into flexible fibers made up of 
fibrils. 

Asbestos means chrysotile, 
cummingtonite-grunerite asbestos 
(amosite), crocidolite, anthophylite as-
bestos, tremolite asbestos, and actino-
lite asbestos. 

Asbestos fiber means a fiber of asbes-
tos that meets the criteria of a fiber. 

Fiber means a particle longer than 5 
micrometers (μm) with a length-to-di-
ameter ratio of at least 3-to-1. 

(2) Permissible Exposure Limits 
(PELs)—(i) Full-shift limit. A miner’s 
personal exposure to asbestos shall not 
exceed an 8-hour time-weighted aver-
age full-shift airborne concentration of 
0.1 fiber per cubic centimeter of air (f/ 
cc). 

(ii) Excursion limit. No miner shall be 
exposed at any time to airborne con-
centrations of asbestos in excess of 1 
fiber per cubic centimeter of air (f/cc) 
as averaged over a sampling period of 
30 minutes. 

(3) Measurement of airborne asbestos 
fiber concentration. Potential asbestos 
fiber concentration shall be determined 
by phase contrast microscopy (PCM) 
using the OSHA Reference Method in 
OSHA’s asbestos standard found in 29 
CFR 1910.1001, Appendix A, or a method 
at least equivalent to that method in 
identifying a potential asbestos expo-
sure exceeding the 0.1 f/cc full-shift 
limit or the 1 f/cc excursion limit. 
When PCM results indicate a potential 
exposure exceeding the 0.1 f/cc full- 
shift limit or the 1 f/cc excursion limit, 
samples shall be further analyzed using 
transmission electron microscopy ac-
cording to NIOSH Method 7402 or a 
method at least equivalent to that 
method. 

(c) Employees shall be withdrawn 
from areas where there is present an 
airborne contaminant given a ‘‘C’’ des-
ignation by the Conference and the 
concentration exceeds the threshold 
limit value listed for that contami-
nant. 

[50 FR 4082, Jan. 29, 1985, as amended at 60 
FR 35695, July 11, 1995; 71 FR 16667, Apr. 3, 
2006; 73 FR 11303, Feb. 29, 2008; 73 FR 66172, 
Nov. 7, 2008] 

§ 57.5002 Exposure monitoring. 
Dust, gas, mist, and fume surveys 

shall be conducted as frequently as 
necessary to determine the adequacy of 
control measures. 

§ 57.5005 Control of exposure to air-
borne contaminants. 

Control of employee exposure to 
harmful airborne contaminants shall 
be, insofar as feasible, by prevention of 
contamination, removal by exhaust 
ventilation, or by dilution with 
uncontaminated air. However, where 
accepted engineering control measures 
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