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Coast Guard, DHS § 154.906 

ATMOSPHERIC CONTROL IN CARGO 
CONTAINMENT SYSTEMS 

§ 154.901 Atmospheric control within 
cargo tanks and cargo piping sys-
tems. 

(a) Each vessel must have a piping 
system for purging each cargo tank 
and all cargo piping. 

(b) The piping system must minimize 
the pocketing of gas or air remaining 
after purging. 

(c) For cargo tanks certificated to 
carry flammable gases, the piping sys-
tem must allow purging the tank of 
flammable vapors before air is intro-
duced and purging the tank of air be-
fore the tank is filled with cargo. 

(d) Each cargo tank must have: 
(1) Gas sampling points at its top and 

bottom; and 
(2) Gas sampling line connections 

that are valved and capped above the 
deck. 

§ 154.902 Atmospheric control within 
hold and interbarrier spaces. 

(a) Vessels certificated to carry flam-
mable cargo in cargo containment sys-
tems with full secondary barriers must 
have an inert gas system or onboard 
storage of inert gas that provides 
enough inert gas to meet the require-
ments of § 154.1848 for 30 days consump-
tion. 

(b) Vessels certificated to carry flam-
mable cargo in cargo containment sys-
tems with partial secondary barriers 
must: 

(1) Have an inert gas system or on-
board inert gas storage that can inert 
the largest hold and interbarrier space 
so that the oxygen concentration is 8 
percent or less by volume; and 

(2) Meet paragraph (a) or (c)(2) of this 
section. 

(c) Vessels certificated to carry only 
nonflammable cargo in cargo contain-
ment systems with secondary barriers 
must: 

(1) Meet paragraph (a) of this section; 
or 

(2) Have air drying systems that re-
duce the dew point of air admitted to 
hold or interbarrier spaces below the 
temperature of any surface in those 
spaces or ¥45 °C (¥49 °F), whichever is 
warmer. 

(d) Vessels with refrigerated inde-
pendent tanks type C must have inert 
gas or air drying systems that reduce 
the dew point of any inert gas or air 
admitted to the hold spaces below the 
temperature of any surface in those 
spaces or ¥45 °C (¥49 °F), whichever is 
warmer. 

[CGD 74–289, 44 FR 26009, May 3, 1979, as 
amended by USCG–2014–0688, 79 FR 58285, 
Sept. 29, 2014] 

§ 154.903 Inert gas systems: General. 

(a) Inert gas carried or generated to 
meet §§ 154.901, 154.902, and 154.1848 
must be non-flammable and non-reac-
tive with the cargoes that the vessel is 
certificated to carry and the materials 
of construction of the cargo tanks, 
hold and interbarrier spaces, and insu-
lation. 

(b) The boiling point and dew point 
at atmospheric pressure of the inert 
gas must be below the temperature of 
any surface in those spaces or ¥45 °C 
(¥49 °F), whichever is warmer. 

(c) For the temperatures and pres-
sures at which the gas is stored and 
used, storage vessels and inert gas pip-
ing must meet §§ 154.450 and 154.500 re-
spectively. 

[CGD 74–289, 44 FR 26009, May 3, 1979, as 
amended by USCG–2014–0688, 79 FR 58285, 
Sept. 29, 2014] 

§ 154.904 Inert gas system: Controls. 

The inert gas system must have: 
(a) At least one check valve in the 

cargo area to prevent the back flow of 
cargo vapor into the inert gas system, 
or another means specially approved by 
the Commandant (CG–OES); 

(b) If the inert gas system is in the 
machinery space or another space out-
side the cargo area, a second check 
valve in the cargo area meeting para-
graph (a) of this section; 

(c) Automatic and manual inert gas 
pressure controls; and 

(d) Valves to isolate each inerted 
space. 

[CGD 74–289, 44 FR 26009, May 3, 1979, as 
amended by CGD 82–063b, 48 FR 4782, Feb. 3, 
1983] 

§ 154.906 Inert gas generators. 

The inert gas generator must: 
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