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Coast Guard, DHS § 193.10–10 

not put all of the fire pumps out of op-
eration. However, when it is shown to 
the satisfaction of the Commandant 
that it is unreasonable or impracti-
cable to meet this requirement due to 
the size or arrangement of the vessel, 
or for other reasons, the installation of 
a total flooding system using carbon 
dioxide or a clean agent complying 
with 46 CFR subpart 95.16 may be ac-
cepted as an alternate method of extin-
guishing any fire that could affect the 
powering and operation for the re-
quired fire pumps. 

(i) Except as provided for in § 193.10– 
10(e), a sufficient number of hose 
streams for fire fighting purposes must 
be immediately available from the fire 
main at all times by either of the fol-
lowing methods: 

(1) Maintenance of water pressure. (i) 
Water pressure must be maintained on 
the fire main at all times by the con-
tinuous operation of: 

(A) One of the fire pumps; or 
(B) Another suitable pump capable of 

supplying one hose stream at a Pitot 
tube pressure of not less than 50 p.s.i. 
(35 p.s.i. for 3⁄4-inch hose); or, 

(C) A pressure tank capable of sup-
plying one hose stream at a Pitot tube 
pressure of not less than 50 p.s.i. (35 
p.s.i. for 3⁄4-inch hose) for five minutes. 

(ii) An audible alarm must be in-
stalled to sound in a continuously 
manned space if the pressure in the fire 
main drops to less than that necessary 
to maintain the minimum Pitot tube 
pressures specified in § 193.10–5(i)(1)(i). 

(2) Remote control of fire pumps. (i) At 
least one fire pump must be capable of 
remote activation and control. 

(ii) If the fire pump is in a continu-
ously manned machinery space, the 
controls for operating it and the con-
trols for all necessary valves must be 
located on the manned operating plat-
form in that space. 

(iii) If the fire pump is in an un-
manned machinery space, the controls 
for its operation and the controls for 
all necessary valves must be located in: 

(A) The fire control station, if any; 
or, 

(B) The bridge, if there is no fire con-
trol station; or, 

(C) A readily accessible space accept-
able to the Officer in Charge, Marine 
Inspection. 

[CGFR 67–83, 33 FR 1145, Jan. 27, 1968, as 
amended by CGD 75–031, 40 FR 48349, Oct. 15, 
1975; CGD 95–028, 62 FR 51220, Sept. 30, 1997; 
USCG–2006–24797, 77 FR 33893, June 7, 2012] 

§ 193.10–10 Fire hydrants and hose. 
(a) The size of fire hydrants, hose, 

and nozzles and the length of hose re-
quired shall be as noted in Table 193.10– 
5(a). 

(b) In lieu of the 21⁄2-inch hose and 
hydrants specified in Table 193.10–5(a), 
on vessels over 1,500 gross tons, the hy-
drants in interior locations may have 
siamese connections for 11⁄2-inch hose. 
In these cases the hose shall be 75 feet 
in length, and only one hose will be re-
quired at each fire station; however, if 
all such stations can be satisfactorily 
served with 50-foot lengths, 50-foot 
hose may be used. 

(c) On vessels of 500 gross tons and 
over there must be at least one shore 
connection to the fire main available 
to each side of the vessel in an acces-
sible location. Suitable cutout valves 
and check valves must be provided for 
furnishing the vessel’s shore connec-
tions with couplings mating those on 
the shore fire lines. Vessels of 500 gross 
tons and over on an international voy-
age, must be provided with at least one 
international shore connection com-
plying with ASTM F 1121 (incorporated 
by reference, see § 193.01–3). Facilities 
must be available enabling an inter-
national shore connection to be used 
on either side of the vessel. 

(d) Fire hydrants must be of suffi-
cient number and so located that any 
part of the vessel, other than main ma-
chinery spaces, may be reached with at 
least 2 streams of water from separate 
outlets, at least one of which must be 
from a single length of hose. In main 
machinery spaces, all portions of such 
spaces must be capable of being 
reached by at least 2 streams of water, 
each of which must be from a single 
length of hose from separate outlets; 
however, this requirement need not 
apply to shaft alleys containing no as-
signed space for the stowage of com-
bustibles. Fire hydrants must be num-
bered as required by § 196.37–15 of this 
subchapter. 
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(e) All parts of the fire main located 
on exposed decks shall either be pro-
tected against freezing or be fitted 
with cutout valves and drain valves so 
that the entire exposed parts of such 
piping may be shut off and drained in 
freezing weather. Except when closed 
to prevent freezing, such valves shall 
be sealed open. 

(f) The outlet at the fire hydrant 
shall be limited to any position from 
the horizontal to the vertical pointing 
downward, so that the hose will lead 
horizontally or downward to minimize 
the possibility of kinking. 

(g) Each fire hydrant shall be pro-
vided with a single length of hose with 
nozzle attached and a spanner. A suit-
able hose rack or other device shall be 
provided for the proper stowage of the 
hose. If the hose is not stowed in the 
open or behind glass so as to be readily 
seen, the enclosures shall be marked in 
accordance with § 196.37–15 of this sub-
chapter. 

(h) Fire hose shall be connected to 
the outlets at all times. However, at 
open decks where no protection is af-
forded to the hose in heavy weather, 
the hose may be temporarily removed 
from the hydrant and stowed in an ac-
cessible nearby location. 

(i) Each fire hydrant must have at 
least 1 length of firehose. Each firehose 
must have a combination solid stream 
and water spray nozzle that is approved 
under subpart 162.027 of this sub-
chapter, except 19 millimeters (3/4 
inch) hose may have a garden hose noz-
zle that is bronze or metal with 
strength and corrosion resistance 
equivalent to bronze. Combination 
solid stream and water spray nozzles 
previously approved under subpart 
162.027 of this chapter may be retained 
so long as they are maintained in good 
condition to the satisfaction of the Of-
ficer in Charge, Marine Inspection. 

(j) When the firehose nozzle in the 
below locations was previously ap-
proved under subpart 162.027 of this 
chapter, a low-velocity water spray ap-
plicator, also previously approved 
under subpart 162.027, of this chapter 
must be installed as follows: 

(1) At least 1 length of firehose on 
each fire hydrant outside and in the 
immediate vicinity of each laboratory; 

(2) Each firehose in each propulsion 
machinery space containing oil-fired 
boiler, internal combustion machinery, 
or oil fuel unit on a vessel of 1000 gross 
tons or more—the length of each appli-
cator must be 1.2 meters (4 feet). 

(k) Fixed brackets, hooks, or other 
means for stowing an applicator must 
be next to each fire hydrant that has 
an applicator under paragraph (j) of 
this section. 

(l) Firehose shall not be used for any 
other purpose than fire extinguishing, 
drills, and testing. 

(m) Fire hydrants, nozzles, and other 
fittings shall have threads to accom-
modate the hose connections noted in 
this paragraph. Firehose and couplings 
shall be as follows: 

(1) Couplings shall be of brass, 
bronze, or other equivalent metal. Na-
tional Standard firehose coupling 
threads shall be used for the 11⁄2-inch 
and 21⁄2-inch sizes, i.e., 9 threads per 
inch for 11⁄2-inch hose and 71⁄2 threads 
per inch for 21⁄2-inch hose. 

(2) Unlined hose shall not be used in 
the machinery spaces. 

(3) Where 3⁄4-inch hose is permitted by 
Table 193.10–5(a), the hose and cou-
plings shall be of good commercial 
grade. 

(4) Each section of fire hose used 
after January 1, 1980 must be lined 
commercial fire hose that conforms to 
Underwriters’ Laboratories, Inc. Stand-
ard 19 or Federal Specification ZZ-H- 
451E. Hose that bears the label of Un-
derwriters’ Laboratories, Inc. as lined 
fire hose is accepted as conforming to 
this requirement. Each section of re-
placement fire hose or any section of 
new fire hose placed aboard a vessel 
after January 1, 1977 must also conform 
to the specification required by this 
paragraph. 

[CGFR 67–83, 33 FR 1145, Jan. 27, 1968, as 
amended by CGD 74–60, 41 FR 43152, Sept. 30, 
1976; CGD 76–086, 44 FR 2394, Jan. 11, 1979; 
CGD 88–032, 56 FR 35830, July 29, 1991; CGD 
95–027, 61 FR 26012, May 23, 1996; USCG–2000– 
7790, 65 FR 58465, Sept. 29, 2000] 

§ 193.10–15 Piping. 

(a) All piping, valves, and fittings, 
shall meet the applicable requirements 
of Subchapter F (Marine Engineering) 
of this chapter. 
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