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the CAIR authorized account rep-
resentative and identifying each ac-
count into which any transfer of allow-
ances, submitted on or after the date 
on which the Administrator receives 
such statement, is authorized. Such au-
thorization shall be binding on any 
CAIR authorized account representa-
tive for such account and shall apply to 
all transfers into the account that are 
submitted on or after such date of re-
ceipt, unless and until the Adminis-
trator receives a statement signed by 
the CAIR authorized account rep-
resentative retracting the authoriza-
tion for the account. 

(2) The statement under paragraph 
(b)(1) of this section shall include the 
following: ‘‘By this signature I author-
ize any transfer of allowances into each 
account listed herein, except that I do 
not waive any remedies under State or 
Federal law to obtain correction of any 
erroneous transfers into such accounts. 
This authorization shall be binding on 
any CAIR authorized account rep-
resentative for such account unless and 
until a statement signed by the CAIR 
authorized account representative re-
tracting this authorization for the ac-
count is received by the Adminis-
trator.’’ 

§ 97.261 EPA recordation. 
(a) Within 5 business days (except as 

necessary to perform a transfer in per-
petuity of CAIR SO2 allowances allo-
cated to a CAIR SO2 unit or as provided 
in paragraph (b) of this section) of re-
ceiving a CAIR SO2 allowance transfer, 
the Administrator will record a CAIR 
SO2 allowance transfer by moving each 
CAIR SO2 allowance from the trans-
feror account to the transferee account 
as specified by the request, provided 
that: 

(1) The transfer is correctly sub-
mitted under § 97.260; 

(2) The transferor account includes 
each CAIR SO2 allowance identified by 
serial number in the transfer; and 

(3) The transfer is in accordance with 
the limitation on transfer under § 74.42 
of this chapter and § 74.47(c) of this 
chapter, as applicable. 

(b) A CAIR SO2 allowance transfer 
that is submitted for recordation after 
the allowance transfer deadline for a 
control period and that includes any 

CAIR SO2 allowances allocated for any 
control period before such allowance 
transfer deadline will not be recorded 
until after the Administrator com-
pletes the deductions under § 97.254 for 
the control period immediately before 
such allowance transfer deadline. 

(c) Where a CAIR SO2 allowance 
transfer submitted for recordation fails 
to meet the requirements of paragraph 
(a) of this section, the Administrator 
will not record such transfer. 

§ 97.262 Notification. 

(a) Notification of recordation. Within 
5 business days of recordation of a 
CAIR SO2 allowance transfer under 
§ 97.261, the Administrator will notify 
the CAIR authorized account rep-
resentatives of both the transferor and 
transferee accounts. 

(b) Notification of non-recordation. 
Within 10 business days of receipt of a 
CAIR SO2 allowance transfer that fails 
to meet the requirements of § 97.261(a), 
the Administrator will notify the CAIR 
authorized account representatives of 
both accounts subject to the transfer 
of: 

(1) A decision not to record the trans-
fer, and 

(2) The reasons for such non-recorda-
tion. 

(c) Nothing in this section shall pre-
clude the submission of a CAIR SO2 al-
lowance transfer for recordation fol-
lowing notification of non-recordation. 

Subpart HHH—Monitoring and 
Reporting 

§ 97.270 General requirements. 

The owners and operators, and to the 
extent applicable, the CAIR designated 
representative, of a CAIR SO2 unit, 
shall comply with the monitoring, rec-
ordkeeping, and reporting require-
ments as provided in this subpart and 
in subparts F and G of part 75 of this 
chapter. For purposes of complying 
with such requirements, the definitions 
in § 97.202 and in § 72.2 of this chapter 
shall apply, and the terms ‘‘affected 
unit,’’ ‘‘designated representative,’’ 
and ‘‘continuous emission monitoring 
system’’ (or ‘‘CEMS’’) in part 75 of this 
chapter shall be deemed to refer to the 
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terms ‘‘CAIR SO2 unit,’’ ‘‘CAIR des-
ignated representative,’’ and ‘‘contin-
uous emission monitoring system’’ or 
(‘‘CEMS’’) respectively, as defined in 
§ 97.202. The owner or operator of a unit 
that is not a CAIR SO2 unit but that is 
monitored under § 75.16(b)(2) of this 
chapter shall comply with the same 
monitoring, recordkeeping, and report-
ing requirements as a CAIR SO2 unit. 

(a) Requirements for installation, cer-
tification, and data accounting. The 
owner or operator of each CAIR SO2 
unit shall: 

(1) Install all monitoring systems re-
quired under this subpart for moni-
toring SO2 mass emissions and indi-
vidual unit heat input (including all 
systems required to monitor SO2 con-
centration, stack gas moisture con-
tent, stack gas flow rate, CO2 or O2 
concentration, and fuel flow rate, as 
applicable, in accordance with §§ 75.11 
and 75.16 of this chapter); 

(2) Successfully complete all certifi-
cation tests required under § 97.271 and 
meet all other requirements of this 
subpart and part 75 of this chapter ap-
plicable to the monitoring systems 
under paragraph (a)(1) of this section; 
and 

(3) Record, report, and quality-assure 
the data from the monitoring systems 
under paragraph (a)(1) of this section. 

(b) Compliance deadlines. Except as 
provided in paragraph (e) of this sec-
tion, the owner or operator shall meet 
the monitoring system certification 
and other requirements of paragraphs 
(a)(1) and (2) of this section on or be-
fore the following dates. The owner or 
operator shall record, report, and qual-
ity-assure the data from the moni-
toring systems under paragraph (a)(1) 
of this section on and after the fol-
lowing dates. 

(1) For the owner or operator of a 
CAIR SO2 unit that commences com-
mercial operation before July 1, 2008, 
by January 1, 2009. 

(2) For the owner or operator of a 
CAIR SO2 unit that commences com-
mercial operation on or after July 1, 
2008, by the later of the following 
dates: 

(i) January 1, 2009; or 
(ii) 90 unit operating days or 180 cal-

endar days, whichever occurs first, 

after the date on which the unit com-
mences commercial operation. 

(3) For the owner or operator of a 
CAIR SO2 unit for which construction 
of a new stack or flue or installation of 
add-on SO2 emission controls is com-
pleted after the applicable deadline 
under paragraph (b)(1), (2), (4), or (5) of 
this section, by 90 unit operating days 
or 180 calendar days, whichever occurs 
first, after the date on which emissions 
first exit to the atmosphere through 
the new stack or flue or add-on SO2 
emissions controls. 

(4) Notwithstanding the dates in 
paragraphs (b)(1) and (2) of this section, 
for the owner or operator of a unit for 
which a CAIR opt-in permit application 
is submitted and not withdrawn and a 
CAIR opt-in permit is not yet issued or 
denied under subpart III of this part, 
by the date specified in § 97.284(b). 

(5) Notwithstanding the dates in 
paragraphs (b)(1) and (2) of this section, 
for the owner or operator of a CAIR 
SO2 opt-in unit under subpart III of 
this part, by the date on which the 
CAIR SO2 opt-in unit enters the CAIR 
SO2 Trading Program as provided in 
§ 97.284(g). 

(c) Reporting data. The owner or oper-
ator of a CAIR SO2 unit that does not 
meet the applicable compliance date 
set forth in paragraph (b) of this sec-
tion for any monitoring system under 
paragraph (a)(1) of this section shall, 
for each such monitoring system, de-
termine, record, and report maximum 
potential (or, as appropriate, minimum 
potential) values for SO2 concentra-
tion, stack gas flow rate, stack gas 
moisture content, fuel flow rate, and 
any other parameters required to de-
termine SO2 mass emissions and heat 
input in accordance with § 75.31(b)(2) or 
(c)(3) of this chapter or section 2.4 of 
appendix D to part 75 of this chapter, 
as applicable. 

(d) Prohibitions. (1) No owner or oper-
ator of a CAIR SO2 unit shall use any 
alternative monitoring system, alter-
native reference method, or any other 
alternative to any requirement of this 
subpart without having obtained prior 
written approval in accordance with 
§ 97.275. 

(2) No owner or operator of a CAIR 
SO2 unit shall operate the unit so as to 
discharge, or allow to be discharged, 
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SO2 emissions to the atmosphere with-
out accounting for all such emissions 
in accordance with the applicable pro-
visions of this subpart and part 75 of 
this chapter. 

(3) No owner or operator of a CAIR 
SO2 unit shall disrupt the continuous 
emission monitoring system, any por-
tion thereof, or any other approved 
emission monitoring method, and 
thereby avoid monitoring and record-
ing SO2 mass emissions discharged into 
the atmosphere or heat input, except 
for periods of recertification or periods 
when calibration, quality assurance 
testing, or maintenance is performed in 
accordance with the applicable provi-
sions of this subpart and part 75 of this 
chapter. 

(4) No owner or operator of a CAIR 
SO2 unit shall retire or permanently 
discontinue use of the continuous emis-
sion monitoring system, any compo-
nent thereof, or any other approved 
monitoring system under this subpart, 
except under any one of the following 
circumstances: 

(i) During the period that the unit is 
covered by an exemption under § 97.205 
that is in effect; 

(ii) The owner or operator is moni-
toring emissions from the unit with an-
other certified monitoring system ap-
proved, in accordance with the applica-
ble provisions of this subpart and part 
75 of this chapter, by the Adminis-
trator for use at that unit that pro-
vides emission data for the same pol-
lutant or parameter as the retired or 
discontinued monitoring system; or 

(iii) The CAIR designated representa-
tive submits notification of the date of 
certification testing of a replacement 
monitoring system for the retired or 
discontinued monitoring system in ac-
cordance with § 97.271(d)(3)(i). 

(e) Long-term cold storage. The owner 
or operator of a CAIR SO2 unit is sub-
ject to the applicable provisions of part 
75 of this chapter concerning units in 
long-term cold storage. 

§ 97.271 Initial certification and recer-
tification procedures. 

(a) The owner or operator of a CAIR 
SO2 unit shall be exempt from the ini-
tial certification requirements of this 
section for a monitoring system under 

§ 97.270(a)(1) if the following conditions 
are met: 

(1) The monitoring system has been 
previously certified in accordance with 
part 75 of this chapter; and 

(2) The applicable quality-assurance 
and quality-control requirements of 
§ 75.21 of this chapter and appendix B 
and appendix D to part 75 of this chap-
ter are fully met for the certified moni-
toring system described in paragraph 
(a)(1) of this section. 

(b) The recertification provisions of 
this section shall apply to a moni-
toring system under § 97.270(a)(1) ex-
empt from initial certification require-
ments under paragraph (a) of this sec-
tion. 

(c) [Reserved] 
(d) Except as provided in paragraph 

(a) of this section, the owner or oper-
ator of a CAIR SO2 unit shall comply 
with the following initial certification 
and recertification procedures, for a 
continuous monitoring system (i.e., a 
continuous emission monitoring sys-
tem and an excepted monitoring sys-
tem under appendix D to part 75 of this 
chapter) under § 97.270(a)(1). The owner 
or operator of a unit that qualifies to 
use the low mass emissions excepted 
monitoring methodology under § 75.19 
of this chapter or that qualifies to use 
an alternative monitoring system 
under subpart E of part 75 of this chap-
ter shall comply with the procedures in 
paragraph (e) or (f) of this section re-
spectively. 

(1) Requirements for initial certification. 
The owner or operator shall ensure 
that each continuous monitoring sys-
tem under § 97.270(a)(1) (including the 
automated data acquisition and han-
dling system) successfully completes 
all of the initial certification testing 
required under § 75.20 of this chapter by 
the applicable deadline in § 97.270(b). In 
addition, whenever the owner or oper-
ator installs a monitoring system to 
meet the requirements of this subpart 
in a location where no such monitoring 
system was previously installed, initial 
certification in accordance with § 75.20 
of this chapter is required. 

(2) Requirements for recertification. 
Whenever the owner or operator makes 
a replacement, modification, or change 
in any certified continuous emission 
monitoring system under § 97.270(a)(1) 
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that may significantly affect the abil-
ity of the system to accurately meas-
ure or record SO2 mass emissions or 
heat input rate or to meet the quality- 
assurance and quality-control require-
ments of § 75.21 of this chapter or ap-
pendix B to part 75 of this chapter, the 
owner or operator shall recertify the 
monitoring system in accordance with 
§ 75.20(b) of this chapter. Furthermore, 
whenever the owner or operator makes 
a replacement, modification, or change 
to the flue gas handling system or the 
unit’s operation that may significantly 
change the stack flow or concentration 
profile, the owner or operator shall re-
certify each continuous emission moni-
toring system whose accuracy is poten-
tially affected by the change, in ac-
cordance with § 75.20(b) of this chapter. 
Examples of changes to a continuous 
emission monitoring system that re-
quire recertification include: replace-
ment of the analyzer, complete re-
placement of an existing continuous 
emission monitoring system, or change 
in location or orientation of the sam-
pling probe or site. Any fuel flowmeter 
system under § 97.270(a)(1) is subject to 
the recertification requirements in 
§ 75.20(g)(6) of this chapter. 

(3) Approval process for initial certifi-
cation and recertification. Paragraphs 
(d)(3)(i) through (iv) of this section 
apply to both initial certification and 
recertification of a continuous moni-
toring system under § 97.270(a)(1). For 
recertifications, replace the words 
‘‘certification’’ and ‘‘initial certifi-
cation’’ with the word ‘‘recertifi-
cation’’, replace the word ‘‘certified’’ 
with the word ‘‘recertified,’’ and follow 
the procedures in §§ 75.20(b)(5) and (g)(7) 
of this chapter in lieu of the procedures 
in paragraph (d)(3)(v) of this section. 

(i) Notification of certification. The 
CAIR designated representative shall 
submit to the appropriate EPA Re-
gional Office and the Administrator 
written notice of the dates of certifi-
cation testing, in accordance with 
§ 97.273. 

(ii) Certification application. The CAIR 
designated representative shall submit 
to the Administrator a certification 
application for each monitoring sys-
tem. A complete certification applica-
tion shall include the information 
specified in § 75.63 of this chapter. 

(iii) Provisional certification date. The 
provisional certification date for a 
monitoring system shall be determined 
in accordance with § 75.20(a)(3) of this 
chapter. A provisionally certified mon-
itoring system may be used under the 
CAIR SO2 Trading Program for a period 
not to exceed 120 days after receipt by 
the Administrator of the complete cer-
tification application for the moni-
toring system under paragraph (d)(3)(ii) 
of this section. Data measured and re-
corded by the provisionally certified 
monitoring system, in accordance with 
the requirements of part 75 of this 
chapter, will be considered valid qual-
ity-assured data (retroactive to the 
date and time of provisional certifi-
cation), provided that the Adminis-
trator does not invalidate the provi-
sional certification by issuing a notice 
of disapproval within 120 days of the 
date of receipt of the complete certifi-
cation application by the Adminis-
trator. 

(iv) Certification application approval 
process. The Administrator will issue a 
written notice of approval or dis-
approval of the certification applica-
tion to the owner or operator within 
120 days of receipt of the complete cer-
tification application under paragraph 
(d)(3)(ii) of this section. In the event 
the Administrator does not issue such 
a notice within such 120-day period, 
each monitoring system that meets the 
applicable performance requirements 
of part 75 of this chapter and is in-
cluded in the certification application 
will be deemed certified for use under 
the CAIR SO2 Trading Program. 

(A) Approval notice. If the certifi-
cation application is complete and 
shows that each monitoring system 
meets the applicable performance re-
quirements of part 75 of this chapter, 
then the Administrator will issue a 
written notice of approval of the cer-
tification application within 120 days 
of receipt. 

(B) Incomplete application notice. If 
the certification application is not 
complete, then the Administrator will 
issue a written notice of incomplete-
ness that sets a reasonable date by 
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which the CAIR designated representa-
tive must submit the additional infor-
mation required to complete the cer-
tification application. If the CAIR des-
ignated representative does not comply 
with the notice of incompleteness by 
the specified date, then the Adminis-
trator may issue a notice of dis-
approval under paragraph (d)(3)(iv)(C) 
of this section. The 120-day review pe-
riod shall not begin before receipt of a 
complete certification application. 

(C) Disapproval notice. If the certifi-
cation application shows that any 
monitoring system does not meet the 
performance requirements of part 75 of 
this chapter or if the certification ap-
plication is incomplete and the re-
quirement for disapproval under para-
graph (d)(3)(iv)(B) of this section is 
met, then the Administrator will issue 
a written notice of disapproval of the 
certification application. Upon 
issuance of such notice of disapproval, 
the provisional certification is invali-
dated by the Administrator and the 
data measured and recorded by each 
uncertified monitoring system shall 
not be considered valid quality-assured 
data beginning with the date and hour 
of provisional certification (as defined 
under § 75.20(a)(3) of this chapter). The 
owner or operator shall follow the pro-
cedures for loss of certification in para-
graph (d)(3)(v) of this section for each 
monitoring system that is disapproved 
for initial certification. 

(D) Audit decertification. The Adminis-
trator may issue a notice of dis-
approval of the certification status of a 
monitor in accordance with § 97.272(b). 

(v) Procedures for loss of certification. 
If the Administrator issues a notice of 
disapproval of a certification applica-
tion under paragraph (d)(3)(iv)(C) of 
this section or a notice of disapproval 
of certification status under paragraph 
(d)(3)(iv)(D) of this section, then: 

(A) The owner or operator shall sub-
stitute the following values, for each 
disapproved monitoring system, for 
each hour of unit operation during the 
period of invalid data specified under 
§ 75.20(a)(4)(iii), § 75.20(g)(7), or § 75.21(e) 
of this chapter and continuing until 
the applicable date and hour specified 
under § 75.20(a)(5)(i) or (g)(7) of this 
chapter: 

(1) For a disapproved SO2 pollutant 
concentration monitor and disapproved 
flow monitor, respectively, the max-
imum potential concentration of SO2 
and the maximum potential flow rate, 
as defined in sections 2.1.1.1 and 2.1.4.1 
of appendix A to part 75 of this chapter. 

(2) For a disapproved moisture moni-
toring system and disapproved diluent 
gas monitoring system, respectively, 
the minimum potential moisture per-
centage and either the maximum po-
tential CO2 concentration or the min-
imum potential O2 concentration (as 
applicable), as defined in sections 2.1.5, 
2.1.3.1, and 2.1.3.2 of appendix A to part 
75 of this chapter. 

(3) For a disapproved fuel flowmeter 
system, the maximum potential fuel 
flow rate, as defined in section 2.4.2.1 of 
appendix D to part 75 of this chapter. 

(B) The CAIR designated representa-
tive shall submit a notification of cer-
tification retest dates and a new cer-
tification application in accordance 
with paragraphs (d)(3)(i) and (ii) of this 
section. 

(C) The owner or operator shall re-
peat all certification tests or other re-
quirements that were failed by the 
monitoring system, as indicated in the 
Administrator’s notice of disapproval, 
no later than 30 unit operating days 
after the date of issuance of the notice 
of disapproval. 

(e) Initial certification and recertifi-
cation procedures for units using the low 
mass emission excepted methodology 
under § 75.19 of this chapter. The owner 
or operator of a unit qualified to use 
the low mass emissions (LME) excepted 
methodology under § 75.19 of this chap-
ter shall meet the applicable certifi-
cation and recertification require-
ments in §§ 75.19(a)(2) and 75.20(h) of 
this chapter. If the owner or operator 
of such a unit elects to certify a fuel 
flowmeter system for heat input deter-
mination, the owner or operator shall 
also meet the certification and recer-
tification requirements in § 75.20(g) of 
this chapter. 

(f) Certification/recertification proce-
dures for alternative monitoring systems. 
The CAIR designated representative of 
each unit for which the owner or oper-
ator intends to use an alternative mon-
itoring system approved by the Admin-
istrator under subpart E of part 75 of 
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this chapter shall comply with the ap-
plicable notification and application 
procedures of § 75.20(f) of this chapter. 

§ 97.272 Out of control periods. 

(a) Whenever any monitoring system 
fails to meet the quality-assurance and 
quality-control requirements or data 
validation requirements of part 75 of 
this chapter, data shall be substituted 
using the applicable missing data pro-
cedures in subpart D of appendix D to 
part 75 of this chapter. 

(b) Audit decertification. Whenever 
both an audit of a monitoring system 
and a review of the initial certification 
or recertification application reveal 
that any monitoring system should not 
have been certified or recertified be-
cause it did not meet a particular per-
formance specification or other re-
quirement under § 97.271 or the applica-
ble provisions of part 75 of this chapter, 
both at the time of the initial certifi-
cation or recertification application 
submission and at the time of the 
audit, the Administrator will issue a 
notice of disapproval of the certifi-
cation status of such monitoring sys-
tem. For the purposes of this para-
graph, an audit shall be either a field 
audit or an audit of any information 
submitted to the permitting authority 
or the Administrator. By issuing the 
notice of disapproval, the Adminis-
trator revokes prospectively the cer-
tification status of the monitoring sys-
tem. The data measured and recorded 
by the monitoring system shall not be 
considered valid quality-assured data 
from the date of issuance of the notifi-
cation of the revoked certification sta-
tus until the date and time that the 
owner or operator completes subse-
quently approved initial certification 
or recertification tests for the moni-
toring system. The owner or operator 
shall follow the applicable initial cer-
tification or recertification procedures 
in § 97.271 for each disapproved moni-
toring system. 

§ 97.273 Notifications. 

The CAIR designated representative 
for a CAIR SO2 unit shall submit writ-
ten notice to the Administrator in ac-
cordance with § 75.61 of this chapter. 
§ 97.274 Recordkeeping and reporting. 

(a) General provisions. The CAIR des-
ignated representative shall comply 
with all recordkeeping and reporting 
requirements in this section, the appli-
cable recordkeeping and reporting re-
quirements in subparts F and G of part 
75 of this chapter, and the require-
ments of § 97.210(e)(1). 

(b) Monitoring Plans. The owner or op-
erator of a CAIR SO2 unit shall comply 
with requirements of § 75.62 of this 
chapter and, for a unit for which a 
CAIR opt-in permit application is sub-
mitted and not withdrawn and a CAIR 
opt-in permit is not yet issued or de-
nied under subpart III of this part, 
§§ 97.283 and 97.284(a). 

(c) Certification Applications. The 
CAIR designated representative shall 
submit an application to the Adminis-
trator within 45 days after completing 
all initial certification or recertifi-
cation tests required under § 97.271, in-
cluding the information required under 
§ 75.63 of this chapter. 

(d) Quarterly reports. The CAIR des-
ignated representative shall submit 
quarterly reports, as follows: 

(1) The CAIR designated representa-
tive shall report the SO2 mass emis-
sions data and heat input data for the 
CAIR SO2 unit, in an electronic quar-
terly report in a format prescribed by 
the Administrator, for each calendar 
quarter beginning with: 

(i) For a unit that commences com-
mercial operation before July 1, 2008, 
the calendar quarter covering January 
1, 2009 through March 31, 2009; 

(ii) For a unit that commences com-
mercial operation on or after July 1, 
2008, the calendar quarter cor-
responding to the earlier of the date of 
provisional certification or the applica-
ble deadline for initial certification 
under § 97.270(b), unless that quarter is 
the third or fourth quarter of 2008, in 
which case reporting shall commence 
in the quarter covering January 1, 2009 
through March 31, 2009; 

(iii) Notwithstanding paragraphs 
(d)(1)(i) and (ii) of this section, for a 
unit for which a CAIR opt-in permit 
application is submitted and not with-
drawn and a CAIR opt-in permit is not 
yet issued or denied under subpart III 
of this part, the calendar quarter cor-
responding to the date specified in 
§ 97.284(b); and 
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(iv) Notwithstanding paragraphs 
(d)(1)(i) and (ii) of this section, for a 
CAIR SO2 opt-in unit under subpart III 
of this part, the calendar quarter cor-
responding to the date on which the 
CAIR SO2 opt-in unit enters the CAIR 
SO2 Trading Program as provided in 
§ 97.284(g). 

(2) The CAIR designated representa-
tive shall submit each quarterly report 
to the Administrator within 30 days 
following the end of the calendar quar-
ter covered by the report. Quarterly re-
ports shall be submitted in the manner 
specified in § 75.64 of this chapter. 

(3) For CAIR SO2 units that are also 
subject to an Acid Rain emissions limi-
tation or the CAIR NOX Annual Trad-
ing Program, CAIR NOX Ozone Season 
Trading Program, or Hg Budget Trad-
ing Program, quarterly reports shall 
include the applicable data and infor-
mation required by subparts F through 
I of part 75 of this chapter as applica-
ble, in addition to the SO2 mass emis-
sion data, heat input data, and other 
information required by this subpart. 

(e) Compliance certification. The CAIR 
designated representative shall submit 
to the Administrator a compliance cer-
tification (in a format prescribed by 
the Administrator) in support of each 
quarterly report based on reasonable 
inquiry of those persons with primary 
responsibility for ensuring that all of 
the unit’s emissions are correctly and 
fully monitored. The certification shall 
state that: 

(1) The monitoring data submitted 
were recorded in accordance with the 
applicable requirements of this subpart 
and part 75 of this chapter, including 
the quality assurance procedures and 
specifications; and 

(2) For a unit with add-on SO2 emis-
sion controls and for all hours where 
SO2 data are substituted in accordance 
with § 75.34(a)(1) of this chapter, the 
add-on emission controls were oper-
ating within the range of parameters 
listed in the quality assurance/quality 
control program under appendix B to 
part 75 of this chapter and the sub-
stitute data values do not systemati-
cally underestimate SO2 emissions. 

§ 97.275 Petitions. 
The CAIR designated representative 

of a CAIR SO2 unit may submit a peti-

tion under § 75.66 of this chapter to the 
Administrator requesting approval to 
apply an alternative to any require-
ment of this subpart. Application of an 
alternative to any requirement of this 
subpart is in accordance with this sub-
part only to the extent that the peti-
tion is approved in writing by the Ad-
ministrator, in consultation with the 
permitting authority. 

Subpart III—CAIR SO2 Opt-in Units 

§ 97.280 Applicability. 

A CAIR SO2 opt-in unit must be a 
unit that: 

(a) Is located in a State that submits, 
and for which the Administrator ap-
proves, a State implementation plan 
revision in accordance with 
§ 51.124(r)(1), (2), or (3) of this chapter 
establishing procedures concerning 
CAIR opt-in units; 

(b) Is not a CAIR SO2 unit under 
§ 97.204 and is not covered by a retired 
unit exemption under § 97.205 that is in 
effect; 

(c) Is not covered by a retired unit 
exemption under § 72.8 of this chapter 
that is in effect and is not an opt-in 
source under part 74 of this chapter; 

(d) Has or is required or qualified to 
have a title V operating permit or 
other federally enforceable permit; and 

(e) Vents all of its emissions to a 
stack and can meet the monitoring, 
recordkeeping, and reporting require-
ments of subpart HH of this part. 

§ 97.281 General. 

(a) Except as otherwise provided in 
§§ 97.201 through 97.204, §§ 97.206 through 
97.208, and subparts BBB and CCC and 
subparts FFF through HHH of this 
part, a CAIR SO2 opt-in unit shall be 
treated as a CAIR SO2 unit for purposes 
of applying such sections and subparts 
of this part. 

(b) Solely for purposes of applying, as 
provided in this subpart, the require-
ments of subpart HHH of this part to a 
unit for which a CAIR opt-in permit 
application is submitted and not with-
drawn and a CAIR opt-in permit is not 
yet issued or denied under this subpart, 
such unit shall be treated as a CAIR 
SO2 unit before issuance of a CAIR opt- 
in permit for such unit. 
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