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components important to radiological health 
and safety and the common defense and secu-
rity. 

4. Each combined license application sub-
mitted pursuant to this appendix must con-
tain an environmental report as required by 
§ 52.80(b), and which complies with the appli-
cable provisions of 10 CFR part 51, provided, 
however, that the application may incor-
porate by reference a single environmental 
report on the environmental impacts of the 
common design. 

5. Upon a determination that each applica-
tion is acceptable for docketing under 10 
CFR 2.101, each application will be docketed 
and a notice of docketing for each applica-
tion will be published in the FEDERAL REG-
ISTER, in accordance with 10 CFR 2.104, pro-
vided, however, that the notice must state 
that the application will be processed under 
the provisions of 10 CFR part 52, appendix N, 
and subpart D of part 2 of this chapter. As 
the discretion of the Commission, a single 
notice of docketing for multiple applications 
may be published in the FEDERAL REGISTER. 

6. The NRC staff shall prepare draft and 
final environmental impact statements for 
each of the applications under part 51 of this 
chapter. Scoping under 10 CFR 51.28 and 51.29 
for each of the combined license applications 
may be conducted simultaneously and joint 
scoping may be conducted with respect to 
the environmental issues relevant to the 
common design. 

If the applications reference a standard de-
sign certification, then the environmental 
impact statement for each of the applica-
tions must incorporate by reference the de-
sign certification environmental assessment. 
If the applications do not reference a stand-
ard design certification, then the NRC staff 
shall prepare draft and final supplemental 
environmental impact statements which ad-
dress severe accident mitigation design al-
ternatives for the common design, which 
must be incorporated by reference into the 
environmental impact statement prepared 
for each application. Scoping under 10 CFR 
51.28 and 51.29 for the supplemental environ-
mental impact statement may be conducted 
simultaneously, and may be part of the 
scoping for each of the combined license ap-
plications. 

7. The ACRS shall report on each of the ap-
plications as required by § 52.87. Each report 
must be limited to those safety matters for 
each application which are not relevant to 
the common design. In addition, the ACRS 
shall separately report on the safety of the 
common design, provided, however, that the 
report need not address the safety of a ref-
erenced standard design certification or re-
actor manufactured under subpart F of this 
part. 

8. The Commission shall designate a pre-
siding officer to conduct the proceeding with 
respect to the health and safety, common de-
fense and security, and environmental mat-
ters relating to the common design. The 
hearing will be governed by the applicable 
provisions of subparts A, C, G, L, N, and O of 
part 2 of this chapter relating to applications 
for combined licenses. The presiding officer 
shall issue a partial initial decision on the 
common design. 
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E.O. 12958, as amended, 3 CFR, 1995 Comp., p. 
333; E.O. 12968, 3 CFR, 1995 Comp., p. 391. 

SOURCE: 60 FR 22491, May 8, 1995, unless 
otherwise noted. 

GENERAL PROVISIONS 

§ 54.1 Purpose. 
This part governs the issuance of re-

newed operating licenses and renewed 
combined licenses for nuclear power 
plants licensed pursuant to Sections 
103 or 104b of the Atomic Energy Act of 
1954, as amended, and Title II of the 
Energy Reorganization Act of 1974 (88 
Stat. 1242). 

[72 FR 49560, Aug. 28, 2007] 

§ 54.3 Definitions. 
(a) As used in this part, 
Current licensing basis (CLB) is the set 

of NRC requirements applicable to a 
specific plant and a licensee’s written 
commitments for ensuring compliance 
with and operation within applicable 
NRC requirements and the plant-spe-
cific design basis (including all modi-
fications and additions to such com-
mitments over the life of the license) 
that are docketed and in effect. The 
CLB includes the NRC regulations con-
tained in 10 CFR parts 2, 19, 20, 21, 26, 
30, 40, 50, 51, 52, 54, 55, 70, 72, 73, 100 and 
appendices thereto; orders; license con-
ditions; exemptions; and technical 
specifications. It also includes the 
plant-specific design-basis information 
defined in 10 CFR 50.2 as documented in 
the most recent final safety analysis 
report (FSAR) as required by 10 CFR 
50.71 and the licensee’s commitments 
remaining in effect that were made in 
docketed licensing correspondence 
such as licensee responses to NRC bul-
letins, generic letters, and enforcement 
actions, as well as licensee commit-
ments documented in NRC safety eval-
uations or licensee event reports. 

Integrated plant assessment (IPA) is a 
licensee assessment that demonstrates 
that a nuclear power plant facility’s 
structures and components requiring 
aging management review in accord-
ance with § 54.21(a) for license renewal 
have been identified and that the ef-
fects of aging on the functionality of 
such structures and components will be 
managed to maintain the CLB such 
that there is an acceptable level of 

safety during the period of extended 
operation. 

Nuclear power plant means a nuclear 
power facility of a type described in 10 
CFR 50.21(b) or 50.22. 

Renewed combined license means a 
combined license originally issued 
under part 52 of this chapter for which 
an application for renewal is filed in 
accordance with 10 CFR 52.107 and 
issued under this part. 

Time-limited aging analyses, for the 
purposes of this part, are those licensee 
calculations and analyses that: 

(1) Involve systems, structures, and 
components within the scope of license 
renewal, as delineated in § 54.4(a); 

(2) Consider the effects of aging; 
(3) Involve time-limited assumptions 

defined by the current operating term, 
for example, 40 years; 

(4) Were determined to be relevant by 
the licensee in making a safety deter-
mination; 

(5) Involve conclusions or provide the 
basis for conclusions related to the ca-
pability of the system, structure, and 
component to perform its intended 
functions, as delineated in § 54.4(b); and 

(6) Are contained or incorporated by 
reference in the CLB. 

(b) All other terms in this part have 
the same meanings as set out in 10 CFR 
50.2 or Section 11 of the Atomic Energy 
Act, as applicable. 

[60 FR 22491, May 8, 1995, as amended at 72 
FR 49560, Aug. 28, 2007] 

§ 54.4 Scope. 
(a) Plant systems, structures, and 

components within the scope of this 
part are— 

(1) Safety-related systems, struc-
tures, and components which are those 
relied upon to remain functional dur-
ing and following design-basis events 
(as defined in 10 CFR 50.49 (b)(1)) to en-
sure the following functions— 

(i) The integrity of the reactor cool-
ant pressure boundary; 

(ii) The capability to shut down the 
reactor and maintain it in a safe shut-
down condition; or 

(iii) The capability to prevent or 
mitigate the consequences of accidents 
which could result in potential offsite 
exposures comparable to those referred 
to in § 50.34(a)(1), § 50.67(b)(2), or § 100.11 
of this chapter, as applicable. 
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