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The floor and ceiling areas are consid-
ered as horizontal surfaces using exte-
rior width and length. 

§ 3280.503 Materials. 
Materials used for insulation shall be 

of proven effectiveness and adequate 
durability to assure that required de-
sign conditions concerning thermal 
transmission are attained. 

§ 3280.504 Condensation control and 
installation of vapor retarders. 

(a) Ceiling vapor retarders. (1) In Uo 
Value Zones 2 and 3, ceilings must have 
a vapor retarder with a permeance of 
not greater than 1 perm (as measured 
by ASTM E 96–95 Standard Test Meth-
ods for Water Vapor Transmission of 
Materials) installed on the living space 
side of the roof cavity. 

(2) For manufactured homes designed 
for Uo Value Zone 1, the vapor retarder 
may be omitted. 

(b) Exterior walls. (1) Exterior walls 
must have a vapor retarder with a 
permeance no greater than 1 perm (dry 
cup method) installed on the living 
space side of the wall; or 

(2) Unventilated wall cavities must 
have an external covering and/or 
sheathing that forms the pressure en-
velope. The covering and/or sheathing 
must have a combined permeance of 
not less than 5.0 perms. In the absence 
of test data, combined permeance is 
permitted to be computed using the 
following formula: P total = (1/[(1/P1) + 
(1/P2)]), where P1 and P2 are the 

permeance values of the exterior cov-
ering and sheathing in perms. Formed 
exterior siding applied in sections with 
joints not caulked or sealed, are not 
considered to restrict water vapor 
transmission; or 

(3) Wall cavities must be constructed 
so that ventilation is provided to dis-
sipate any condensation occurring in 
these cavities; or 

(4) Homes manufactured to be sited 
in ‘‘humid climates’’ or ‘‘fringe cli-
mates’’ as shown on the Humid and 
Fringe Climate Map in this paragraph 
are permitted to have a vapor retarder 
specified in paragraph (b)(1) of this sec-
tion installed on the exterior side of 
the wall insulation or be constructed 
with an external covering and sheath-
ing with a combined permeance of not 
greater than 1.0 perms, provided the in-
terior finish and interior wall panel 
materials have a combined permeance 
of not less than 5.0 perms. The fol-
lowing need not meet the minimum 
combined permeance rating of not less 
than 5.0 perms for interior finish or 
wall panel materials: 

(i) Kitchen back splash materials, 
less than 50 square feet in area in-
stalled around countertops, sinks, and 
ranges; 

(ii) Bathroom tub areas, shower com-
partments; 

(iii) Cabinetry and built-in furniture; 
(iv) Trim materials; 
(v) Hardboard wall paneling of less 

than 50 square feet in area under chair 
rails. 
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(5) The following areas of local gov-
ernments (counties or similar areas, 
unless otherwise specified), listed by 
state are deemed to be within the 
humid and fringe climate areas shown 
on the Humid and Fringe Climate Map 
in paragraph (b)(4) of this section, and 
the vapor retarder or construction 
methods specified in paragraph (b)(4) of 
this section may be applied to homes 
built to be sited within these jurisdic-
tions: 

ALABAMA 

Baldwin, Barbour, Bullock, Butler, Choc-
taw, Clarke, Coffee, Conecuh, Covington, 
Crenshaw, Dale, Escambia, Geneva, Henry, 
Houston, Lowndes, Marengo, Mobile, Mon-
roe, Montgomery, Pike, Washington, Wilcox. 

FLORIDA 

All counties and locations within the State 
of Florida. 

GEORGIA 

Appling, Atkinson, Bacon, Baker, Ben Hill, 
Berrien, Brantley, Brooks, Bryan, Calhoun, 
Camden, Charlton, Chatham, Clay, Clinch, 
Coffee, Colquitt, Cook, Crisp, Decatur, 
Dougherty, Early, Echols, Effingham, Evans, 
Glynn, Wayne, Grady, Irwin, Jeff Davis, La-
nier, Lee, Liberty, Long, Lowndes, McIntosh, 
Miller, Mitchell, Pierce, Quitman, Randolph, 

Seminole, Tattnall, Terrell, Thomas, Tift, 
Turner, Ware, Worth. 

HAWAII 

All counties and locations within the State 
of Hawaii. 

LOUISIANA 

All counties and locations within the State 
of Louisiana. 

MISSISSIPPI 

Adams, Amite, Claiborne, Clarke, Copiah, 
Covington, Forrest, Franklin, George, 
Greene, Hancock, Harrison, Hinds, 
Issaquena, Jackson, Jasper, Jefferson, Jeffer-
son Davis, Jones, Lamar, Lawrence, Lincoln, 
Marion, Pearl River, Perry, Pike, Rankin, 
Simpson, Smith, Stone, Walthall, Warren, 
Wayne, Wilkinson. 

NORTH CAROLINA 

Brunswick, Carteret, Columbus, New Han-
over, Onslow, Pender. 

SOUTH CAROLINA 

Jasper, Beaufort, Colleton, Dorchester, 
Charleston, Berkeley, Georgetown, Horry. 

TEXAS 

Anderson, Angelina, Aransas, Atascosa, 
Austin, Bastrop, Bee, Bexar, Brazoria, Braz-
os, Brooks, Burleson, Caldwell, Calhoun, 
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Cameron, Camp, Cass, Chambers, Cherokee, 
Colorado, Comal, De Witt, Dimmit, Duval, 
Falls, Fayette, Fort Bend, Franklin, Free-
stone, Frio, Galveston, Goliad, Gonzales, 
Gregg, Grimes, Guadalupe, Hardin, Harris, 
Harrison, Hays, Henderson, Hidalgo, Hop-
kins, Houston, Jackson, Jasper, Jefferson, 
Jim Hogg, Jim Wells, Karnes, Kaufman, Ken-
nedy, Kinney, Kleberg, La Salle, Lavaca, 
Lee, Leon, Liberty, Limestone, Live Oak, 
Madison, Marion, Matagorda, Maverick, 
McMullen, Medina, Milam, Montgomery, 
Morris, Nacogdoches, Navarro, Newton, 
Nueces, Orange, Panola, Polk, Rains, 
Refugio, Robertson, Rusk, Sabine, San Au-
gustine, San Jacinto, San Patricio, Shelby, 
Smith, Starr, Titus, Travis, Trinity, Tyler, 
Upshur, Uvalde, Val Verde, Van Zandt, Vic-
toria, Walker, Waller, Washington, Webb, 
Wharton, Willacy, Williamson, Wilson, 
Wood, Zapata, Zavala. 

(c) Attic or roof ventilation. (1) Attic 
and roof cavities shall be vented in ac-
cordance with one of the following: 

(i) A minimum free ventilation area 
of not less than 1/300 of the attic or roof 
cavity floor area. At least 50 percent of 
the required free ventilation area shall 
be provided by ventilators located in 
the upper portion of the space to be 
ventilated. At least 40 percent shall be 
provided by eave, soffit or low gable 
vents. The location and spacing of the 
vent openings and ventilators shall 
provide cross-ventilation to the entire 
attic or roof cavity space. A clear air 
passage space having a minimum 
height of 1 inch shall be provided be-
tween the top of the insulation and the 
roof sheathing or roof covering. Baffles 
or other means shall be provided where 
needed to insure the 1 inch height of 
the clear air passage space is main-
tained. 

(ii) A mechanical attic or roof ven-
tilation system may be installed in-
stead of providing the free ventilation 
area when the mechanical system pro-
vides a minimum air change rate of 0.02 
cubic feet per minute (cfm) per sq. ft. 
of attic floor area. Intake and exhaust 
vents shall be located so as to provide 
air movement throughout space. 

(2) Single section manufactured 
homes constructed with metal roofs 
and having no sheathing or 
underlayment installed, are not re-
quired to be provided with attic or roof 
cavity ventilation provided that the air 
leakage paths from the living space to 
the roof cavity created by electrical 

outlets, electrical junctions, electrical 
cable penetrations, plumbing penetra-
tions, flue pipe penetrations and ex-
haust vent penetrations are sealed. 

(3) Parallel membrane roof section of 
a closed cell type construction are not 
required to be ventilated. 

(4) The vents provided for ventilating 
attics and roof cavities shall be de-
signed to resist entry of rain and in-
sects. 

[40 FR 58752, Dec. 18, 1975. Redesignated at 44 
FR 20679, Apr. 6, 1979, as amended at 58 FR 
55009, Oct. 25, 1993; 70 FR 72046, Nov. 30, 2005; 
71 FR 19639, Apr. 17, 2006] 

§ 3280.505 Air infiltration. 
(a) Envelope air infiltration. The 

opaque envelope shall be designed and 
constructed to limit air infiltration to 
the living area of the home. Any de-
sign, material, method or combination 
thereof which accomplishes this goal 
may be used. The goal of the infiltra-
tion control criteria is to reduce heat 
loss/heat gain due to infiltration as 
much as possible without impinging on 
health and comfort and within the lim-
its of reasonable economics. 

(1) Envelope penetrations. Plumbing, 
mechanical and electrical penetrations 
of the pressure envelope not exempted 
by this part, and installations of win-
dow and door frames shall be con-
structed or treated to limit air infiltra-
tion. Penetrations of the pressure enve-
lope made by electrical equipment, 
other than distribution panel boards 
and cable and conduit penetrations, are 
exempt from this requirement. Cable 
penetrations through outlet boxes are 
considered exempt. 

(2) Joints between major envelope ele-
ments. Joints not designed to limit air 
infiltration between wall-to-wall, wall- 
to-ceiling and wall-to-floor connections 
shall be caulked or otherwise sealed. 
When walls are constructed to form a 
pressure envelope on the outside of the 
wall cavity, they are deemed to meet 
this requirement. 

§ 3280.506 Heat loss/heat gain. 
The manufactured home heat loss/ 

heat gain shall be determined by meth-
ods outlined in §§ 3280.508 and 3280.509. 
The Uo (Coefficient of heat trans-
mission) value zone for which the man-
ufactured home is acceptable and the 
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