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(6) If a leak should develop at a fuse 
plug or other safety device, the cyl-
inder shall be removed from the work 
area. 

(e) Fuel gas and oxygen manifolds. (1) 
Fuel gas and oxygen manifolds shall 
bear the name of the substance they 
contain in letters at least 1-inch high 
which shall be either painted on the 
manifold or on a sign permanently at-
tached to it. 

(2) Fuel gas and oxygen manifolds 
shall be placed in safe, well ventilated, 
and accessible locations. They shall 
not be located within enclosed spaces. 

(3) Manifold hose connections, in-
cluding both ends of the supply hose 
that lead to the manifold, shall be such 
that the hose cannot be interchanged 
between fuel gas and oxygen manifolds 
and supply header connections. Adapt-
ers shall not be used to permit the 
interchange of hose. Hose connections 
shall be kept free of grease and oil. 

(4) When not in use, manifold and 
header hose connections shall be 
capped. 

(5) Nothing shall be placed on top of 
a manifold, when in use, which will 
damage the manifold or interfere with 
the quick closing of the valves. 

(f) Hose. (1) Fuel gas hose and oxygen 
hose shall be easily distinguishable 
from each other. The contrast may be 
made by different colors or by surface 
characteristics readily distinguishable 
by the sense of touch. Oxygen and fuel 
gas hoses shall not be interchangeable. 
A single hose having more than one gas 
passage shall not be used. 

(2) When parallel sections of oxygen 
and fuel gas hose are taped together, 
not more than 4 inches out of 12 inches 
shall be covered by tape. 

(3) All hose in use, carrying acety-
lene, oxygen, natural or manufactured 
fuel gas, or any gas or substance which 
may ignite or enter into combustion, 
or be in any way harmful to employees, 
shall be inspected at the beginning of 
each working shift. Defective hose 
shall be removed from service. 

(4) Hose which has been subject to 
flashback, or which shows evidence of 
severe wear or damage, shall be tested 
to twice the normal pressure to which 
it is subject, but in no case less than 
300 p.s.i. Defective hose, or hose in 
doubtful condition, shall not be used. 

(5) Hose couplings shall be of the type 
that cannot be unlocked or discon-
nected by means of a straight pull 
without rotary motion. 

(6) Boxes used for the storage of gas 
hose shall be ventilated. 

(7) Hoses, cables, and other equip-
ment shall be kept clear of passage-
ways, ladders and stairs. 

(g) Torches. (1) Clogged torch tip 
openings shall be cleaned with suitable 
cleaning wires, drills, or other devices 
designed for such purpose. 

(2) Torches in use shall be inspected 
at the beginning of each working shift 
for leaking shutoff valves, hose cou-
plings, and tip connections. Defective 
torches shall not be used. 

(3) Torches shall be lighted by fric-
tion lighters or other approved devices, 
and not by matches or from hot work. 

(h) Regulators and gauges. Oxygen and 
fuel gas pressure regulators, including 
their related gauges, shall be in proper 
working order while in use. 

(i) Oil and grease hazards. Oxygen cyl-
inders and fittings shall be kept away 
from oil or grease. Cylinders, cylinder 
caps and valves, couplings, regulators, 
hose, and apparatus shall be kept free 
from oil or greasy substances and shall 
not be handled with oily hands or 
gloves. Oxygen shall not be directed at 
oily surfaces, greasy clothes, or within 
a fuel oil or other storage tank or ves-
sel. 

(j) Additional rules. For additional de-
tails not covered in this subpart, appli-
cable technical portions of American 
National Standards Institute, Z49.1– 
1967, Safety in Welding and Cutting, 
shall apply. 

[44 FR 8577, Feb. 9, 1979; 44 FR 20940, Apr. 6, 
1979, as amended at 55 FR 42328, Oct. 18, 1990; 
58 FR 35179, June 30, 1993] 

§ 1926.351 Arc welding and cutting. 

(a) Manual electrode holders. (1) Only 
manual electrode holders which are 
specifically designed for arc welding 
and cutting, and are of a capacity capa-
ble of safely handling the maximum 
rated current required by the elec-
trodes, shall be used. 

(2) Any current-carrying parts pass-
ing through the portion of the holder 
which the arc welder or cutter grips in 
his hand, and the outer surfaces of the 
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jaws of the holder, shall be fully insu-
lated against the maximum voltage en-
countered to ground. 

(b) Welding cables and connectors. (1) 
All arc welding and cutting cables shall 
be of the completely insulated, flexible 
type, capable of handling the max-
imum current requirements of the 
work in progress, taking into account 
the duty cycle under which the arc 
welder or cutter is working. 

(2) Only cable free from repair or 
splices for a minimum distance of 10 
feet from the cable end to which the 
electrode holder is connected shall be 
used, except that cables with standard 
insulated connectors or with splices 
whose insulating quality is equal to 
that of the cable are permitted. 

(3) When it becomes necessary to con-
nect or splice lengths of cable one to 
another, substantial insulated connec-
tors of a capacity at least equivalent to 
that of the cable shall be used. If con-
nections are effected by means of cable 
lugs, they shall be securely fastened to-
gether to give good electrical contact, 
and the exposed metal parts of the lugs 
shall be completely insulated. 

(4) Cables in need of repair shall not 
be used. When a cable, other than the 
cable lead referred to in paragraph 
(b)(2) of this section, becomes worn to 
the extent of exposing bare conductors, 
the portion thus exposed shall be pro-
tected by means of rubber and friction 
tape or other equivalent insulation. 

(c) Ground returns and machine 
grounding. (1) A ground return cable 
shall have a safe current carrying ca-
pacity equal to or exceeding the speci-
fied maximum output capacity of the 
arc welding or cutting unit which it 
services. When a single ground return 
cable services more than one unit, its 
safe current-carrying capacity shall 
equal or exceed the total specified 
maximum output capacities of all the 
units which it services. 

(2) Pipelines containing gases or 
flammable liquids, or conduits con-
taining electrical circuits, shall not be 
used as a ground return. For welding 
on natural gas pipelines, the technical 
portions of regulations issued by the 
Department of Transportation, Office 
of Pipeline Safety, 49 CFR Part 192, 
Minimum Federal Safety Standards for 
Gas Pipelines, shall apply. 

(3) When a structure or pipeline is 
employed as a ground return circuit, it 
shall be determined that the required 
electrical contact exists at all joints. 
The generation of an arc, sparks, or 
heat at any point shall cause rejection 
of the structures as a ground circuit. 

(4) When a structure or pipeline is 
continuously employed as a ground re-
turn circuit, all joints shall be bonded, 
and periodic inspections shall be con-
ducted to ensure that no condition of 
electrolysis or fire hazard exists by vir-
tue of such use. 

(5) The frames of all arc welding and 
cutting machines shall be grounded ei-
ther through a third wire in the cable 
containing the circuit conductor or 
through a separate wire which is 
grounded at the source of the current. 
Grounding circuits, other than by 
means of the structure, shall be 
checked to ensure that the circuit be-
tween the ground and the grounded 
power conductor has resistance low 
enough to permit sufficient current to 
flow to cause the fuse or circuit break-
er to interrupt the current. 

(6) All ground connections shall be 
inspected to ensure that they are me-
chanically strong and electrically ade-
quate for the required current. 

(d) Operating instructions. Employers 
shall instruct employees in the safe 
means of arc welding and cutting as 
follows: 

(1) When electrode holders are to be 
left unattended, the electrodes shall be 
removed and the holders shall be so 
placed or protected that they cannot 
make electrical contact with employ-
ees or conducting objects. 

(2) Hot electrode holders shall not be 
dipped in water; to do so may expose 
the arc welder or cutter to electric 
shock. 

(3) When the arc welder or cutter has 
occasion to leave his work or to stop 
work for any appreciable length of 
time, or when the arc welding or cut-
ting machine is to be moved, the power 
supply switch to the equipment shall 
be opened. 

(4) Any faulty or defective equipment 
shall be reported to the supervisor. 

(5) See § 1926.406(c) for additional re-
quirements. 

(e) Shielding. Whenever practicable, 
all arc welding and cutting operations 
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shall be shielded by noncombustible or 
flameproof screens which will protect 
employees and other persons working 
in the vicinity from the direct rays of 
the arc. 

[44 FR 8577, Feb. 9, 1979; 44 FR 20940, Apr. 6, 
1979, as amended at 51 FR 25318, July 11, 1986] 

§ 1926.352 Fire prevention. 
(a) When practical, objects to be 

welded, cut, or heated shall be moved 
to a designated safe location or, if the 
objects to be welded, cut, or heated 
cannot be readily moved, all movable 
fire hazards in the vicinity shall be 
taken to a safe place, or otherwise pro-
tected. 

(b) If the object to be welded, cut, or 
heated cannot be moved and if all the 
fire hazards cannot be removed, posi-
tive means shall be taken to confine 
the heat, sparks, and slag, and to pro-
tect the immovable fire hazards from 
them. 

(c) No welding, cutting, or heating 
shall be done where the application of 
flammable paints, or the presence of 
other flammable compounds, or heavy 
dust concentrations creates a hazard. 

(d) Suitable fire extinguishing equip-
ment shall be immediately available in 
the work area and shall be maintained 
in a state of readiness for instant use. 

(e) When the welding, cutting, or 
heating operation is such that normal 
fire prevention precautions are not suf-
ficient, additional personnel shall be 
assigned to guard against fire while the 
actual welding, cutting, or heating op-
eration is being performed, and for a 
sufficient period of time after comple-
tion of the work to ensure that no pos-
sibility of fire exists. Such personnel 
shall be instructed as to the specific 
anticipated fire hazards and how the 
firefighting equipment provided is to 
be used. 

(f) When welding, cutting, or heating 
is performed on walls, floors, and ceil-
ings, since direct penetration of sparks 
or heat transfer may introduce a fire 
hazard to an adjacent area, the same 
precautions shall be taken on the oppo-
site side as are taken on the side on 
which the welding is being performed. 

(g) For the elimination of possible 
fire in enclosed spaces as a result of gas 
escaping through leaking or improp-
erly closed torch valves, the gas supply 

to the torch shall be positively shut off 
at some point outside the enclosed 
space whenever the torch is not to be 
used or whenever the torch is left unat-
tended for a substantial period of time, 
such as during the lunch period. Over-
night and at the change of shifts, the 
torch and hose shall be removed from 
the confined space. Open end fuel gas 
and oxygen hoses shall be immediately 
removed from enclosed spaces when 
they are disconnected from the torch 
or other gas-consuming device. 

(h) Except when the contents are 
being removed or transferred, drums, 
pails, and other containers which con-
tain or have contained flammable liq-
uids shall be kept closed. Empty con-
tainers shall be removed to a safe area 
apart from hot work operations or open 
flames. 

(i) Drums containers, or hollow 
structures which have contained toxic 
or flammable substances shall, before 
welding, cutting, or heating is under-
taken on them, either be filled with 
water or thoroughly cleaned of such 
substances and ventilated and tested. 
For welding, cutting and heating on 
steel pipelines containing natural gas, 
the pertinent portions of regulations 
issued by the Department of Transpor-
tation, Office of Pipeline Safety, 49 
CFR Part 192, Minimum Federal Safety 
Standards for Gas Pipelines, shall 
apply. 

(j) Before heat is applied to a drum, 
container, or hollow structure, a vent 
or opening shall be provided for the re-
lease of any built-up pressure during 
the application of heat. 

§ 1926.353 Ventilation and protection 
in welding, cutting, and heating. 

(a) Mechanical ventilation. For pur-
poses of this section, mechanical ven-
tilation shall meet the following re-
quirements: 

(1) Mechanical ventilation shall con-
sist of either general mechanical ven-
tilation systems or local exhaust sys-
tems. 

(2) General mechanical ventilation 
shall be of sufficient capacity and so 
arranged as to produce the number of 
air changes necessary to maintain 
welding fumes and smoke within safe 
limits, as defined in subpart D of this 
part. 
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