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§ 63.5560 How do I monitor and collect 
data to demonstrate continuous 
compliance? 

(a) You must monitor and collect 
data according to this section. 

(b) Except for monitor malfunctions, 
associated repairs, and required quality 
assurance or control activities (includ-
ing, as applicable, calibration checks 
and required zero and span adjust-
ments), you must monitor continu-
ously (or collect data at all required 
intervals) at all times that the affected 
source is operating, including periods 
of startup, shutdown, and malfunction. 

(c) You may not use data recorded 
during monitoring malfunctions, asso-
ciated repairs, required quality assur-
ance or control activities, and periods 
of no flow for all or a portion of an af-
fected source in data averages and cal-
culations used to report emission or 
operating levels, nor may such data be 
used in fulfilling a minimum data 
availability requirement, if applicable. 
You must use all the data collected 
during all other periods in assessing 
the operation of the control device and 
associated control system. 

(d) All terms in this subpart that de-
fine a period of time for completing re-
quired tasks (e.g., weekly, monthly, 
quarterly, or annually) refer to the 
standard calendar periods. 

(1) You may change time periods 
specified in this subpart for completing 
required tasks by mutual agreement 
with the Administrator, as specified in 
subpart A of this part. For example, a 
period could begin on the compliance 
date or another date, rather than on 
the first day of the standard calendar 
period. For each time period that is 
changed by agreement, the revised pe-
riod must remain in effect until it is 
changed. A new request is not nec-
essary for each recurring period. 

(2) Where the period specified for 
compliance is a standard calendar pe-
riod, if the initial compliance date oc-
curs after the beginning of the period, 
then you must comply according to the 
schedule specified in paragraph (d)(2)(i) 
or (ii) of this section, as appropriate. 

(i) You must comply before the end of 
the standard calendar period within 
which the compliance deadline occurs, 
if there remain at least 3 days for tasks 
that must be performed weekly, at 

least 2 weeks for tasks that must be 
performed monthly, at least 1 month 
for tasks that must be performed quar-
terly, or at least 3 months for tasks 
that must be performed annually; or 

(ii) In all instances where a provision 
of this subpart requires completing a 
task during each of multiple successive 
periods, you may perform the required 
task at any time during the specified 
period, provided that the task is con-
ducted at a reasonable interval after 
completion of the task during the pre-
vious period. 

NOTIFICATIONS, REPORTS, AND RECORDS 

§ 63.5575 What notifications must I 
submit and when? 

You must submit each notification in 
Table 7 to this subpart that applies to 
you by the date specified in Table 7 to 
this subpart. 

§ 63.5580 What reports must I submit 
and when? 

(a) You must submit each report in 
Table 8 to this subpart that applies to 
you. 

(b) Unless the Administrator has ap-
proved a different schedule for submit-
ting reports under § 63.10, you must 
submit each compliance report by the 
date in Table 8 to this subpart and ac-
cording to the requirements in para-
graphs (b)(1) through (5) of this section. 

(1) The first compliance report must 
cover the period beginning on the com-
pliance date that is specified for your 
affected source in § 63.5495 and ending 
on June 30 or December 31, whichever 
date is the first date following the end 
of the first calendar half after the com-
pliance date that is specified for your 
source in § 63.5495. 

(2) The first compliance report must 
be postmarked or delivered no later 
than August 31 or February 28, which-
ever date follows the end of the first 
calendar half after the compliance date 
that is specified for your affected 
source in § 63.5495. 

(3) Each subsequent compliance re-
port must cover the semiannual report-
ing period from January 1 through 
June 30 or the semiannual reporting 
period from July 1 through December 
31. 
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(4) Each subsequent compliance re-
port must be postmarked or delivered 
no later than August 31 or February 28, 
whichever date is the first date fol-
lowing the end of the semiannual re-
porting period. 

(5) For each affected source that is 
subject to permitting regulations pur-
suant to 40 CFR part 70 or 40 CFR part 
71, and if the permitting authority has 
established dates for submitting semi-
annual reports pursuant to 40 CFR 
70.6(a)(3)(iii)(A) or 40 CFR 
71.6(a)(3)(iii)(A), you may submit the 
first and subsequent compliance re-
ports according to the dates the per-
mitting authority has established in-
stead of according to the dates in para-
graphs (b)(1) through (4) of this section. 

(c) The compliance report must con-
tain the information in paragraphs 
(c)(1) through (6) of this section. 

(1) Company name and address. 
(2) Statement by a responsible offi-

cial, with that official’s name, title, 
and signature, certifying that, based on 
information and belief formed after 
reasonable inquiry, the statements and 
information in the report are true, ac-
curate, and complete. 

(3) Date of report and beginning and 
ending dates of the reporting period. 

(4) If you had a startup, shutdown, or 
malfunction during the reporting pe-
riod and you took actions consistent 
with your startup, shutdown, and mal-
function plan, the compliance report 
must include the information in 
§ 63.10(d)(5)(i). 

(5) If there are no deviations from 
any emission limits, operating limits, 
or work practice standards that apply 
to you (see Tables 5 and 6 to this sub-
part), the compliance report must con-
tain a statement that there were no de-
viations from the emission limits, op-
erating limits, or work practice stand-
ards during the reporting period. 

(6) If there were no periods during 
which the CMS was out-of-control, the 
compliance report must contain a 
statement that there were no periods 
during which the CMS was out-of-con-
trol during the reporting period. You 
must include specifications for out-of- 
control operation in the quality con-
trol plan required under § 63.8(d)(2). 

(d) For each deviation from an emis-
sion limit or work practice standard 

that occurs at an affected source where 
you are not using a CMS to dem-
onstrate continuous compliance with 
the emission limits or work practice 
standards in this subpart (see Table 5 
to this subpart), the compliance report 
must contain the information in para-
graphs (c)(1) through (4) and (d)(1) and 
(2) of this section. This includes periods 
of startup, shutdown, and malfunction. 

(1) The total operating time of each 
affected source during the reporting pe-
riod. 

(2) Information on the number, dura-
tion, and cause of deviations (including 
unknown cause, if applicable), as appli-
cable, and the corrective action taken. 

(e) For each deviation from an emis-
sion limit or operating limit occurring 
at an affected source where you are 
using a CMS to demonstrate contin-
uous compliance with the emission 
limit or operating limit in this subpart 
(see Tables 5 and 6 to this subpart), you 
must include the information in para-
graphs (c)(1) through (4) and (e)(1) 
through (13) of this section. This in-
cludes periods of startup, shutdown, 
and malfunction. 

(1) The date and time that each mal-
function started and stopped. 

(2) The date and time that each CMS 
was inoperative, except for zero (low- 
level) and high-level checks. 

(3) The date, time, and duration that 
each CMS was out-of-control. 

(4) The date and time that each devi-
ation started and stopped, and whether 
each deviation occurred during a period 
of startup, shutdown, or malfunction 
or during another period. 

(5) A summary of the total duration 
of the deviation during the reporting 
period and the total duration as a per-
cent of the total source operating time 
during that reporting period. 

(6) A breakdown of the total duration 
of the deviations during the reporting 
period into those that are due to start-
up, shutdown, control equipment prob-
lems, process problems, other known 
causes, and other unknown causes. 

(7) A summary of the total duration 
of CMS downtime during the reporting 
period and the total duration of CMS 
downtime as a percent of the total 
source operating time during that re-
porting period. 
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(8) An identification of each HAP 
that is known to be in the emission 
stream at the affected source. 

(9) A brief description of the process 
units. 

(10) A brief description of the CMS. 
(11) The date of the latest CEMS cer-

tification or audit or CPMS inspection, 
calibration, or validation check. 

(12) A description of any changes in 
CMS, processes, or controls since the 
last reporting period. 

(13) The operating day average values 
of monitored parameters. 

(f) If you have obtained a title V op-
erating permit according to 40 CFR 
part 70 or 40 CFR part 71, you must re-
port all deviations as defined in this 
subpart in the semiannual monitoring 
report required by 40 CFR 
70.6(a)(3)(iii)(A) or 40 CFR 
71.6(a)(3)(iii)(A). If you submit a com-
pliance report according to Table 8 to 
this subpart along with, or as part of, 
the semiannual monitoring report re-
quired by 40 CFR 70.6(a)(3)(iii)(A) or 40 
CFR 71.6(a)(3)(iii)(A), and the compli-
ance report includes all required infor-
mation concerning deviations from any 
emission limit, operating limit, or 
work practice standard in this subpart, 
then submitting the compliance report 
will satisfy any obligation to report 
the same deviations in the semiannual 
monitoring report. However, submit-
ting a compliance report will not oth-
erwise affect any obligation you may 
have to report deviations from permit 
requirements to the permit authority. 

§ 63.5585 What records must I keep? 
You must keep the records in Table 9 

to this subpart that apply to you. 

§ 63.5590 In what form and how long 
must I keep my records? 

(a) Your records must be in a form 
suitable and readily available for expe-
ditious review, according to 
§ 63.10(b)(1). 

(b) As specified in § 63.10(b)(1), you 
must keep each record for 5 years fol-
lowing the date of each occurrence, 
measurement, maintenance, corrective 
action, report, or record. 

(c) You must keep each record onsite 
for at least 2 years after the date of 
each occurrence, measurement, main-
tenance, corrective action, report, or 

record, according to § 63.10(b)(1). You 
can keep the records offsite for the re-
maining 3 years. 

(d) You may keep records in hard 
copy or computer-readable form in-
cluding, but not limited to, paper, 
microfilm, computer, floppy disk, mag-
netic tape, or microfiche. 

OTHER REQUIREMENTS AND INFORMATION 

§ 63.5595 What compliance options do I 
have if part of my affected source is 
subject to both this subpart and an-
other subpart? 

(a) For any Group 1 or Group 2 waste-
water stream that is subject to the 
wastewater provisions in this subpart 
and the wastewater provisions in 40 
CFR parts 260 through 272, you must 
comply with the requirements of either 
paragraph (a)(1) or (2) of this section. 

(1) You must comply with more strin-
gent control, testing, monitoring, rec-
ordkeeping, and reporting require-
ments that overlap between the provi-
sions of this subpart and the provisions 
of 40 CFR parts 260 through 272. You 
must keep a record of the information 
used to determine which requirements 
were the most stringent and submit 
this information if requested by the 
Administrator. 

(2) You must submit, no later than 4 
months before the applicable compli-
ance date specified in § 63.5495, a re-
quest for a case-by-case determination 
of requirements. The request must in-
clude the information specified in para-
graphs (a)(2)(i) and (ii) of this section. 

(i) Identification of the wastewater 
streams that are subject to this sub-
part and to provisions in 40 CFR parts 
260 through 272, determination of the 
Group 1/Group 2 status of those 
streams, determination of whether or 
not those streams are listed or exhibit 
a characteristic as specified in 40 CFR 
part 261, and determination of whether 
the waste management unit is subject 
to permitting under 40 CFR part 270. 

(ii) Identification of the specific con-
trol, testing, monitoring, record-
keeping, and reporting requirements 
that overlap between the provisions of 
this subject and the provisions of 40 
CFR parts 260 through 272. 

(b) If any combustion device, recov-
ery device, or recapture device, as de-
fined in § 63.111, subject to this subpart 
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