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Environmental Protection Agency § 63.6665 

(b) For each CEMS or CPMS, you 
must keep the records listed in para-
graphs (b)(1) through (3) of this section. 

(1) Records described in 
§ 63.10(b)(2)(vi) through (xi). 

(2) Previous (i.e., superseded) versions 
of the performance evaluation plan as 
required in § 63.8(d)(3). 

(3) Requests for alternatives to the 
relative accuracy test for CEMS or 
CPMS as required in § 63.8(f)(6)(i), if ap-
plicable. 

(c) If you are operating a new or re-
constructed stationary RICE which 
fires landfill gas or digester gas equiva-
lent to 10 percent or more of the gross 
heat input on an annual basis, you 
must keep the records of your daily 
fuel usage monitors. 

(d) You must keep the records re-
quired in Table 6 of this subpart to 
show continuous compliance with each 
emission or operating limitation that 
applies to you. 

(e) You must keep records of the 
maintenance conducted on the sta-
tionary RICE in order to demonstrate 
that you operated and maintained the 
stationary RICE and after-treatment 
control device (if any) according to 
your own maintenance plan if you own 
or operate any of the following sta-
tionary RICE; 

(1) An existing stationary CI RICE 
with a site rating of less than 100 brake 
HP located at a major source of HAP 
emissions. 

(2) An existing stationary emergency 
CI RICE. 

(3) An existing stationary CI RICE lo-
cated at an area source of HAP emis-
sions subject to management practices 
as shown in Table 2d to this subpart. 

(f) If you own or operate any of the 
stationary RICE in paragraphs (f)(1) or 
(2) of this section, you must keep 
records of the hours of operation of the 
engine that is recorded through the 
non-resettable hour meter. The owner 
or operator must document how many 
hours are spent for emergency oper-
ation, including what classified the op-
eration as emergency and how many 
hours are spent for non-emergency op-
eration. If the engines are used for de-
mand response operation, the owner or 
operator must keep records of the noti-
fication of the emergency situation, 

and the time the engine was operated 
as part of demand response. 

(1) An existing emergency stationary 
CI RICE with a site rating of less than 
or equal to 500 brake HP located at a 
major source of HAP emissions that 
does not meet the standards applicable 
to non-emergency engines. 

(2) An existing emergency stationary 
CI RICE located at an area source of 
HAP emissions that does not meet the 
standards applicable to non-emergency 
engines. 

[69 FR 33506, June 15, 2004, as amended at 75 
FR 9678, Mar. 3, 2010] 

§ 63.6660 In what form and how long 
must I keep my records? 

(a) Your records must be in a form 
suitable and readily available for expe-
ditious review according to § 63.10(b)(1). 

(b) As specified in § 63.10(b)(1), you 
must keep each record for 5 years fol-
lowing the date of each occurrence, 
measurement, maintenance, corrective 
action, report, or record. 

(c) You must keep each record read-
ily accessible in hard copy or elec-
tronic form for at least 5 years after 
the date of each occurrence, measure-
ment, maintenance, corrective action, 
report, or record, according to 
§ 63.10(b)(1). 

[69 FR 33506, June 15, 2004, as amended at 75 
FR 9678, Mar. 3, 2010] 

OTHER REQUIREMENTS AND INFORMATION 

§ 63.6665 What parts of the General 
Provisions apply to me? 

Table 8 to this subpart shows which 
parts of the General Provisions in 
§§ 63.1 through 63.15 apply to you. If you 
own or operate a new or reconstructed 
stationary RICE with a site rating of 
less than or equal to 500 brake HP lo-
cated at a major source of HAP emis-
sions (except new or reconstructed 
4SLB engines greater than or equal to 
250 and less than or equal to 500 brake 
HP), a new or reconstructed stationary 
RICE located at an area source of HAP 
emissions, or any of the following RICE 
with a site rating of more than 500 
brake HP located at a major source of 
HAP emissions, you do not need to 
comply with any of the requirements of 
the General Provisions specified in 
Table 8: An existing 2SLB stationary 
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