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40 CFR Ch. I (7–1–10 Edition) § 60.150 

Subpart O—Standards of Perform-
ance for Sewage Treatment 
Plants 

§ 60.150 Applicability and designation 
of affected facility. 

(a) The affected facility is each incin-
erator that combusts wastes con-
taining more than 10 percent sewage 
sludge (dry basis) produced by munic-
ipal sewage treatment plants, or each 
incinerator that charges more than 
1000 kg (2205 lb) per day municipal sew-
age sludge (dry basis). 

(b) Any facility under paragraph (a) 
of this section that commences con-
struction or modification after June 11, 
1973, is subject to the requirements of 
this subpart. 

[42 FR 58521, Nov. 10, 1977] 

§ 60.151 Definitions. 
As used in this subpart, all terms not 

defined herein shall have the meaning 
given them in the Act and in subpart A 
of this part. 

[39 FR 9319, Mar. 8, 1974] 

§ 60.152 Standard for particulate mat-
ter. 

(a) On and after the date on which 
the performance test required to be 
conducted by § 60.8 is completed, no 
owner or operator of any sewage sludge 
incinerator subject to the provisions of 
this subpart shall discharge or cause 
the discharge into the atmosphere of: 

(1) Particulate matter at a rate in ex-
cess of 0.65 g/kg dry sludge input (1.30 
lb/ton dry sludge input). 

(2) Any gases which exhibit 20 per-
cent opacity or greater. 

[39 FR 9319, Mar. 8, 1974, as amended at 40 FR 
46259, Oct. 6, 1975] 

§ 60.153 Monitoring of operations. 
(a) The owner or operator of any 

sludge incinerator subject to the provi-
sions of this subpart shall: 

(1) Install, calibrate, maintain, and 
operate a flow measuring device which 
can be used to determine either the 
mass or volume of sludge charged to 
the incinerator. The flow measuring 
device shall be certified by the manu-
facturer to have an accuracy of ±5 per-
cent over its operating range. Except 

as provided in paragraph (d) of this sec-
tion, the flow measuring device shall 
be operated continuously and data re-
corded during all periods of operation 
of the incinerator. 

(2) Provide access to the sludge 
charged so that a well-mixed represent-
ative grab sample of the sludge can be 
obtained. 

(3) Install, calibrate, maintain, and 
operate a weighing device for deter-
mining the mass of any municipal solid 
waste charged to the incinerator when 
sewage sludge and municipal solid 
waste are incinerated together. The 
weighing device shall have an accuracy 
of ±5 percent over its operating range. 

(b) The owner or operator of any mul-
tiple hearth, fluidized bed, or electric 
sludge incinerator subject to the provi-
sions of this subpart shall comply with 
the requirements of paragraph (a) of 
this section and: 

(1) For incinerators equipped with a 
wet scrubbing device, install, calibrate, 
maintain and operate a monitoring de-
vice that continuously measures and 
records the pressure drop of the gas 
flow through the wet scrubbing device. 
Where a combination of wet scrubbers 
is used in series, the pressure drop of 
the gas flow through the combined sys-
tem shall be continuously monitored. 
The device used to monitor scrubber 
pressure drop shall be certified by the 
manufacturer to be accurate within 
±250 pascals (±1 inch water gauge) and 
shall be calibrated on an annual basis 
in accordance with the manufacturer’s 
instructions. 

(2) Install, calibrate, maintain and 
operate a monitoring device that con-
tinuously measures and records the ox-
ygen content of the incinerator ex-
haust gas. The oxygen monitor shall be 
located upstream of any rabble shaft 
cooling air inlet into the incinerator 
exhaust gas stream, fan, ambient air 
recirculation damper, or any other 
source of dilution air. The oxygen mon-
itoring device shall be certified by the 
manufacturer to have a relative 
accurancy of ±5 percent over its oper-
ating range and shall be calibrated ac-
cording to method(s) prescribed by the 
manufacturer at least once each 24- 
hour operating period. 

(3) Install, calibrate, maintain and 
operate temperature measuring devices 
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