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light-duty trucks at 40 CFR part 63, 
subpart IIII, are not subject to the re-
quirements of this subpart. 

[NOTE: The requirements of §§ 264.1052 
through 264.1065 apply to equipment associ-
ated with hazardous waste recycling units 
previously exempt under § 261.6(c)(1). Other 
exemptions under §§ 261.4, and 264.1(g) are not 
affected by these requirements.] 

[55 FR 25501, June 21, 1990, as amended at 61 
FR 59952, Nov. 25, 1996; 62 FR 52641, Oct. 8, 
1997; 62 FR 64657, Dec. 8, 1997; 69 FR 22661, 
Apr. 26, 2004; 71 FR 40274, July 14, 2006] 

§ 264.1051 Definitions. 
As used in this subpart, all terms 

shall have the meaning given them in 
§ 264.1031, the Act, and parts 260–266. 

§ 264.1052 Standards: Pumps in light 
liquid service. 

(a)(1) Each pump in light liquid serv-
ice shall be monitored monthly to de-
tect leaks by the methods specified in 
§ 264.1063(b), except as provided in para-
graphs (d), (e), and (f) of this section. 

(2) Each pump in light liquid service 
shall be checked by visual inspection 
each calendar week for indications of 
liquids dripping from the pump seal. 

(b)(1) If an instrument reading of 
10,000 ppm or greater is measured, a 
leak is detected. 

(2) If there are indications of liquids 
dripping from the pump seal, a leak is 
detected. 

(c)(1) When a leak is detected, it shall 
be repaired as soon as practicable, but 
not later than 15 calendar days after it 
is detected, except as provided in 
§ 264.1059. 

(2) A first attempt at repair (e.g., 
tightening the packing gland) shall be 
made no later than 5 calendar days 
after each leak is detected. 

(d) Each pump equipped with a dual 
mechanical seal system that includes a 
barrier fluid system is exempt from the 
requirements of paragraph (a) of this 
section, provided the following require-
ments are met: 

(1) Each dual mechanical seal system 
must be: 

(i) Operated with the barrier fluid at 
a pressure that is at all times greater 
than the pump stuffing box pressure, or 

(ii) Equipped with a barrier fluid 
degassing reservoir that is connected 
by a closed-vent system to a control 

device that complies with the require-
ments of § 264.1060, or 

(iii) Equipped with a system that 
purges the barrier fluid into a haz-
ardous waste stream with no detect-
able emissions to the atmosphere. 

(2) The barrier fluid system must not 
be a hazardous waste with organic con-
centrations 10 percent or greater by 
weight. 

(3) Each barrier fluid system must be 
equipped with a sensor that will detect 
failure of the seal system, the barrier 
fluid system, or both. 

(4) Each pump must be checked by 
visual inspection, each calendar week, 
for indications of liquids dripping from 
the pump seals. 

(5)(i) Each sensor as described in 
paragraph (d)(3) of this section must be 
checked daily or be equipped with an 
audible alarm that must be checked 
monthly to ensure that it is func-
tioning properly. 

(ii) The owner or operator must de-
termine, based on design consider-
ations and operating experience, a cri-
terion that indicates failure of the seal 
system, the barrier fluid system, or 
both. 

(6)(i) If there are indications of liq-
uids dripping from the pump seal or the 
sensor indicates failure of the seal sys-
tem, the barrier fluid system, or both 
based on the criterion determined in 
paragraph (d)(5)(ii) of this section, a 
leak is detected. 

(ii) When a leak is detected, it shall 
be repaired as soon as practicable, but 
not later than 15 calendar days after it 
is detected, except as provided in 
§ 264.1059. 

(iii) A first attempt at repair (e.g., 
relapping the seal) shall be made no 
later than 5 calendar days after each 
leak is detected. 

(e) Any pump that is designated, as 
described in § 264.1064(g)(2), for no de-
tectable emissions, as indicated by an 
instrument reading of less than 500 
ppm above background, is exempt from 
the requirements of paragraphs (a), (c), 
and (d) of this section if the pump 
meets the following requirements: 

(1) Must have no externally actuated 
shaft penetrating the pump housing. 

(2) Must operate with no detectable 
emissions as indicated by an instru-
ment reading of less than 500 ppm 
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above background as measured by the 
methods specified in § 264.1063(c). 

(3) Must be tested for compliance 
with paragraph (e)(2) of this section 
initially upon designation, annually, 
and at other times as requested by the 
Regional Administrator. 

(f) If any pump is equipped with a 
closed-vent system capable of cap-
turing and transporting any leakage 
from the seal or seals to a control de-
vice that complies with the require-
ments of § 264.1060, it is exempt from 
the requirements of paragraphs (a) 
through (e) of this section. 

[55 FR 25501, June 21, 1990, as amended at 56 
FR 19290, Apr. 26, 1991] 

§ 264.1053 Standards: Compressors. 
(a) Each compressor shall be 

equipped with a seal system that in-
cludes a barrier fluid system and that 
prevents leakage of total organic emis-
sions to the atmosphere, except as pro-
vided in paragraphs (h) and (i) of this 
section. 

(b) Each compressor seal system as 
required in paragraph (a) of this sec-
tion shall be: 

(1) Operated with the barrier fluid at 
a pressure that is at all times greater 
than the compressor stuffing box pres-
sure, or 

(2) Equipped with a barrier fluid sys-
tem that is connected by a closed-vent 
system to a control device that com-
plies with the requirements of 
§ 264.1060, or 

(3) Equipped with a system that 
purges the barrier fluid into a haz-
ardous waste stream with no detect-
able emissions to atmosphere. 

(c) The barrier fluid must not be a 
hazardous waste with organic con-
centrations 10 percent or greater by 
weight. 

(d) Each barrier fluid system as de-
scribed in paragraphs (a) through (c) of 
this section shall be equipped with a 
sensor that will detect failure of the 
seal system, barrier fluid system, or 
both. 

(e)(1) Each sensor as required in para-
graph (d) of this section shall be 
checked daily or shall be equipped with 
an audible alarm that must be checked 
monthly to ensure that it is func-
tioning properly unless the compressor 
is located within the boundary of an 

unmanned plant site, in which case the 
sensor must be checked daily. 

(2) The owner or operator shall deter-
mine, based on design considerations 
and operating experience, a criterion 
that indicates failure of the seal sys-
tem, the barrier fluid system, or both. 

(f) If the sensor indicates failure of 
the seal system, the barrier fluid sys-
tem, or both based on the criterion de-
termined under paragraph (e)(2) of this 
section, a leak is detected. 

(g)(1) When a leak is detected, it 
shall be repaired as soon as practicable, 
but not later than 15 calendar days 
after it is detected, except as provided 
in § 264.1059. 

(2) A first attempt at repair (e.g., 
tightening the packing gland) shall be 
made no later than 5 calendar days 
after each leak is detected. 

(h) A compressor is exempt from the 
requirements of paragraphs (a) and (b) 
of this section if it is equipped with a 
closed-vent system capable of cap-
turing and transporting any leakage 
from the seal to a control device that 
complies with the requirements of 
§ 264.1060, except as provided in para-
graph (i) of this section. 

(i) Any compressor that is des-
ignated, as described in § 264.1064(g)(2), 
for no detectable emissions as indi-
cated by an instrument reading of less 
than 500 ppm above background is ex-
empt from the requirements of para-
graphs (a) through (h) of this section if 
the compressor: 

(1) Is determined to be operating with 
no detectable emissions, as indicated 
by an instrument reading of less than 
500 ppm above background, as meas-
ured by the method specified in 
§ 264.1063(c). 

(2) Is tested for compliance with 
paragraph (i)(1) of this section initially 
upon designation, annually, and at 
other times as requested by the Re-
gional Administrator. 

§ 264.1054 Standards: Pressure relief 
devices in gas/vapor service. 

(a) Except during pressure releases, 
each pressure relief device in gas/vapor 
service shall be operated with no de-
tectable emissions, as indicated by an 
instrument reading of less than 500 
ppm above background, as measured by 
the method specified in § 264.1063(c). 
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