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§ 60.4209 What are the monitoring require-
ments if I am an owner or operator of a 
stationary CI internal combustion en-
gine? 

* * * * * 

(a) If you are an owner or operator of an 
emergency stationary CI internal combus-
tion engine that does not meet the standards 
applicable to non-emergency engines, you 
must install a non-resettable hour meter 
prior to startup of the engine. 

COMPLIANCE REQUIREMENTS 

§ 60.4210 What are my compliance re-
quirements if I am a stationary CI 
internal combustion engine manu-
facturer? 

(a) Stationary CI internal combus-
tion engine manufacturers must certify 
their stationary CI ICE with a displace-
ment of less than 10 liters per cylinder 
to the emission standards specified in 
§ 60.4201(a) through (c) and § 60.4202(a), 
(b) and (d) using the certification pro-
cedures required in 40 CFR part 89, sub-
part B, or 40 CFR part 1039, subpart C, 
as applicable, and must test their en-
gines as specified in those parts. For 
the purposes of this subpart, engines 
certified to the standards in table 1 to 
this subpart shall be subject to the 
same requirements as engines certified 
to the standards in 40 CFR part 89. For 
the purposes of this subpart, engines 
certified to the standards in table 4 to 
this subpart shall be subject to the 
same requirements as engines certified 
to the standards in 40 CFR part 89, ex-
cept that engines with NFPA name-
plate power of less than 37 KW (50 HP) 
certified to model year 2011 or later 
standards shall be subject to the same 
requirements as engines certified to 
the standards in 40 CFR part 1039. 

(b) Stationary CI internal combus-
tion engine manufacturers must certify 
their stationary CI ICE with a displace-
ment of greater than or equal to 10 li-
ters per cylinder and less than 30 liters 
per cylinder to the emission standards 
specified in § 60.4201(d) and § 60.4202(c) 
using the certification procedures re-
quired in 40 CFR part 94 subpart C, and 
must test their engines as specified in 
40 CFR part 94. 

(c) Stationary CI internal combus-
tion engine manufacturers must meet 
the requirements of 40 CFR 1039.120, 40 

CFR 1039.125, 40 CFR 1039.130, 40 CFR 
1039.135, and 40 CFR part 1068 for en-
gines that are certified to the emission 
standards in 40 CFR part 1039. Sta-
tionary CI internal combustion engine 
manufacturers must meet the cor-
responding provisions of 40 CFR part 89 
or 40 CFR part 94 for engines that 
would be covered by that part if they 
were nonroad (including marine) en-
gines. Labels on such engines must 
refer to stationary engines, rather than 
or in addition to nonroad or marine en-
gines, as appropriate. Stationary CI in-
ternal combustion engine manufactur-
ers must label their engines according 
to paragraphs (c)(1) through (3) of this 
section. 

(1) Stationary CI internal combus-
tion engines manufactured from Janu-
ary 1, 2006 to March 31, 2006 (January 1, 
2006 to June 30, 2006 for fire pump en-
gines), other than those that are part 
of certified engine families under the 
nonroad CI engine regulations, must be 
labeled according to 40 CFR 1039.20. 

(2) Stationary CI internal combus-
tion engines manufactured from April 
1, 2006 to December 31, 2006 (or, for fire 
pump engines, July 1, 2006 to December 
31 of the year preceding the year listed 
in table 3 to this subpart) must be la-
beled according to paragraphs (c)(2)(i) 
through (iii) of this section: 

(i) Stationary CI internal combustion 
engines that are part of certified en-
gine families under the nonroad regula-
tions must meet the labeling require-
ments for nonroad CI engines, but do 
not have to meet the labeling require-
ments in 40 CFR 1039.20. 

(ii) Stationary CI internal combus-
tion engines that meet Tier 1 require-
ments (or requirements for fire pumps) 
under this subpart, but do not meet the 
requirements applicable to nonroad CI 
engines must be labeled according to 40 
CFR 1039.20. The engine manufacturer 
may add language to the label clari-
fying that the engine meets Tier 1 re-
quirements (or requirements for fire 
pumps) of this subpart. 

(iii) Stationary CI internal combus-
tion engines manufactured after April 
1, 2006 that do not meet Tier 1 require-
ments of this subpart, or fire pumps en-
gines manufactured after July 1, 2006 
that do not meet the requirements for 
fire pumps under this subpart, may not 
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be used in the U.S. If any such engines 
are manufactured in the U.S. after 
April 1, 2006 (July 1, 2006 for fire pump 
engines), they must be exported or 
must be brought into compliance with 
the appropriate standards prior to ini-
tial operation. The export provisions of 
40 CFR 1068.230 would apply to engines 
for export and the manufacturers must 
label such engines according to 40 CFR 
1068.230. 

(3) Stationary CI internal combus-
tion engines manufactured after Janu-
ary 1, 2007 (for fire pump engines, after 
January 1 of the year listed in table 3 
to this subpart, as applicable) must be 
labeled according to paragraphs 
(c)(3)(i) through (iii) of this section. 

(i) Stationary CI internal combustion 
engines that meet the requirements of 
this subpart and the corresponding re-
quirements for nonroad (including ma-
rine) engines of the same model year 
and HP must be labeled according to 
the provisions in part 89, 94 or 1039, as 
appropriate. 

(ii) Stationary CI internal combus-
tion engines that meet the require-
ments of this subpart, but are not cer-
tified to the standards applicable to 
nonroad (including marine) engines of 
the same model year and HP must be 
labeled according to the provisions in 
part 89, 94 or 1039, as appropriate, but 
the words ‘‘stationary’’ must be in-
cluded instead of ‘‘nonroad’’ or ‘‘ma-
rine’’ on the label. In addition, such en-
gines must be labeled according to 40 
CFR 1039.20. 

(iii) Stationary CI internal combus-
tion engines that do not meet the re-
quirements of this subpart must be la-
beled according to 40 CFR 1068.230 and 
must be exported under the provisions 
of 40 CFR 1068.230. 

(d) An engine manufacturer certi-
fying an engine family or families to 
standards under this subpart that are 
identical to standards applicable under 
parts 89, 94, or 1039 for that model year 
may certify any such family that con-
tains both nonroad (including marine) 
and stationary engines as a single en-
gine family and/or may include any 
such family containing stationary en-
gines in the averaging, banking and 
trading provisions applicable for such 
engines under those parts. 

(e) Manufacturers of engine families 
discussed in paragraph (d) of this sec-
tion may meet the labeling require-
ments referred to in paragraph (c) of 
this section for stationary CI ICE by 
either adding a separate label con-
taining the information required in 
paragraph (c) of this section or by add-
ing the words ‘‘and stationary’’ after 
the word ‘‘nonroad’’ or ‘‘marine,’’ as 
appropriate, to the label. 

(f) Starting with the model years 
shown in table 5 to this subpart, sta-
tionary CI internal combustion engine 
manufacturers must add a permanent 
label stating that the engine is for sta-
tionary emergency use only to each 
new emergency stationary CI internal 
combustion engine greater than or 
equal to 19 KW (25 HP) that meets all 
the emission standards for emergency 
engines in § 60.4202 but does not meet 
all the emission standards for non- 
emergency engines in § 60.4201. The 
label must be added according to the 
labeling requirements specified in 40 
CFR 1039.135(b). Engine manufacturers 
must specify in the owner’s manual 
that operation of emergency engines is 
limited to emergency operations and 
required maintenance and testing. 

(g) Manufacturers of fire pump en-
gines may use the test cycle in table 6 
to this subpart for testing fire pump 
engines and may test at the NFPA cer-
tified nameplate HP, provided that the 
engine is labeled as ‘‘Fire Pump Appli-
cations Only’’. 

(h) Engine manufacturers, including 
importers, may introduce into com-
merce uncertified engines or engines 
certified to earlier standards that were 
manufactured before the new or 
changed standards took effect until in-
ventories are depleted, as long as such 
engines are part of normal inventory. 
For example, if the engine manufactur-
ers’ normal industry practice is to keep 
on hand a one-month supply of engines 
based on its projected sales, and a new 
tier of standards starts to apply for the 
2009 model year, the engine manufac-
turer may manufacture engines based 
on the normal inventory requirements 
late in the 2008 model year, and sell 
those engines for installation. The en-
gine manufacturer may not circumvent 
the provisions of §§ 60.4201 or 60.4202 by 
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stockpiling engines that are built be-
fore new or changed standards take ef-
fect. Stockpiling of such engines be-
yond normal industry practice is a vio-
lation of this subpart. 

(i) The replacement engine provisions 
of 40 CFR 89.1003(b)(7), 40 CFR 
94.1103(b)(3), 40 CFR 94.1103(b)(4) and 40 
CFR 1068.240 are applicable to sta-
tionary CI engines replacing existing 
equipment that is less than 15 years 
old. 

EFFECTIVE DATE NOTE: At 76 FR 37969, June 
28, 2011, § 60.4210 was amended by revising 
paragraph (b); revising paragraph (c) intro-
ductory text; revising paragraph (c)(3)(i); re-
vising paragraph (c)(3)(ii); and revising para-
graph (d), effective Aug. 29, 2011. For the con-
venience of the user, the revised text is set 
forth as follows: 

§ 60.4210 What are my compliance require-
ments if I am a stationary CI internal 
combustion engine manufacturer? 

* * * * * 

(b) Stationary CI internal combustion en-
gine manufacturers must certify their sta-
tionary CI ICE with a displacement of great-
er than or equal to 10 liters per cylinder and 
less than 30 liters per cylinder to the emis-
sion standards specified in § 60.4201(d) and (e) 
and § 60.4202(e) and (f) using the certification 
procedures required in 40 CFR part 94, sub-
part C, or 40 CFR part 1042, subpart C, as ap-
plicable, and must test their engines as spec-
ified in 40 CFR part 94 or 1042, as applicable. 

(c) Stationary CI internal combustion en-
gine manufacturers must meet the require-
ments of 40 CFR 1039.120, 1039.125, 1039.130, 
and 1039.135, and 40 CFR part 1068 for engines 
that are certified to the emission standards 
in 40 CFR part 1039. Stationary CI internal 
combustion engine manufacturers must meet 
the corresponding provisions of 40 CFR part 
89, 40 CFR part 94 or 40 CFR part 1042 for en-
gines that would be covered by that part if 
they were nonroad (including marine) en-
gines. Labels on such engines must refer to 
stationary engines, rather than or in addi-
tion to nonroad or marine engines, as appro-
priate. Stationary CI internal combustion 
engine manufacturers must label their en-
gines according to paragraphs (c)(1) through 
(3) of this section. 

* * * * * 

(3) * * * 
(i) Stationary CI internal combustion en-

gines that meet the requirements of this sub-
part and the corresponding requirements for 
nonroad (including marine) engines of the 
same model year and HP must be labeled ac-

cording to the provisions in 40 CFR parts 89, 
94, 1039 or 1042, as appropriate. 

(ii) Stationary CI internal combustion en-
gines that meet the requirements of this sub-
part, but are not certified to the standards 
applicable to nonroad (including marine) en-
gines of the same model year and HP must 
be labeled according to the provisions in 40 
CFR parts 89, 94, 1039 or 1042, as appropriate, 
but the words ‘‘stationary’’ must be included 
instead of ‘‘nonroad’’ or ‘‘marine’’ on the 
label. In addition, such engines must be la-
beled according to 40 CFR 1039.20. 

* * * * * 

(d) An engine manufacturer certifying an 
engine family or families to standards under 
this subpart that are identical to standards 
applicable under 40 CFR parts 89, 94, 1039 or 
1042 for that model year may certify any 
such family that contains both nonroad (in-
cluding marine) and stationary engines as a 
single engine family and/or may include any 
such family containing stationary engines in 
the averaging, banking and trading provi-
sions applicable for such engines under those 
parts. 

§ 60.4211 What are my compliance re-
quirements if I am an owner or op-
erator of a stationary CI internal 
combustion engine? 

(a) If you are an owner or operator 
and must comply with the emission 
standards specified in this subpart, you 
must operate and maintain the sta-
tionary CI internal combustion engine 
and control device according to the 
manufacturer’s written instructions or 
procedures developed by the owner or 
operator that are approved by the en-
gine manufacturer. In addition, owners 
and operators may only change those 
settings that are permitted by the 
manufacturer. You must also meet the 
requirements of 40 CFR parts 89, 94 and/ 
or 1068, as they apply to you. 

(b) If you are an owner or operator of 
a pre-2007 model year stationary CI in-
ternal combustion engine and must 
comply with the emission standards 
specified in §§ 60.4204(a) or 60.4205(a), or 
if you are an owner or operator of a CI 
fire pump engine that is manufactured 
prior to the model years in table 3 to 
this subpart and must comply with the 
emission standards specified in 
§ 60.4205(c), you must demonstrate com-
pliance according to one of the meth-
ods specified in paragraphs (b)(1) 
through (5) of this section. 
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