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spaces for the date and signature of the 
licensed officer of the vessel who shall 
witness or conduct the periodic tests. 

(h) The audible smoke detecting 
alarms shall be identified as required 
by § 78.47–13 of this subchapter. 

§ 76.33–90 Installations contracted for 
prior to November 19, 1952. 

(a) Installations contracted for prior 
to November 19, 1952, shall meet the 
following requirements: 

(1) Existing arrangements, material, 
and equipment previously approved 
shall be considered satisfactory so long 
as they meet the minimum require-
ments of this paragraph and they are 
maintained in good condition to the 
satisfaction of the Officer in Charge, 
Marine Inspection. Minor repairs and 
alterations may be made to the same 
standards as the original installation. 

(2) The details of the systems shall be 
in general agreement with §§ 76.33–5 
through 76.33–15 insofar as is reason-
able and practicable. 

(b) [Reserved] 

Subpart 76.35—Manual Alarm 
System, Details 

§ 76.35–1 Application. 
(a) Where a manual alarm system is 

installed, the provisions of this sub-
part, with the exception of § 76.35–90, 
shall apply to all installations con-
tracted for on or after November 19, 
1952. Installations contracted for prior 
to November 19, 1952, shall meet the re-
quirements of § 76.35–90. 

(b) [Reserved] 

§ 76.35–5 Zoning. 
(a) The zoning of the manual alarm 

system shall meet the same require-
ments as for the electric fire detecting 
system, § 76.27–5. 

(b) [Reserved] 

§ 76.35–10 Location and spacing of 
manual alarm boxes. 

(a) There shall be at least one man-
ual alarm box in each zone. 

(b) Manual alarms shall be located in 
main passageways, stairway enclo-
sures, public spaces, or similar loca-
tions where they will be readily avail-
able and easily seen in case of need. 

(c) In general, a sufficient number of 
manual alarm boxes shall be employed 
that a person escaping from any space 
would find a manual alarm box conven-
ient on his normal route of escape. 

§ 76.35–15 Operation and installation. 
(a) The system shall be so arranged 

and installed that the presence of a fire 
may be reported from any of the pro-
tected spaces and be automatically 
registered visibly and audibly in the pi-
lothouse or fire control station. The 
visible notice shall indicate the zone in 
which the alarm originated. There 
shall also be an audible alarm in the 
engine room. 

(b) The manual alarm boxes, cabinet, 
and alarms shall be of an approved 
type. 

(c) The manual alarm system shall be 
used for no other purpose, except that 
it may be incorporated with the fire de-
tecting system. 

(d) All wiring and electrical circuits 
and equipment shall meet the applica-
ble requirements of subchapter J (Elec-
trical Engineering) of this chapter. 

(e) A framed chart or diagram shall 
be installed in the wheelhouse or con-
trol station adjacent to the detecting 
cabinet indicating the location of the 
various detecting zones and giving in-
structions for the operation, mainte-
nance, and testing of the system. This 
chart, or a separate booklet to be kept 
near the chart, shall have tabulated 
spaces for the date and signature of the 
licensed officer of the vessel who shall 
witness or conduct the periodic tests. 

(f) The manual alarm boxes and bells 
shall be identified as required by 
§ 78.47–10 of this subchapter. 

§ 76.35–90 Installations contracted for 
prior to November 19, 1952. 

(a) Installations contracted for prior 
to November 19, 1952, shall meet the 
following requirements: 

(1) Existing arrangements, materials, 
and equipment previously approved 
shall be considered satisfactory so long 
as they meet the minimum require-
ments of this paragraph, and they are 
maintained in good condition to the 
satisfaction of the Officer in Charge, 
Marine Inspection. Minor repairs and 
alterations may be made to the same 
standards as the original installation. 
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(2) The details of the systems shall be 
in general agreement with §§ 76.35–5 
through 76.35–15 insofar as is reason-
able and practicable. 

(b) [Reserved] 

Subpart 76.50—Hand Portable Fire 
Extinguishers and 
Semiportable Fire Extin-
guishing Systems, Arrange-
ments and Details 

§ 76.50–1 Application. 

(a) The provisions of this subpart, 
with the exception of § 76.50–90, shall 
apply to all vessels contracted for on or 
after November 19, 1952. Vessels con-
tracted for prior to November 19, 1952, 
shall meet the requirements of § 76.50– 
90. 

(b) [Reserved] 

§ 76.50–5 Classification. 

(a) Hand portable fire extinguishers 
and semiportable fire extinguishing 
systems shall be classified by a com-
bination letter and number symbol, the 
letter indicating the type of fire which 
the unit could be expected to extin-

guish, and the number indicating the 
relative size of the unit. 

(b) The types of fire will be des-
ignated as follows: 

(1) ‘‘A’’ for fires in ordinary combus-
tible materials where the quenching 
and cooling effects of quantities of 
water, or solutions containing large 
percentages of water, are of first im-
portance. 

(2) ‘‘B’’ for fires in flammable liquids, 
greases, etc., where a blanketing effect 
is essential. 

(3) ‘‘C’’ for fires in electrical equip-
ment where the use of nonconducting 
extinguishing agent is of first impor-
tance. 

(c) The number designations for size 
will start with ‘‘I’’ for the smallest to 
‘‘V’’ for the largest. Sizes I and II are 
considered hand portable fire extin-
guishers and sizes III, IV and V are con-
sidered semiportable fire extinguishing 
systems which shall be fitted with suit-
able hose and nozzle or other prac-
ticable means so that all portions of 
the space concerned may be covered. 
Examples of size graduations for some 
of the typical hand portable and 
semiportable fire extinguishing sys-
tems are set forth in table 76.50–5(c). 

TABLE 76.50–5(c) 

Classification Soda acid and 
water, liters 

(gallons) 

Foam, liters 
(gallons) 

Carbon diox-
ide, kilograms 

(pounds) 

Dry chemical, 
kilograms 
(pounds) Type Size 

A ................................................................ II 9.5 (2.5) 9.5 (2.5) ........................ ........................
B ................................................................ I ........................ 4.75 (1.25) 1.8 (4) ........................
B ................................................................ II ........................ 9.5 (2.5) 6.8 (15) 4.5 (10) 
B ................................................................ III ........................ 45.5 (12) 15.9 (35) 9.0 (20) 
B ................................................................ IV ........................ 76 (20) 22.7 (50) 13.6 (30) 
B ................................................................ V ........................ 151 (40) 45.3 (100) 22.7 (50) 
C ................................................................ I ........................ ........................ 1.8 (4) 1 (2) 
C ................................................................ II ........................ ........................ 6.8 (15) 4.5 (10) 

(d) All hand portable fire extin-
guishers and semiportable fire extin-
guishing systems shall have perma-
nently attached thereto a metallic 
name plate giving the name of the 
item, the rated capacity in gallons, 
quarts, or pounds, the name and ad-
dress of the person or firm for whom 
approved, and the identifying mark of 
the actual manufacturer. 

(e) Vaporizing-liquid type fire extin-
guishers, containing carbon tetra-

chloride or chlorobromomethane or 
other toxic vaporizing liquids shall be 
removed from all vessels. 

[CGFR 65–50, 30 FR 16940, Dec. 30, 1965, as 
amended by USCG–2003–16630, 73 FR 65192, 
Oct. 29, 2008] 

§ 76.50–10 Location. 
(a) Approved hand portable fire extin-

guishers and semiportable fire extin-
guishing systems shall be installed in 
accordance with table 76.50–10(a). 
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