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(i) National Archives and Records 
Administration (NARA). For informa-
tion on the availability of this mate-
rial at NARA, call (202) 741–6030, or go 
to: http://www.archives.gov/ 
federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. 

(ii) U.S. Department of Energy, Of-
fice of Energy Efficiency and Renew-
able Energy, Hearings and Dockets, 
‘‘Test Procedures and Efficiency Stand-
ards for Commercial Warm Air Fur-
naces; Efficiency Certification, Compli-
ance, and Enforcement Requirements 
for Commercial Heating, Air Condi-
tioning and Water Heating Equip-
ment;’’ Docket No. EE–RM/TP–99–450, 
Forrestal Building, 1000 Independence 
Avenue, SW., Washington, DC 20585. 

(2) Obtaining copies of Standards. Any-
one can purchase a copy of standards 
incorporated by reference from the fol-
lowing sources: 

(i) The ASHRAE Standard from the 
American Society of Heating, Refrig-
erating, and Air-Conditioning Engi-
neers, Inc., 1971 Tullie Circle, NE., At-
lanta, GA 30329, or http:// 
www.ashrae.org/book/bookshop.htm. 

(ii) The ANSI Standard from Global 
Engineering Documents, 15 Inverness 
Way East, Englewood, CO 80112, or 
http://global.ihs.com/, or http:// 
webstore.ansi.org/ansidocstore/. 

(iii) The UL Standard from Global 
Engineering Documents, 15 Inverness 
Way East, Englewood, CO 80112, or 
http://global.ihs.com/. 

(iv) The HI Standard from the 
Hydronics Institute Division of GAMA, 
P.O. Box 218, Berkeley Heights, NJ 
07922, or http://www.gamanet.org/publist/ 
hydroordr.htm. 

§ 431.76 Uniform test method for the 
measurement of energy efficiency 
of commercial warm air furnaces. 

(a) This Section covers the test pro-
cedures you must follow if, pursuant to 
EPCA, you are measuring the steady 
state thermal efficiency of a gas-fired 
or oil-fired commercial warm air fur-
nace with a rated maximum input of 
225,000 Btu per hour or more. Where 
this Section prescribes use of ANSI 
standard Z21.47–1998 or UL standard 
727–1994, (Incorporated by reference, see 
§ 431.75), perform only the procedures 

pertinent to the measurement of the 
steady-state efficiency. 

(b) Test setup—(1) Test setup for gas- 
fired commercial warm air furnaces. The 
test setup, including flue requirement, 
instrumentation, test conditions, and 
measurements for determining thermal 
efficiency is as specified in sections 1.1 
(Scope), 2.1 (General), 2.2 (Basic Test 
Arrangements), 2.3 (Test Ducts and 
Plenums), 2.4 (Test Gases), 2.5 (Test 
Pressures and Burner Adjustments), 2.6 
(Static Pressure and Air Flow Adjust-
ments), 2.38 (Thermal Efficiency), and 
4.2.1 (Basic Test Arrangements for Di-
rect Vent Control Furnaces) of the 
ANSI Standard Z21.47–1998. The ther-
mal efficiency test must be conducted 
only at the normal inlet test pressure, 
as specified in Section 2.5.1 of ANSI 
Standard Z21.47–1998, (Incorporated by 
reference, see § 431.75), and at the max-
imum hourly Btu input rating specified 
by the manufacturer for the product 
being tested. 

(2) Test setup for oil-fired commercial 
warm air furnaces. The test setup, in-
cluding flue requirement, instrumenta-
tion, test condition, and measurement 
for measuring thermal efficiency is as 
specified in sections 1 (Scope), 2 (Units 
of Measurement), 3 (Glossary), 37 (Gen-
eral), 38 and 39 (Test Installation), 40 
(Instrumentation, except 40.4 and 40.6.2 
through 40.6.7, which are not required 
for the thermal efficiency test), 41 (Ini-
tial Test Conditions), 42 (Combustion 
Test—Burner and Furnace), 43.2 (Oper-
ation Tests), 44 (Limit Control Cutout 
Test), 45 (Continuity of Operation 
Test), and 46 (Air Flow, Downflow or 
Horizontal Furnace Test), of the UL 
Standard 727–1994. You must conduct a 
fuel oil analysis for heating value, hy-
drogen content, carbon content, pounds 
per gallon, and American Petroleum 
Institute (API) gravity as specified in 
Section 8.2.2 of the HI BTS–2000 (Incor-
porated by reference, see § 431.75). The 
steady-state combustion conditions, 
specified in Section 42.1 of UL Standard 
727–1994, (Incorporated by reference, see 
§ 431.75), are attained when variations 
of not more than 5 °F in the measured 
flue gas temperature occur for three 
consecutive readings taken 15 minutes 
apart. 

(c) Additional test measurements—(1) 
Measurement of flue CO2 (carbon dioxide) 
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for oil-fired commercial warm air fur-
naces. In addition to the flue tempera-
ture measurement specified in Section 
40.6.8 of UL Standard 727–1994, (Incor-
porated by reference, see § 431.75) you 
must locate one or two sampling tubes 
within six inches downstream from the 
flue temperature probe (as indicated on 
Figure 40.3 of UL Standard 727–1994) 
(Incorporated by reference, see § 431.75). 
If you use an open end tube, it must 
project into the flue one-third of the 
chimney connector diameter. If you 
use other methods of sampling CO2, 
you must place the sampling tube so as 
to obtain an average sample. There 
must be no air leak between the tem-
perature probe and the sampling tube 
location. You must collect the flue gas 
sample at the same time the flue gas 
temperature is recorded. The CO2 con-
centration of the flue gas must be as 
specified by the manufacturer for the 
product being tested, with a tolerance 
of ±0.1 percent. You must determine 
the flue CO2 using an instrument with 
a reading error no greater than ±0.1 
percent. 

(2) Procedure for the measurement of 
condensate for a gas-fired condensing 
commercial warm air furnace. The test 
procedure for the measurement of the 
condensate from the flue gas under 
steady state operation must be con-
ducted as specified in sections 7.2.2.4, 
7.8 and 9.2 of the ASHRAE Standard 
103–1993 (Incorporated by reference, see 
§ 431.75) under the maximum rated 
input conditions. You must conduct 
this condensate measurement for an 
additional 30 minutes of steady state 
operation after completion of the 
steady state thermal efficiency test 
specified in paragraph (b) of this sec-
tion. 

(d) Calculations of thermal efficiency— 
(1) Gas-fired commercial warm air fur-
naces. You must use the calculation 
procedure specified in Section 2.38, 
Thermal Efficiency, of ANSI Standard 
Z21.47–1998 (Incorporated by reference, 
see § 431.75). 

(2) Oil-fired commercial warm air fur-
naces. You must calculate the percent 
flue loss (in percent of heat input rate) 
by following the procedure specified in 
sections 11.1.4, 11.1.5, and 11.1.6.2 of the 
HI BTS–2000 (Incorporated by ref-

erence, see § 431.75). The thermal effi-
ciency must be calculated as: 
Thermal Efficiency (percent) = 100 per-

cent ¥ flue loss (in percent). 
(e) Procedure for the calculation of the 

additional heat gain and heat loss, and 
adjustment to the thermal efficiency, for a 
condensing commercial warm air furnace. 
(1) You must calculate the latent heat 
gain from the condensation of the 
water vapor in the flue gas, and cal-
culate heat loss due to the flue conden-
sate down the drain, as specified in sec-
tions 11.3.7.1 and 11.3.7.2 of ASHRAE 
Standard 103–1993, (Incorporated by ref-
erence, see § 431.75), with the exception 
that in the equation for the heat loss 
due to hot condensate flowing down the 
drain in Section 11.3.7.2, the assumed 
indoor temperature of 70 °F and the 
temperature term TOA must be re-
placed by the measured room tempera-
ture as specified in Section 2.2.8 of 
ANSI Standard Z21.47–1998 (Incor-
porated by reference, see § 431.75). 

(2) Adjustment to the Thermal Effi-
ciency for Condensing Furnace. You 
must adjust the thermal efficiency as 
calculated in paragraph (d)(1) of this 
section by adding the latent gain, ex-
pressed in percent, from the condensa-
tion of the water vapor in the flue gas, 
and subtracting the heat loss (due to 
the flue condensate down the drain), 
also expressed in percent, both as cal-
culated in paragraph (e)(1) of this sec-
tion, to obtain the thermal efficiency 
of a condensing furnace. 

ENERGY CONSERVATION STANDARDS 

§ 431.77 Energy conservation stand-
ards and their effective dates. 

Each commercial warm air furnace 
manufactured on or after January 1, 
1994, must meet the following energy 
efficiency standard levels: 

(a) For a gas-fired commercial warm 
air furnace with capacity of 225,000 Btu 
per hour or more, the thermal effi-
ciency at the maximum rated capacity 
(rated maximum input) must be not 
less than 80 percent. 

(b) For an oil-fired commercial warm 
air furnace with capacity of 225,000 Btu 
per hour or more, the thermal effi-
ciency at the maximum rated capacity 
(rated maximum input) must be not 
less than 81 percent. 
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