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(1) A steam boiler designed to operate 
at or below a steam pressure of 15 psig; 
or 

(2) A hot water boiler designed to op-
erate at or below a water pressure of 
160 psig and a temperature of 250 °F; or 

(3) A boiler that is designed to be ca-
pable of supplying either steam or hot 
water, and designed to operate under 
the conditions in paragraphs (1) and (2) 
of this definition. 

Thermal efficiency for a commercial 
packaged boiler is determined using 
test procedures prescribed under § 431.86 
and is the ratio of the heat absorbed by 
the water or the water and steam to 
the higher heating value in the fuel 
burned. 

[69 FR 61960, Oct. 21, 2004, as amended at 74 
FR 36354, July 22, 2009; 76 FR 12503, Mar. 7, 
2011] 

TEST PROCEDURES 

§ 431.85 Materials incorporated by ref-
erence. 

(a) General. We incorporate by ref-
erence the following standards into 
subpart E of part 431. The material list-
ed has been approved for incorporation 
by reference by the Director of the 
Federal Register in accordance with 5 
U.S.C. 552(a) and 1 CFR part 51. Any 
subsequent amendment to a standard 
by the standard-setting organization 
will not affect the DOE regulations un-
less and until amended by DOE. Mate-
rial is incorporated as it exists on the 
date of the approval and a notice of 
any change in the material will be pub-
lished in the FEDERAL REGISTER. All 
approved material is available for in-
spection at the National Archives and 
Records Administration (NARA). For 
information on the availability of this 
material at NARA, call 202–741–6030 or 
go to http://www.archives.gov/ 
federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. Also, this material 
is available for inspection at U.S. De-
partment of Energy, Office of Energy 
Efficiency and Renewable Energy, 
Building Technologies Program, 6th 
Floor, 950 L’Enfant Plaza, SW., Wash-
ington, DC 20024, 202–586–2945, or go to: 
http://www1.eere.energy.gov/buildings/ 
appliancelstandards/. Standards can be 
obtained from the sources listed below. 

(b) HI. The Gas Appliance Manufac-
turers Association (GAMA) merged in 
2008 with the Air-Conditioning and Re-
frigeration Institute to become the 
Air-Conditioning, Heating, and Refrig-
eration Institute (AHRI). The 
Hydronics Institute BTS–2000 Testing 
Standard can be obtained from AHRI. 
For information on how to obtain this 
material, contact the Hydronics Insti-
tute Section of AHRI, P.O. Box 218, 
Berkeley Heights, NJ 07922–0218, (866) 
408–3831, or go to: http:// 
www.ahrinet.org/Content/ 
OrderaStandardl573.aspx. 

(1) The Hydronics Institute Division 
of GAMA BTS–2000 Testing Standard, 
(‘‘HI BTS–2000, Rev 06.07’’), Method to 
Determine Efficiency of Commercial Space 
Heating Boilers, Second Edition (Rev 
06.07), 2007, IBR approved for § 431.86. 

(2) [Reserved] 

[74 FR 36354, July 22, 2009] 

§ 431.86 Uniform test method for the 
measurement of energy efficiency 
of commercial packaged boilers. 

(a) Scope. This section provides test 
procedures that must be followed for 
measuring, pursuant to EPCA, the 
steady state combustion efficiency and 
thermal efficiency of a gas-fired or oil- 
fired commercial packaged boiler. 
These test procedures apply to pack-
aged low pressure boilers that have 
rated input capacities of 300,000 Btu/h 
or more and are ‘‘commercial packaged 
boilers,’’ but do not apply under EPCA 
to ‘‘packaged high pressure boilers.’’ 

(b) Definitions. For purposes of this 
section, the Department incorporates 
by reference the definitions specified in 
Section 3.0 of the HI BTS–2000, Rev 
06.07 (incorporated by reference, see 
§ 431.85), with the exception of the defi-
nition for the terms ‘‘packaged boiler,’’ 
‘‘condensing boilers,’’ and ‘‘packaged 
low pressure steam’’ and ‘‘hot water 
boiler.’’ 

(c) Test Method for Commercial Pack-
aged Boilers—General. Follow the provi-
sions in this paragraph (c) for all test-
ing of packaged low pressure boilers 
that are commercial packaged boilers. 

(1) Test Setup—(i) Classifications: If 
employing boiler classification, you 
must classify boilers as given in Sec-
tion 4.0 of the HI BTS–2000, Rev 06.07 
(incorporated by reference, see § 431.85). 
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(ii) Requirements: (A) Before March 2, 
2012, conduct the combustion efficiency 
test as given in Section 5.2 (Combus-
tion Efficiency Test) of the HI BTS– 
2000, Rev 06.07 (incorporated by ref-
erence, see § 431.85) for all commercial 
packaged boiler equipment classes. 

(B) On or after March 2, 2012, conduct 
the thermal efficiency test as given in 
Section 5.1 (Thermal Efficiency Test) 
of the HI BTS–2000, Rev 06.07 (incor-
porated by reference, see § 431.85) for 
the following commercial packaged 
boiler equipment classes: Small, gas, 
hot water; small, gas, steam, all except 
natural draft; small, gas, steam, nat-
ural draft; small, oil, hot water; small, 
oil, steam; large, gas, steam, all except 
natural draft; large, gas, steam, nat-
ural draft; and large, oil, steam. On or 
after March 2, 2012, conduct the com-
bustion efficiency test as given in Sec-
tion 5.2 (Combustion Efficiency Test) 
of the HI BTS–2000, Rev 06.07 for the 
following commercial packaged boiler 
equipment classes: Large, gas-fired, hot 
water and large, oil-fired, hot water. 

(iii) Instruments and Apparatus: (A) 
Follow the requirements for instru-
ments and apparatus in sections 6 (In-
struments) and 7 (Apparatus), of the HI 
BTS–2000, Rev 06.07 (incorporated by 
reference, see § 431.85), with the excep-
tion of section 7.2.5 (flue connection for 
outdoor boilers) which is replaced with 
paragraph (c)(1)(iii)(B) of this section: 

(B) Flue Connection for Outdoor Boil-
ers: Consistent with the procedure spec-
ified in section 7.2.1 of HI BTS–2000, 
Rev 06.07 (incorporated by reference, 
see § 431.85), the integral venting used 
in oil-fired and power gas outdoor boil-
ers may be modified only to the extent 
necessary to permit the boiler’s con-
nection to the test flue apparatus for 
testing. 

(iv) Test Conditions: Use test condi-
tions from Section 8.0 (excluding 8.6.2) 
of HI BTS–2000, Rev 06.07 (incorporated 
by reference, see § 431.85) for combus-
tion efficiency testing. Use all of the 
test conditions from Section 8.0 of HI 
BTS–2000, Rev 06.07 for thermal effi-
ciency testing. 

(2) Test Measurements—(i) Non-Con-
densing Boilers: (A) Combustion Effi-
ciency. Measure for combustion effi-
ciency according to sections 9.1 (ex-
cluding sections 9.1.1.2.3 and 9.1.2.2.3), 

9.2 and 10.2 of the HI BTS–2000, Rev 
06.07 (incorporated by reference, see 
§ 431.85). 

(B) Thermal Efficiency. Measure for 
thermal efficiency according to sec-
tions 9.1 and 10.1 of the HI BTS–2000, 
Rev 06.07 (incorporated by reference, 
see § 431.85). 

(ii) Procedure for the Measurement of 
Condensate for a Condensing Boiler. For 
the combustion efficiency test, collect 
flue condensate as specified in Section 
9.2.2 of HI BTS–2000, Rev 06.07 (incor-
porated by reference, see § 431.85). 
Measure the condensate from the flue 
gas under steady state operation for 
the 30 minute collection period during 
the 30 minute steady state combustion 
efficiency test. Flue condensate mass 
shall be measured immediately at the 
end of the 30 minute collection period 
to prevent evaporation loss from the 
sample. The humidity of the room shall 
at no time exceed 80 percent. Deter-
mine the mass of flue condensate for 
the steady state period by subtracting 
the tare container weight from the 
total container and flue condensate 
weight measured at the end of the test 
period. For the thermal efficiency test, 
collect and measure the condensate 
from the flue gas as specified in Sec-
tion 9.1.1 and 9.1.2 of HI BTS–2000, Rev 
06.07. 

(iii) A Boiler That is Capable of Sup-
plying Either Steam or Hot Water—(A) 
Testing. For purposes of EPCA, before 
March 2, 2012, measure the combustion 
efficiency of any size commercial pack-
aged boiler capable of supplying either 
steam or hot water either by testing 
the boiler in the steam mode or by 
testing it in both the steam and hot 
water modes. On or after March 2, 2012, 
measure the combustion efficiency and 
thermal efficiency of a large (fuel input 
greater than 2,500 kBtu/h) commercial 
packaged boiler capable of supplying 
either steam or hot water either by 
testing the boiler for both efficiencies 
in steam mode, or by testing the boiler 
in both steam and hot water modes 
measuring the thermal efficiency of 
the boiler in steam mode and the com-
bustion efficiency of the boiler in hot 
water mode. Measure only the thermal 
efficiency of a small (fuel input of 
greater than or equal to 300 kBtu/h and 
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less than or equal to 2,500 kBtu/h) com-
mercial packaged boiler capable of sup-
plying either steam or hot water either 
by testing the boiler for thermal effi-
ciency only in steam mode or by test-
ing the boiler for thermal efficiency in 
both steam and hot water modes. 

(B) Rating. If testing a large boiler 
only in the steam mode, use the effi-
ciencies determined from such testing 
to rate the thermal efficiency for the 
steam mode and the combustion effi-
ciency for the hot water mode. If test-
ing a large boiler in both modes, rate 
the boiler’s efficiency for each mode 
based on the testing in that mode. If 
testing a small boiler only in the steam 
mode, use the efficiencies determined 
from such testing to rate the thermal 
efficiency for the steam mode and the 
hot water mode. If testing a small boil-
er in both modes, rate the boiler’s effi-
ciency for each mode based on the test-
ing in that mode. 

(3) Calculation of Efficiency—(i) Com-
bustion Efficiency. Use the calculation 
procedure for the combustion effi-
ciency test specified in Section 11.2 (in-
cluding the specified subsections of 
11.1) of the HI BTS–2000, Rev 06.07 (in-
corporated by reference, see § 431.85). 

(ii) Thermal Efficiency. Use the cal-
culation procedure for the thermal effi-

ciency test specified in Section 11.1 of 
the HI BTS–2000, Rev 06.07 (incor-
porated by reference, see § 431.85). 

[74 FR 36354, July 22, 2009] 

ENERGY EFFICIENCY STANDARDS 

§ 431.87 Energy conservation stand-
ards and their effective dates. 

(a) Each commercial packaged boiler 
manufactured on or after January 1, 
1994, and before March 2, 2012, must 
meet the following energy efficiency 
standard levels: 

(1) For a gas-fired packaged boiler 
with a capacity (rated maximum input) 
of 300,000 Btu/h or more, the combus-
tion efficiency at the maximum rated 
capacity must be not less than 80 per-
cent. 

(2) For an oil-fired packaged boiler 
with a capacity (rated maximum input) 
of 300,000 Btu/h or more, the combus-
tion efficiency at the maximum rated 
capacity must be not less than 83 per-
cent. 

(b) Each commercial packaged boiler 
listed in Table 1 to § 431.87 and manu-
factured on or after the effective date 
listed in Table 1 of this section, must 
meet the applicable energy conserva-
tion standard in Table 1. 

TABLE 1 TO § 431.87—COMMERCIAL PACKAGED BOILER ENERGY CONSERVATION STANDARDS 

Equipment type Subcategory Size category 
(input) 

Efficiency level— 
Effective date: 

March 2, 2012 * 

Hot Water Commercial Packaged Boilers ... Gas-fired ......................................... ≥300,000 Btu/h and 
≤2,500,000 Btu/h.

80.0% ET 

Hot Water Commercial Packaged Boilers ... Gas-fired ......................................... >2,500,000 Btu/h ........ 82.0% EC 
Hot Water Commercial Packaged Boilers ... Oil-fired ........................................... ≥300,000 Btu/h and 

≤2,500,000 Btu/h.
82.0% ET 

Hot Water Commercial Packaged Boilers ... Oil-fired ........................................... >2,500,000 Btu/h ........ 84.0% EC 
Steam Commercial Packaged Boilers ......... Gas-fired—all, except natural draft ≥300,000 Btu/h and 

≤2,500,000 Btu/h.
79.0% ET 

Steam Commercial Packaged Boilers ......... Gas-fired—all, except natural draft >2,500,000 Btu/h ........ 79.0% ET 
Steam Commercial Packaged Boilers ......... Gas-fired—natural draft .................. ≥300,000 Btu/h and 

≤2,500,000 Btu/h.
77.0% ET 

Steam Commercial Packaged Boilers ......... Gas-fired—natural draft .................. >2,500,000 Btu/h ........ 77.0% ET 
Steam Commercial Packaged Boilers ......... Oil-fired ........................................... ≥300,000 Btu/h and 

≤2,500,000 Btu/h.
81.0% ET 

Steam Commercial Packaged Boilers ......... Oil-fired ........................................... >2,500,000 Btu/h ........ 81.0% ET 

* Where EC is combustion efficiency and ET is thermal efficiency as defined in § 431.82. 

(c) Each commercial packaged boiler 
listed in Table 2 to § 431.87 and manu-
factured on or after the effective date 

listed in Table 2 of this section, must 
meet the applicable energy conserva-
tion standard in Table 2. 
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