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pipeline from excavation activities. 
For the purpose of this section, the 
term ‘‘excavation activities’’ includes 
excavation, blasting, boring, tunneling, 
backfilling, the removal of above-
ground structures by either explosive 
or mechanical means, and other 
earthmoving operations. 

(b) An operator may comply with any 
of the requirements of paragraph (c) of 
this section through participation in a 
public service program, such as a one- 
call system, but such participation 
does not relieve the operator of the re-
sponsibility for compliance with this 
section. However, an operator must 
perform the duties of paragraph (c)(3) 
of this section through participation in 
a one-call system, if that one-call sys-
tem is a qualified one-call system. In 
areas that are covered by more than 
one qualified one-call system, an oper-
ator need only join one of the qualified 
one-call systems if there is a central 
telephone number for excavators to 
call for excavation activities, or if the 
one-call systems in those areas com-
municate with one another. An opera-
tor’s pipeline system must be covered 
by a qualified one-call system where 
there is one in place. For the purpose 
of this section, a one-call system is 
considered a ‘‘qualified one-call sys-
tem’’ if it meets the requirements of 
section (b)(1) or (b)(2) or this section. 

(1) The state has adopted a one-call 
damage prevention program under 
§ 198.37 of this chapter; or 

(2) The one-call system: 
(i) Is operated in accordance with 

§ 198.39 of this chapter; 
(ii) Provides a pipeline operator an 

opportunity similar to a voluntary par-
ticipant to have a part in management 
responsibilities; and 

(iii) Assesses a participating pipeline 
operator a fee that is proportionate to 
the costs of the one-call system’s cov-
erage of the operator’s pipeline. 

(c) The damage prevention program 
required by paragraph (a) of this sec-
tion must, at a minimum: 

(1) Include the identity, on a current 
basis, of persons who normally engage 
in excavation activities in the area in 
which the pipeline is located. 

(2) Provides for notification of the 
public in the vicinity of the pipeline 
and actual notification of persons iden-

tified in paragraph (c)(1) of this section 
of the following as often as needed to 
make them aware of the damage pre-
vention program: 

(i) The program’s existence and pur-
pose; and 

(ii) How to learn the location of un-
derground pipelines before excavation 
activities are begun. 

(3) Provide a means of receiving and 
recording notification of planned exca-
vation activities. 

(4) If the operator has buried pipe-
lines in the area of excavation activity, 
provide for actual notification of per-
sons who give notice of their intent to 
excavate of the type of temporary 
marking to be provided and how to 
identify the markings. 

(5) Provide for temporary marking of 
buried pipelines in the area of exca-
vation activity before, as far as prac-
tical, the activity begins. 

(6) Provide as follows for inspection 
of pipelines that an operator has rea-
son to believe could be damaged by ex-
cavation activities: 

(i) The inspection must be done as 
frequently as necessary during and 
after the activities to verify the integ-
rity of the pipeline; and 

(ii) In the case of blasting, any in-
spection must include leakage surveys. 

(d) A damage prevention program 
under this section is not required for 
the following pipelines: 

(1) Pipelines located offshore. 
(2) Pipelines to which access is phys-

ically controlled by the operator. 

[Amdt. 195–54, 60 FR 14651, Mar. 20, 1995, as 
amended by Amdt. 195–60, 62 FR 61699, Nov. 
19, 1997] 

§ 195.444 CPM leak detection. 
Each computational pipeline moni-

toring (CPM) leak detection system in-
stalled on a hazardous liquid pipeline 
transporting liquid in single phase 
(without gas in the liquid) must com-
ply with API 1130 in operating, main-
taining, testing, record keeping, and 
dispatcher training of the system. 

[Amdt. 195–62, 63 FR 36376, July 6, 1998] 

§ 195.446 Control room management. 
(a) General. This section applies to 

each operator of a pipeline facility 
with a controller working in a control 
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room who monitors and controls all or 
part of a pipeline facility through a 
SCADA system. Each operator must 
have and follow written control room 
management procedures that imple-
ment the requirements of this section. 
The procedures required by this section 
must be integrated, as appropriate, 
with the operator’s written procedures 
required by § 195.402. An operator must 
develop the procedures no later than 
August 1, 2011, and must implement the 
procedures according to the following 
schedule. The procedures required by 
paragraphs (b), (c)(5), (d)(2) and (d)(3), 
(f) and (g) of this section must be im-
plemented no later than October 1, 
2011. The procedures required by para-
graphs (c)(1) through (4), (d)(1), (d)(4), 
and (e) must be implemented no later 
than August 1, 2012. The training proce-
dures required by paragraph (h) must 
be implemented no later than August 1, 
2012, except that any training required 
by another paragraph of this section 
must be implemented no later than the 
deadline for that paragraph. 

(b) Roles and responsibilities. Each op-
erator must define the roles and re-
sponsibilities of a controller during 
normal, abnormal, and emergency op-
erating conditions. To provide for a 
controller’s prompt and appropriate re-
sponse to operating conditions, an op-
erator must define each of the fol-
lowing: 

(1) A controller’s authority and re-
sponsibility to make decisions and 
take actions during normal operations; 

(2) A controller’s role when an abnor-
mal operating condition is detected, 
even if the controller is not the first to 
detect the condition, including the con-
troller’s responsibility to take specific 
actions and to communicate with oth-
ers; 

(3) A controller’s role during an 
emergency, even if the controller is not 
the first to detect the emergency, in-
cluding the controller’s responsibility 
to take specific actions and to commu-
nicate with others; and 

(4) A method of recording controller 
shift-changes and any hand-over of re-
sponsibility between controllers. 

(c) Provide adequate information. Each 
operator must provide its controllers 
with the information, tools, processes 
and procedures necessary for the con-

trollers to carry out the roles and re-
sponsibilities the operator has defined 
by performing each of the following: 

(1) Implement API RP 1165 (incor-
porated by reference, see § 195.3) when-
ever a SCADA system is added, ex-
panded or replaced, unless the operator 
demonstrates that certain provisions of 
API RP 1165 are not practical for the 
SCADA system used; 

(2) Conduct a point-to-point 
verification between SCADA displays 
and related field equipment when field 
equipment is added or moved and when 
other changes that affect pipeline safe-
ty are made to field equipment or 
SCADA displays; 

(3) Test and verify an internal com-
munication plan to provide adequate 
means for manual operation of the 
pipeline safely, at least once each cal-
endar year, but at intervals not to ex-
ceed 15 months; 

(4) Test any backup SCADA systems 
at least once each calendar year, but at 
intervals not to exceed 15 months; and 

(5) Implement section 5 of API RP 
1168 (incorporated by reference, see 
§ 195.3) to establish procedures for when 
a different controller assumes responsi-
bility, including the content of infor-
mation to be exchanged. 

(d) Fatigue mitigation. Each operator 
must implement the following methods 
to reduce the risk associated with con-
troller fatigue that could inhibit a con-
troller’s ability to carry out the roles 
and responsibilities the operator has 
defined: 

(1) Establish shift lengths and sched-
ule rotations that provide controllers 
off-duty time sufficient to achieve 
eight hours of continuous sleep; 

(2) Educate controllers and super-
visors in fatigue mitigation strategies 
and how off-duty activities contribute 
to fatigue; 

(3) Train controllers and supervisors 
to recognize the effects of fatigue; and 

(4) Establish a maximum limit on 
controller hours-of-service, which may 
provide for an emergency deviation 
from the maximum limit if necessary 
for the safe operation of a pipeline fa-
cility. 

(e) Alarm management. Each operator 
using a SCADA system must have a 
written alarm management plan to 
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provide for effective controller re-
sponse to alarms. An operator’s plan 
must include provisions to: 

(1) Review SCADA safety-related 
alarm operations using a process that 
ensures alarms are accurate and sup-
port safe pipeline operations; 

(2) Identify at least once each cal-
endar month points affecting safety 
that have been taken off scan in the 
SCADA host, have had alarms inhib-
ited, generated false alarms, or that 
have had forced or manual values for 
periods of time exceeding that required 
for associated maintenance or oper-
ating activities; 

(3) Verify the correct safety-related 
alarm set-point values and alarm de-
scriptions when associated field instru-
ments are calibrated or changed and at 
least once each calendar year, but at 
intervals not to exceed 15 months; 

(4) Review the alarm management 
plan required by this paragraph at 
least once each calendar year, but at 
intervals not exceeding 15 months, to 
determine the effectiveness of the plan; 

(5) Monitor the content and volume 
of general activity being directed to 
and required of each controller at least 
once each calendar year, but at inter-
vals not exceeding 15 months, that will 
assure controllers have sufficient time 
to analyze and react to incoming 
alarms; and 

(6) Address deficiencies identified 
through the implementation of para-
graphs (e)(1) through (e)(5) of this sec-
tion. 

(f) Change management. Each operator 
must assure that changes that could 
affect control room operations are co-
ordinated with the control room per-
sonnel by performing each of the fol-
lowing: 

(1) Implement section 7 of API RP 
1168 (incorporated by reference, see 
§ 195.3) for control room management 
change and require coordination be-
tween control room representatives, 
operator’s management, and associated 
field personnel when planning and im-
plementing physical changes to pipe-
line equipment or configuration; and 

(2) Require its field personnel to con-
tact the control room when emergency 
conditions exist and when making field 
changes that affect control room oper-
ations. 

(g) Operating experience. Each oper-
ator must assure that lessons learned 
from its operating experience are in-
corporated, as appropriate, into its 
control room management procedures 
by performing each of the following: 

(1) Review accidents that must be re-
ported pursuant to § 195.50 and 195.52 to 
determine if control room actions con-
tributed to the event and, if so, cor-
rect, where necessary, deficiencies re-
lated to: 

(i) Controller fatigue; 
(ii) Field equipment; 
(iii) The operation of any relief de-

vice; 
(iv) Procedures; 
(v) SCADA system configuration; and 
(vi) SCADA system performance. 
(2) Include lessons learned from the 

operator’s experience in the training 
program required by this section. 

(h) Training. Each operator must es-
tablish a controller training program 
and review the training program con-
tent to identify potential improve-
ments at least once each calendar year, 
but at intervals not to exceed 15 
months. An operator’s program must 
provide for training each controller to 
carry out the roles and responsibilities 
defined by the operator. In addition, 
the training program must include the 
following elements: 

(1) Responding to abnormal operating 
conditions likely to occur simulta-
neously or in sequence; 

(2) Use of a computerized simulator 
or non-computerized (tabletop) method 
for training controllers to recognize 
abnormal operating conditions; 

(3) Training controllers on their re-
sponsibilities for communication under 
the operator’s emergency response pro-
cedures; 

(4) Training that will provide a con-
troller a working knowledge of the 
pipeline system, especially during the 
development of abnormal operating 
conditions; and 

(5) For pipeline operating setups that 
are periodically, but infrequently used, 
providing an opportunity for control-
lers to review relevant procedures in 
advance of their application. 

(i) Compliance validation. Upon re-
quest, operators must submit their pro-
cedures to PHMSA or, in the case of an 
intrastate pipeline facility regulated 
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by a State, to the appropriate State 
agency. 

(j) Compliance and deviations. An oper-
ator must maintain for review during 
inspection: 

(1) Records that demonstrate compli-
ance with the requirements of this sec-
tion; and 

(2) Documentation to demonstrate 
that any deviation from the procedures 
required by this section was necessary 
for the safe operation of the pipeline 
facility. 

[Amdt. 195–93, 74 FR 63329, Dec. 3, 2009, as 
amended at 75 FR 5537, Feb. 3, 2010; 76 FR 
35135, June 16, 2011] 

HIGH CONSEQUENCE AREAS 

§ 195.450 Definitions. 

The following definitions apply to 
this section and § 195.452: 

Emergency flow restricting device or 
EFRD means a check valve or remote 
control valve as follows: 

(1) Check valve means a valve that 
permits fluid to flow freely in one di-
rection and contains a mechanism to 
automatically prevent flow in the 
other direction. 

(2) Remote control valve or RCV means 
any valve that is operated from a loca-
tion remote from where the valve is in-
stalled. The RCV is usually operated by 
the supervisory control and data acqui-
sition (SCADA) system. The linkage 
between the pipeline control center and 
the RCV may be by fiber optics, micro-
wave, telephone lines, or satellite. 

High consequence area means: 
(1) A commercially navigable waterway, 

which means a waterway where a sub-
stantial likelihood of commercial navi-
gation exists; 

(2) A high population area, which 
means an urbanized area, as defined 
and delineated by the Census Bureau, 
that contains 50,000 or more people and 
has a population density of at least 
1,000 people per square mile; 

(3) An other populated area, which 
means a place, as defined and delin-
eated by the Census Bureau, that con-
tains a concentrated population, such 
as an incorporated or unincorporated 
city, town, village, or other designated 
residential or commercial area; 

(4) An unusually sensitive area, as de-
fined in § 195.6. 

[Amdt. 195–70, 65 FR 75405, Dec. 1, 2000] 

PIPELINE INTEGRITY MANAGEMENT 

§ 195.452 Pipeline integrity manage-
ment in high consequence areas. 

(a) Which pipelines are covered by this 
section? This section applies to each 
hazardous liquid pipeline and carbon 
dioxide pipeline that could affect a 
high consequence area, including any 
pipeline located in a high consequence 
area unless the operator effectively 
demonstrates by risk assessment that 
the pipeline could not affect the area. 
(Appendix C of this part provides guid-
ance on determining if a pipeline could 
affect a high consequence area.) Cov-
ered pipelines are categorized as fol-
lows: 

(1) Category 1 includes pipelines ex-
isting on May 29, 2001, that were owned 
or operated by an operator who owned 
or operated a total of 500 or more miles 
of pipeline subject to this part. 

(2) Category 2 includes pipelines ex-
isting on May 29, 2001, that were owned 
or operated by an operator who owned 
or operated less than 500 miles of pipe-
line subject to this part. 

(3) Category 3 includes pipelines con-
structed or converted after May 29, 
2001. 

(b) What program and practices must 
operators use to manage pipeline integ-
rity? Each operator of a pipeline cov-
ered by this section must: 

(1) Develop a written integrity man-
agement program that addresses the 
risks on each segment of pipeline in 
the first column of the following table 
not later than the date in the second 
column: 

Pipeline Date 

Category 1 ............................. March 31, 2002. 
Category 2 ............................. February 18, 2003. 
Category 3 ............................. 1 year after the date the 

pipeline begins operation. 

(2) Include in the program an identi-
fication of each pipeline or pipeline 
segment in the first column of the fol-
lowing table not later than the date in 
the second column: 

Pipeline Date 

Category 1 ............................. December 31, 2001. 
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