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Environmental Protection Agency § 60.4370 

§ 60.4365 How can I be exempted from 
monitoring the total sulfur content 
of the fuel? 

You may elect not to monitor the 
total sulfur content of the fuel com-
busted in the turbine, if the fuel is 
demonstrated not to exceed potential 
sulfur emissions of 26 ng SO2/J (0.060 lb 
SO2/MMBtu) heat input for units lo-
cated in continental areas and 180 ng 
SO2/J (0.42 lb SO2/MMBtu) heat input 
for units located in noncontinental 
areas or a continental area that the 
Administrator determines does not 
have access to natural gas and that the 
removal of sulfur compounds would 
cause more environmental harm than 
benefit. You must use one of the fol-
lowing sources of information to make 
the required demonstration: 

(a) The fuel quality characteristics in 
a current, valid purchase contract, tar-
iff sheet or transportation contract for 
the fuel, specifying that the maximum 
total sulfur content for oil use in conti-
nental areas is 0.05 weight percent (500 
ppmw) or less and 0.4 weight percent 
(4,000 ppmw) or less for noncontinental 
areas, the total sulfur content for nat-
ural gas use in continental areas is 20 
grains of sulfur or less per 100 standard 
cubic feet and 140 grains of sulfur or 
less per 100 standard cubic feet for non-
continental areas, has potential sulfur 
emissions of less than less than 26 ng 
SO2/J (0.060 lb SO2/MMBtu) heat input 
for continental areas and has potential 
sulfur emissions of less than less than 
180 ng SO2/J (0.42 lb SO2/MMBtu) heat 
input for noncontinental areas; or 

(b) Representative fuel sampling data 
which show that the sulfur content of 
the fuel does not exceed 26 ng SO2/J 
(0.060 lb SO2/MMBtu) heat input for 
continental areas or 180 ng SO2/J (0.42 
lb SO2/MMBtu) heat input for nonconti-
nental areas. At a minimum, the 
amount of fuel sampling data specified 
in section 2.3.1.4 or 2.3.2.4 of appendix D 
to part 75 of this chapter is required. 

§ 60.4370 How often must I determine 
the sulfur content of the fuel? 

The frequency of determining the 
sulfur content of the fuel must be as 
follows: 

(a) Fuel oil. For fuel oil, use one of 
the total sulfur sampling options and 
the associated sampling frequency de-

scribed in sections 2.2.3, 2.2.4.1, 2.2.4.2, 
and 2.2.4.3 of appendix D to part 75 of 
this chapter (i.e., flow proportional 
sampling, daily sampling, sampling 
from the unit’s storage tank after each 
addition of fuel to the tank, or sam-
pling each delivery prior to combining 
it with fuel oil already in the intended 
storage tank). 

(b) Gaseous fuel. If you elect not to 
demonstrate sulfur content using op-
tions in § 60.4365, and the fuel is sup-
plied without intermediate bulk stor-
age, the sulfur content value of the 
gaseous fuel must be determined and 
recorded once per unit operating day. 

(c) Custom schedules. Notwithstanding 
the requirements of paragraph (b) of 
this section, operators or fuel vendors 
may develop custom schedules for de-
termination of the total sulfur content 
of gaseous fuels, based on the design 
and operation of the affected facility 
and the characteristics of the fuel sup-
ply. Except as provided in paragraphs 
(c)(1) and (c)(2) of this section, custom 
schedules shall be substantiated with 
data and shall be approved by the Ad-
ministrator before they can be used to 
comply with the standard in § 60.4330. 

(1) The two custom sulfur monitoring 
schedules set forth in paragraphs 
(c)(1)(i) through (iv) and in paragraph 
(c)(2) of this section are acceptable, 
without prior Administrative approval: 

(i) The owner or operator shall obtain 
daily total sulfur content measure-
ments for 30 consecutive unit operating 
days, using the applicable methods 
specified in this subpart. Based on the 
results of the 30 daily samples, the re-
quired frequency for subsequent moni-
toring of the fuel’s total sulfur content 
shall be as specified in paragraph 
(c)(1)(ii), (iii), or (iv) of this section, as 
applicable. 

(ii) If none of the 30 daily measure-
ments of the fuel’s total sulfur content 
exceeds half the applicable standard, 
subsequent sulfur content monitoring 
may be performed at 12-month inter-
vals. If any of the samples taken at 12- 
month intervals has a total sulfur con-
tent greater than half but less than the 
applicable limit, follow the procedures 
in paragraph (c)(1)(iii) of this section. 
If any measurement exceeds the appli-
cable limit, follow the procedures in 
paragraph (c)(1)(iv) of this section. 
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