Coast Guard, DHS

§ 108.403a Fire extinguishing systems: Non-vital services.

Each enclosed ventilating system for electric motors or generators not used for vital services must have an access into the system for firefighting or be protected by a fixed fire protection system.

VerDate Mar<15>2010 08:51 Dec 13, 2013 Jkt 229200 PO 00000 Frm 00165 Fmt 8010 Sfmt 8010 Y:\SGML\229200.XXX 229200pmangrum on DSK3VPTVN1PROD with CFR