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compensate for the area of the screen 
wire. Dampers are prohibited in supply 
ducts. Cowls or scoops must be kept 
open at all times except when weather 
would endanger the vessel if the open-
ings were not temporarily closed. Sup-
ply and exhaust openings must not be 
located where the natural flow of air is 
unduly obstructed, or adjacent to pos-
sible sources of vapor ignition, and 
must not be located where exhaust air 
may be taken into the supply vents. 

§ 169.627 Compartments containing 
diesel fuel tanks. 

Unless they are adequately venti-
lated, enclosed compartments or spaces 
containing diesel fuel tanks and no ma-
chinery must be provided with a goose-
neck vent of not less than 21⁄2 inches in 
diameter. The vent opening must not 
be located adjacent to possible sources 
of vapor ignition. 

§ 169.629 Compartments containing 
gasoline machinery or fuel tanks. 

Spaces containing gasoline machin-
ery or fuel tanks must have natural 
supply and mechanical exhaust ven-
tilation meeting the requirements of 
American Boat and Yacht Council 
Standard H–2.5, ‘‘Design and Construc-
tion; Ventilation of Boats Using Gaso-
line. 

§ 169.631 Separation of machinery and 
fuel tank spaces from accommoda-
tion spaces. 

(a) Machinery and fuel tank spaces 
must be separated from accommoda-
tion spaces by watertight or vapor 
tight bulkheads of double diagonal 
wood, marine plywood, steel plate, or 
equivalent construction. 

(b) On vessels less than 90 feet in 
length, segregation may be by means of 
a watertight or vapor tight engine box. 

PIPING SYSTEMS 

§ 169.640 General. 
(a) Vital piping systems, as defined in 

§ 169.642 of this subpart, must meet the 
material and pressure design require-
ments of Subchapter F of this chapter. 

(b) Except as provided in this para-
graph, nonmetallic piping system ma-
terials must meet the applicable re-
quirements of 46 CFR 56.60–25. 

(1) Rigid nonmetallic materials are 
acceptable for use in bilge, ballast, and 
machinery-connected piping systems 
on vessels less than 120 feet in length, 
provided that bilge and fire systems do 
not use the same piping. 

(2) Nonmetallic piping is prohibited 
in fuel systems except where flexible 
hose is permitted. 

(3) Rigid nonmetallic materials may 
be used in non-vital systems. 

§ 169.642 Vital systems. 

For the purpose of this part, the fol-
lowing are considered vital systems— 

(a) A marine engineering system 
identified by the OCMI as being crucial 
to the survival of the vessel or to the 
protection of the personnel on board; 
and 

(b) On vessels greater than 120 feet in 
length— 

(1) Bilge system; 
(2) Ballast system; 
(3) Fire protection system; 
(4) Fuel oil system; and 
(5) Steering and steering control sys-

tem. 

BILGE SYSTEMS 

§ 169.650 General. 

All vessels must be provided with a 
satisfactory arrangement for draining 
any compartment, other than small 
buoyancy compartments, under all 
practical conditions. Sluice valves are 
not permitted in watertight bulkheads 
except as specified in § 169.652(a). 

§ 169.652 Bilge piping. 

(a) All vessels of 26 feet in length and 
over must be provided with individual 
bilge lines and suction for each com-
partment except that the space forward 
of the collision bulkhead may be serv-
iced by a sluice valve or portable bilge 
pump if the arrangement of the vessel 
is such that ordinary leakage can be 
removed this way. 

(b) The bilge pipe on vessels 65 feet in 
length and under must be not less than 
one inch nominal pipe size. On vessels 
greater than 65 but less than 120 feet in 
length the bilge pipe must be not less 
than one and one-half inches. Piping on 
vessels of 120 feet or greater or of 100 
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gross tons or greater must meet the re-
quirements contained in § 56.50–50 of 
this chapter. 

(c) Each bilge suction must be fitted 
with a suitable strainer having an open 
area not less than three times the area 
of the bilge pipe. 

(d) Each individual bilge suction line 
must be led to a central control point 
or manifold. Each line must be pro-
vided with a stop valve at the control 
point or manifold and a check valve at 
some accessible point in the bilge line, 
or a stop-check valve located at the 
control point or manifold. 

(e) Each bilge pipe piercing the colli-
sion bulkhead must be fitted with a 
screw-down valve located on the for-
ward side of the collision bulkhead and 
operable from above the weather deck. 

§ 169.654 Bilge pumps. 

(a) Vessels of less than 65 feet in 
length must have a portable hand bilge 
pump having a maximum capacity of 5 
gpm. 

(b) In addition to the requirements of 
paragraph (a) of this section, vessels of 
26 feet but less than 40 feet in length 
must have a fixed hand bilge pump or 
fixed power bilge pump having a min-
imum capacity of 10 gpm. If a fixed 
hand pump is installed, it must be op-
erable from on deck. 

(c) In addition to the requirements of 
paragraph (a) of this section, vessels of 
40 feet but less than 65 feet must have 
a fixed power bilge pump having a min-
imum capacity of 25 gpm. 

(d) Vessels of 65 feet in length but 
less than 120 feet and under 100 gross 
tons must have two fixed power bilge 
pumps having a combined minimum 
capacity of 50 gpm. 

(e) Vessels of 120 feet or greater and 
vessels of 100 gross tons and over must 
have two fixed power pumps meeting 
the capacity requirements of § 56.50– 
55(c) of this chapter. 

(f) Each power driven bilge must be 
self priming. 

(g) Each fixed bilge pump required by 
this section must be permanently con-
nected to the bilge main. 

(h) Bilge pumps may also be con-
nected to the firemain provided that 
the bilge system and firemain system 
may be operated simultaneously. 

ELECTRICAL 

§ 169.662 Hazardous locations. 
Electrical equipment must not be in-

stalled in lockers that are used to store 
paint, oil, turpentine, or other flam-
mable liquids unless the equipment is 
explosion-proof or intrinsically safe in 
accordance with § 111.105–9 or § 111.105– 
11 of this chapter. 

ELECTRICAL INSTALLATIONS OPERATING 
AT POTENTIALS OF LESS THAN 50 
VOLTS ON VESSELS OF LESS THAN 100 
GROSS TONS 

§ 169.664 Applicability. 
The requirements in this subpart 

apply to electrical installations oper-
ating at potentials of less than 50 volts 
on vessels of less than 100 gross tons. 

§ 169.665 Name plates. 
Each generator, motor and other 

major item f power equipment must be 
provided with a name plate indicating 
the manufacturer’s name, its rating in 
volts and amperes or in volts and watts 
and, when intended for connection to a 
normally grounded supply, the ground-
ing polarity. 

§ 169.666 Generators and motors. 
(a) Each vessel of more than 65 feet 

in length having only electrically driv-
en fire and bilge pumps must have two 
generators. One of these generators 
must be driven by a means independent 
of the auxiliary propulsion plant. A 
generator that is not independent of 
the auxiliary propulsion plant must 
meet the requirements of § 111.10–4(c) of 
this chapter. 

(b) Each generator and motor must 
be in a location that is accessible, ade-
quately ventilated, and as dry as prac-
ticable. 

(c) Each generator and motor must 
be mounted as high as practicable 
above the bilges to avoid damage by 
splash and to avoid contact with low 
lying vapors. 

(d) Each generator must be protected 
from overcurrent by a circuit breaker, 
fuse or an overcurrent relay. 

§ 169.667 Switchboards. 
(a) Each switchboard must be in as 

dry a location as praticable, accessible, 
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