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Pipeline and Hazardous Materials Safety Administration, DOT § 192.197 

without open holes through which an 

explosive mixture might be ignited, 

and there must be a means for testing 

the internal atmosphere before remov-

ing the cover; 

(2) If the vault or pit is vented, there 

must be a means of preventing external 

sources of ignition from reaching the 

vault atmosphere; or 

(3) If the vault or pit is ventilated, 

paragraph (a) or (c) of this section ap-

plies. 

(c) If a vault or pit covered by para-

graph (b) of this section is ventilated 

by openings in the covers or gratings 

and the ratio of the internal volume, in 

cubic feet, to the effective ventilating 

area of the cover or grating, in square 

feet, is less than 20 to 1, no additional 

ventilation is required. 

[35 FR 13257, Aug. 19, 1970, as amended by 

Amdt. 192–85, 63 FR 37503, July 13, 1998] 

§ 192.189 Vaults: Drainage and water-
proofing. 

(a) Each vault must be designed so as 

to minimize the entrance of water. 

(b) A vault containing gas piping 

may not be connected by means of a 

drain connection to any other under-

ground structure. 

(c) Electrical equipment in vaults 

must conform to the applicable re-

quirements of Class 1, Group D, of the 

National Electrical Code, ANSI/NFPA 

70. 

[35 FR 13257, Aug. 19, 1970, as amended by 

Amdt. 192–76, 61 FR 26122, May 24, 1996] 

§ 192.191 Design pressure of plastic fit-
tings. 

(a) Thermosetting fittings for plastic 

pipe must conform to ASTM D 2517, 

(incorporated by reference, see § 192.7). 

(b) Thermoplastic fittings for plastic 

pipe must conform to ASTM D 2513–99, 

(incorporated by reference, see § 192.7). 

[Amdt. 192–114, 75 FR 48603, Aug. 11, 2010] 

§ 192.193 Valve installation in plastic 
pipe. 

Each valve installed in plastic pipe 

must be designed so as to protect the 

plastic material against excessive tor-

sional or shearing loads when the valve 

or shutoff is operated, and from any 

other secondary stresses that might be 

exerted through the valve or its enclo-

sure. 

§ 192.195 Protection against accidental 
overpressuring. 

(a) General requirements. Except as 

provided in § 192.197, each pipeline that 

is connected to a gas source so that the 

maximum allowable operating pressure 

could be exceeded as the result of pres-

sure control failure or of some other 

type of failure, must have pressure re-

lieving or pressure limiting devices 

that meet the requirements of §§ 192.199 

and 192.201. 

(b) Additional requirements for distribu-
tion systems. Each distribution system 

that is supplied from a source of gas 

that is at a higher pressure than the 

maximum allowable operating pressure 

for the system must— 

(1) Have pressure regulation devices 

capable of meeting the pressure, load, 

and other service conditions that will 

be experienced in normal operation of 

the system, and that could be activated 

in the event of failure of some portion 

of the system; and 

(2) Be designed so as to prevent acci-

dental overpressuring. 

§ 192.197 Control of the pressure of gas 
delivered from high-pressure dis-
tribution systems. 

(a) If the maximum actual operating 

pressure of the distribution system is 

60 p.s.i. (414 kPa) gage, or less and a 

service regulator having the following 

characteristics is used, no other pres-

sure limiting device is required: 

(1) A regulator capable of reducing 

distribution line pressure to pressures 

recommended for household appliances. 

(2) A single port valve with proper 

orifice for the maximum gas pressure 

at the regulator inlet. 

(3) A valve seat made of resilient ma-

terial designed to withstand abrasion 

of the gas, impurities in gas, cutting by 

the valve, and to resist permanent de-

formation when it is pressed against 

the valve port. 

(4) Pipe connections to the regulator 

not exceeding 2 inches (51 millimeters) 

in diameter. 

(5) A regulator that, under normal 

operating conditions, is able to regu-

late the downstream pressure within 

the necessary limits of accuracy and to 

VerDate Mar<15>2010 13:34 Jan 02, 2014 Jkt 229220 PO 00000 Frm 00463 Fmt 8010 Sfmt 8010 Y:\SGML\229220.XXX 229220eh
ie

rs
 o

n 
D

S
K

2V
P

T
V

N
1P

R
O

D
 w

ith
 C

F
R


		Superintendent of Documents
	2014-01-30T14:53:49-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




