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variance from one or more site charac-
teristics, design parameters, or terms 
and conditions of the permit, or from 
the site safety analysis report. In de-
termining whether to grant the vari-
ance, the Commission shall apply the 
same technically relevant criteria as 
were applicable to the application for 
the original or renewed site permit. 
Once a construction permit or com-
bined license referencing an early site 
permit is issued, variances from the 
early site permit will not be granted 
for that construction permit or com-
bined license. 

(c) An applicant for a combined li-
cense who has filed an application ref-
erencing a nuclear power reactor man-
ufactured under a manufacturing li-
cense issued under subpart F of this 
part may include in the application a 
request for a departure from one or 
more design characteristics, site pa-
rameters, terms and conditions, or ap-
proved design of the manufactured re-
actor. The Commission may grant a re-
quest only if it determines that the de-
parture will comply with the require-
ments of 10 CFR 52.7, and that the spe-
cial circumstances outweigh any de-
crease in safety that may result from 
the reduction in standardization 
caused by the departure. 

(d) Issuance of a variance under para-
graph (b) or a departure under para-
graph (c) of this section is subject to 
litigation during the combined license 
proceeding in the same manner as 
other issues material to that pro-
ceeding. 

§ 52.97 Issuance of combined licenses. 

(a)(1) After conducting a hearing in 
accordance with § 52.85 and receiving 
the report submitted by the ACRS, the 
Commission may issue a combined li-
cense if the Commission finds that: 

(i) The applicable standards and re-
quirements of the Act and the Commis-
sion’s regulations have been met; 

(ii) Any required notifications to 
other agencies or bodies have been duly 
made; 

(iii) There is reasonable assurance 
that the facility will be constructed 
and will operate in conformity with the 
license, the provisions of the Act, and 
the Commission’s regulations. 

(iv) The applicant is technically and 
financially qualified to engage in the 
activities authorized; and 

(v) Issuance of the license will not be 
inimical to the common defense and se-
curity or to the health and safety of 
the public; and 

(vi) The findings required by subpart 
A of part 51 of this chapter have been 
made. 

(2) The Commission may also find, at 
the time it issues the combined license, 
that certain acceptance criteria in one 
or more of the inspections, tests, anal-
yses, and acceptance criteria (ITAAC) 
in a referenced early site permit or 
standard design certification have been 
met. This finding will finally resolve 
that those acceptance criteria have 
been met, those acceptance criteria 
will be deemed to be excluded from the 
combined license, and findings under 
§ 52.103(g) with respect to those accept-
ance criteria are unnecessary. 

(b) The Commission shall identify 
within the combined license the inspec-
tions, tests, and analyses, including 
those applicable to emergency plan-
ning, that the licensee shall perform, 
and the acceptance criteria that, if 
met, are necessary and sufficient to 
provide reasonable assurance that the 
facility has been constructed and will 
be operated in conformity with the li-
cense, the provisions of the Act, and 
the Commission’s rules and regula-
tions. 

(c) A combined license shall contain 
the terms and conditions, including 
technical specifications, as the Com-
mission deems necessary and appro-
priate. 

§ 52.98 Finality of combined licenses; 
information requests. 

(a) After issuance of a combined li-
cense, the Commission may not mod-
ify, add, or delete any term or condi-
tion of the combined license, the de-
sign of the facility, the inspections, 
tests, analyses, and acceptance criteria 
contained in the license which are not 
derived from a referenced standard de-
sign certification or manufacturing li-
cense, except in accordance with the 
provisions of § 52.103 or § 50.109 of this 
chapter, as applicable. 
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(b) If the combined license does not 
reference a design certification or a re-
actor manufactured under a subpart F 
of this part manufacturing license, 
then a licensee may make changes in 
the facility as described in the final 
safety analysis report (as updated), 
make changes in the procedures as de-
scribed in the final safety analysis re-
port (as updated), and conduct tests or 
experiments not described in the final 
safety analysis report (as updated) 
under the applicable change processes 
in 10 CFR part 50 (e.g., §§ 50.54, 50.59, or 
50.90 of this chapter). 

(c) If the combined license references 
a certified design, then— 

(1) Changes to or departures from in-
formation within the scope of the ref-
erenced design certification rule are 
subject to the applicable change proc-
esses in that rule; and 

(2) Changes that are not within the 
scope of the referenced design certifi-
cation rule are subject to the applica-
ble change processes in 10 CFR part 50, 
unless they also involve changes to or 
noncompliance with information with-
in the scope of the referenced design 
certification rule. In these cases, the 
applicable provisions of this section 
and the design certification rule apply. 

(d) If the combined license references 
a reactor manufactured under a sub-
part F of this part manufacturing li-
cense, then— 

(1) Changes to or departures from in-
formation within the scope of the man-
ufactured reactor’s design are subject 
to the change processes in § 52.171; and 

(2) Changes that are not within the 
scope of the manufactured reactor’s de-
sign are subject to the applicable 
change processes in 10 CFR part 50. 

(e) The Commission may issue and 
make immediately effective any 
amendment to a combined license upon 
a determination by the Commission 
that the amendment involves no sig-
nificant hazards consideration, not-
withstanding the pendency before the 
Commission of a request for a hearing 
from any person. The amendment may 
be issued and made immediately effec-
tive in advance of the holding and com-
pletion of any required hearing. The 
amendment will be processed in ac-
cordance with the procedures specified 
in 10 CFR 50.91. 

(f) Any modification to, addition to, 
or deletion from the terms and condi-
tions of a combined license, including 
any modification to, addition to, or de-
letion from the inspections, tests, anal-
yses, or related acceptance criteria 
contained in the license is a proposed 
amendment to the license. There must 
be an opportunity for a hearing on the 
amendment. 

(g) Except for information sought to 
verify licensee compliance with the 
current licensing basis for that facil-
ity, information requests to the holder 
of a combined license must be evalu-
ated before issuance to ensure that the 
burden to be imposed on the licensee is 
justified in view of the potential safety 
significance of the issue to be ad-
dressed in the requested information. 
Each evaluation performed by the NRC 
staff must be in accordance with 10 
CFR 50.54(f) and must be approved by 
the Executive Director for Operations 
or his or her designee before issuance 
of the request. 

§ 52.99 Inspection during construction; 
ITAAC schedules and notifications; 
NRC notices. 

(a) Licensee schedule for completing in-
spections, tests, or analyses. The licensee 
shall submit to the NRC, no later than 
1 year after issuance of the combined 
license or at the start of construction 
as defined at 10 CFR 50.10(a), whichever 
is later, its schedule for completing the 
inspections, tests, or analyses in the 
ITAAC. The licensee shall submit up-
dates to the ITAAC schedules every 6 
months thereafter and, within 1 year of 
its scheduled date for initial loading of 
fuel, the licensee shall submit updates 
to the ITAAC schedule every 30 days 
until the final notification is provided 
to the NRC under paragraph (c)(1) of 
this section. 

(b) Licensee and applicant conduct of 
activities subject to ITAAC. With respect 
to activities subject to an ITAAC, an 
applicant for a combined license may 
proceed at its own risk with design and 
procurement activities, and a licensee 
may proceed at its own risk with de-
sign, procurement, construction, and 
preoperational activities, even though 
the NRC may not have found that any 
one of the prescribed acceptance cri-
teria are met. 
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