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(iv) Type of dielectric fluid and safe-
guards used to limit potential spills in 
waterways. 

(7) Technical diagrams that provide 
clarification of any of the above items 
should be included. 

(8) Any other data or information not 
previously identified that has been 
identified as a minimum requirement 
for the siting of a transmission line in 
the State in which the facility will be 
located. 

(h) Exhibit H—System analysis data. 
An analysis evaluating the impact the 
proposed facilities will have on the ex-
isting electric transmission system 
performance, including: 

(1) An analysis of the existing and ex-
pected congestion on the electric trans-
mission system. 

(2) Power flow cases used to analyze 
the proposed and future transmission 
system under anticipated load growth, 
operating conditions, variations in 
power import and export levels, and ad-
ditional transmission facilities re-
quired for system reliability. The cases 
must: 

(i) Provide all files to model normal, 
single contingency, multiple contin-
gency, and special protective systems, 
including the special protective sys-
tems’ automatic switching or load 
shedding system; and 

(ii) State the assumptions, criteria, 
and guidelines upon which they are 
based and take into consideration 
transmission facility loading; first con-
tingency incremental transfer capa-
bility (FCITC); normal incremental 
transfer capability (NITC); system pro-
tection; and system stability. 

(3) A stability analysis including 
study assumptions, criteria, and guide-
lines used in the analysis, including 
load shedding allowables. 

(4) A short circuit analysis for all 
power flow cases. 

(5) A concise analysis to include: 
(i) An explanation of how the pro-

posed project will improve system reli-
ability over the long and short term; 

(ii) An analysis of how the proposed 
project will impact long term regional 
transmission expansion plans; 

(iii) An analysis of how the proposed 
project will impact congestion on the 
applicant’s entire system; and 

(iv) A description of proposed high 
technology design features. 

(6) Detailed single-line diagrams, in-
cluding existing system facilities iden-
tified by name and circuit number, 
that show system transmission ele-
ments, in relation to the project and 
other principal interconnected system 
elements, as well as power flow and 
loss data that represent system oper-
ating conditions. 

(i) Exhibit I—Project Cost and Financ-
ing. (1) A statement of estimated costs 
of any new construction or modifica-
tion. 

(2) The estimated capital cost and es-
timated annual operations and mainte-
nance expense of each proposed envi-
ronmental measure. 

(3) A statement and evaluation of the 
consequences of denial of the trans-
mission line permit application. 

(j) Exhibit J—Construction, operation, 
and management. A concise statement 
providing arrangements for super-
vision, management, engineering, ac-
counting, legal, or other similar serv-
ice to be rendered in connection with 
the construction or operation of the 
project, if not to be performed by em-
ployees of the applicant, including ref-
erence to any existing or contemplated 
agreements, together with a statement 
showing any affiliation between the ap-
plicant and any parties to the agree-
ments or arrangements. 

§ 50.8 Acceptance/rejection of applica-
tions. 

(a) Applications will be docketed 
when received and the applicant so ad-
vised. 

(b) If an application patently fails to 
comply with applicable statutory re-
quirements or with applicable Commis-
sion rules, regulations, and orders for 
which a waiver has not been granted, 
the Director may reject the application 
as provided by § 385.2001(b) of this chap-
ter. This rejection is without prejudice 
to an applicant’s refiling a complete 
application. However, an application 
will not be rejected solely on the basis 
that the environmental reports are in-
complete because the company has not 
been granted access by affected land-
owners to perform required surveys. 

(c) An application that relates to a 
proposed project or modification for 
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which a prior application has been filed 
and rejected, will be docketed as a new 
application. 

§ 50.9 Notice of application. 

(a) Notice of each application filed, 
except when rejected in accordance 
with § 50.8, will be issued and subse-
quently published in the FEDERAL REG-
ISTER. 

(b) The notice will establish prompt 
and binding intermediate milestones 
and ultimate deadlines for the coordi-
nation, and review of, and action on 
Federal authorization decisions relat-
ing to, the proposed facilities. 

§ 50.10 Interventions. 

Notices of applications, as provided 
by § 50.9, will fix the time within which 
any person desiring to participate in 
the proceeding may file a petition to 
intervene, and within which any inter-
ested regulatory agency, as provided by 
§ 385.214 of this chapter, desiring to in-
tervene may file its notice of interven-
tion. 

§ 50.11 General conditions applicable 
to permits. 

(a) The following terms and condi-
tions, among others as the Commission 
will find are required by the public in-
terest, will attach to the issuance of 
each permit and to the exercise of the 
rights granted under the permit. 

(b) The permit will be void and with-
out force or effect unless accepted in 
writing by the permittee within 30 days 
from the date of the order issuing the 
permit. Provided that, when an appli-
cant files for rehearing of the order in 
accordance with FPA section 313(a), 
the acceptance must be filed within 30 
days from the issue date of the order of 
the Commission upon the application 
for rehearing or within 30 days from 
the date on which the application may 
be deemed to have been denied when 
the Commission has not acted on such 
application within 30 days after it has 
been filed. Provided further, that when a 
petition for review is filed in accord-
ance with the provisions of FPA sec-
tion 313(b), the acceptance shall be 
filed within 30 days after final disposi-
tion of the judicial review proceedings 
thus initiated. 

(c) Standards of construction and oper-
ation. In determining standard prac-
tice, the Commission will be guided by 
the provisions of the American Na-
tional Standards Institute, Incor-
porated, the National Electrical Safety 
Code, and any other codes and stand-
ards that are generally accepted by the 
industry, except as modified by this 
Commission or by municipal regulators 
within their jurisdiction. Each electric 
utility will construct, install, operate, 
and maintain its plant, structures, 
equipment, and lines in accordance 
with these standards, and in a manner 
to best accommodate the public, and to 
prevent interference with service fur-
nished by other public or non-public 
utilities insofar as practical. 

(d) Written authorization must be ob-
tained from the Director prior to com-
mencing construction of the facilities 
or initiating operations. Requests for 
these authorizations must demonstrate 
compliance with all terms and condi-
tions of the construction permit. 

(e) Any authorized construction or 
modification must be completed and 
made available for service by the 
permitee within a period of time to be 
specified by the Commission in each 
order issuing the transmission line 
construction permit. If facilities are 
not completed within the specified 
timeframe, the permittee must file for 
an extension of time under § 385.2008 of 
this chapter. 

(f) A permittee must file with the 
Commission, in writing and under 
oath, an original and four conformed 
copies, as provided in § 385.2011 of this 
chapter, of the following: 

(1) Within ten days after the bona 
fide beginning of construction, notice 
of the date of the beginning; and 

(2) Within ten days after authorized 
facilities have been constructed and 
placed in service, notice of the date of 
the completion of construction and 
commencement of service. 

(g) The permit issued to the appli-
cant may be transferred, subject to the 
approval of the Commission, to a per-
son who agrees to comply with the 
terms, limitations or conditions con-
tained in the filing and in every subse-
quent Order issued thereunder. A per-
mit holder seeking to transfer a permit 
must file with the Secretary a petition 
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