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the cargo line back to a tank vessel for 
compliance with 33 CFR 154.2104. 

(g) Review the facility operations 
manual for compliance with 33 CFR 
154.310(b). 

(h) Review any test program used for 
instrument testing and calibration for 
compliance with 33 CFR 154.2180 and 33 
CFR 154.2181. 

(i) Review the facility’s VCS training 
program for compliance with 33 CFR 
154.2030 and 154.2031. 

§ 154.2023 Recertification—certifying 
entity responsibilities, generally. 

(a) Before the recertification of a fa-
cility vapor control system (VCS) the 
certifying entity must perform the re-
views specified in 33 CFR 154.2022, ex-
cept paragraphs (a) through (c). 

(b) The certifying entity must re-
view, inspect, and observe tests of a fa-
cility VCS’s design or configuration al-
teration before recertifying a VCS that 
was certified or approved for operation 
prior to July 23, 1990, to ensure that 
the altered system complies with appli-
cable regulations. In general, the certi-
fying entity should perform the review, 
inspection, and observe tests as speci-
fied in 33 CFR 154.2022(a) through (c). 
However, depending on the extent of 
the alteration, the review, inspection, 
or test observing may not need to be as 
comprehensive as those for an initial 
certification. 

§ 154.2024 Operational review—certi-
fying entity responsibilities, gen-
erally. 

In conducting an operational review 
the certifying entity must ensure that 
the vapor control system (VCS) is prop-
erly operating and maintained by per-
forming the tasks specified in this sec-
tion. 

(a) Ensure the completeness, cur-
rency, and accuracy of the facility op-
erations manual, training plans, and 
VCS test procedures. 

(b) Confirm through training records 
that the current listed available facil-
ity persons in charge have been trained 
in compliance with 33 CFR 154.2030 or 
154.2031. 

(c) Confirm that recordkeeping and 
testing and inspection comply with 33 
CFR 154.740 and 156.170. 

(d) Verify that there has been no 
change to the VCS equipment or in-
strumentation since the last certifi-
cation, recertification, or operational 
review to ensure that the certification 
letter is current. 

(e) Verify proper marking, labeling, 
maintenance, and operation of VCS 
components, through visual inspection. 

(f) Confirm that the originally cer-
tified liquid cargo transfer rate can 
still be attained in compliance with 33 
CFR 154.2103 and 154.2107. 

(g) Ensure that cargo transfer or 
tank-cleaning barge operational proce-
dures are properly followed and the 
VCS operates properly, through obser-
vation of the initial stages of transfer 
or cleaning, including 24-hour pre- 
transfer tests required by 33 CFR 
154.2150(b) or 33 CFR 154.2250(b), the 
pre-transfer conference, and initial sys-
tem startup procedures. 

§ 154.2025 Certification, recertifi-
cation, or operational review—cer-
tifying entity documentation. 

(a) If the certifying entity is satisfied 
that the facility’s vapor control system 
(VCS) has successfully undergone the 
reviews, inspections, and tests required 
by 33 CFR 154.2022(a) for certification 
or recertification, and that the VCS 
will operate properly and safely, the 
certifying entity must certify or recer-
tify the VCS by issuing a certification 
letter to the facility owner or operator, 
and by sending copies of the letter to 
the Captain of the Port (COTP) and the 
Commandant. The certification letter 
must refer by date to the certifying en-
tity’s letter of acceptance issued under 
33 CFR 154.2011(c), and must— 

(1) State that the facility complies 
with applicable regulations and with 
its operations manual, and list any ex-
emptions to the applicable regulations 
that have been approved by the Coast 
Guard; 

(2) Report on all reviews, inspections, 
and tests undergone by the VCS in ac-
cordance with 33 CFR 154.2022(a); 

(3) List all plans and drawings that 
were reviewed by the certifying entity; 

(4) State if the VCS may control va-
pors from tank barges that are re-
quired to have a shore-side, explosion- 
proof receptacle or an overfill control 
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