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Coast Guard, DHS § 154.1010 

(t) Guards are stationed, or equiva-
lent controls acceptable to the COTP 
are used to detect fires, report emer-
gency conditions, and ensure that ac-
cess to the marine transfer area is lim-
ited to— 

(1) Personnel who work at the facil-
ity including persons assigned for 
transfer operations, vessel personnel, 
and delivery and service personnel in 
the course of their business; 

(2) Coast Guard personnel; 
(3) Other Federal, State, or local gov-

ernmental officials; and 
(4) Other persons authorized by the 

operator. 
(u) Smoking shall be prohibited at 

the facility except that facility owners 
or operators may authorize smoking in 
designated areas if— 

(1) Smoking areas are designated in 
accordance with local ordinances and 
regulations; 

(2) Signs are conspicuously posted 
marking such authorized smoking 
areas; and 

(3) ‘‘No Smoking’’ signs are conspicu-
ously posted elsewhere on the facility. 

(v) Warning signs shall be displayed 
on the facility at each shoreside entry 
to the dock or berth, without obstruc-
tion, at all times for fixed facilities 
and for mobile facilities during cou-
pling, transfer operation, and uncou-
pling. The warning signs shall conform 
to 46 CFR 151.45–2(e)(1) or 46 CFR 
153.955. 

[CGD 86–034, 55 FR 36253, Sept. 4, 1990, as 
amended by CGD 93–056, 61 FR 41460, Aug. 8, 
1996; USCG–2001–8661, 74 FR 45022, Aug. 31, 
2009; USCG–1999–5150, 78 FR 42618, July 16, 
2013] 

§ 154.740 Records. 
Each facility operator shall maintain 

at the facility and make available for 
examination by the COTP: 

(a) A copy of the letter of intent for 
the facility; 

(b) The name of each person des-
ignated as a person in charge of trans-
fer operations at the facility and cer-
tification that each person in charge 
has completed the training require-
ments of § 154.710 of this part; 

(c) The date and result of the most 
recent test or examination of each 
item tested or examined under § 156.170 
of this chapter; 

(d) The hose information required by 
§ 154.500 (e) and (g) except that marked 
on the hose; 

(e) The record of all examinations of 
the facility by the COTP within the 
last 3 years; 

(f) The Declaration of Inspection re-
quired by § 156.150(f) of this chapter; 

(g) A record of all repairs made with-
in the last three years involving any 
component of the facility’s vapor con-
trol system required by subpart P of 
this part; 

(h) A record of all automatic shut 
downs of the facility’s vapor control 
system within the last 3 years; and 

(i) Plans, calculations, and specifica-
tions of the facility’s vapor control 
system certified under 33 CFR 154.2020 
through 154.2025. 

(j) If they are not marked as such, 
documentation that the portable radio 
devices in use at the facility under 
§ 154.560 of this part are intrinsically 
safe. 

(Approved by the Office of Management and 
Budget under control number 1625–0060) 

[CGD 75–124, 45 FR 7173, Jan. 31, 1980, as 
amended by CGD 88–102, 55 FR 25429, June 21, 
1990; CGD 86–034, 55 FR 36254, Sept. 4, 1990; 
CGD 93–056, 61 FR 41461, Aug. 8, 1996; USCG– 
2006–25150, 71 FR 39209, July 12, 2006; USCG– 
1999–5150, 78 FR 42618, July 16, 2013] 

§ 154.750 Compliance with operations 
manual. 

The facility operator shall require fa-
cility personnel to use the procedures 
in the operations manual prescribed by 
§ 154.300 for operations under this part. 

[CGD 75–124, 45 FR 7174, Jan. 31, 1980] 

Subpart E [Reserved] 

Subpart F—Response Plans for Oil 
Facilities 

SOURCE: CGD 91–036, 61 FR 7917, Feb. 29, 
1996, unless otherwise noted. 

§ 154.1010 Purpose. 
This subpart establishes oil spill re-

sponse plan requirements for all ma-
rine transportation-related (MTR) fa-
cilities (hereafter also referred to as fa-
cilities) that could reasonably be ex-
pected to cause substantial harm or 
significant and substantial harm to the 
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