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(3) Emergency stationary RICE lo-
cated at major sources of HAP may be 
operated for up to 50 hours per calendar 
year in non-emergency situations. The 
50 hours of operation in non-emergency 
situations are counted as part of the 
100 hours per calendar year for mainte-
nance and testing and emergency de-
mand response provided in paragraph 
(f)(2) of this section. The 50 hours per 
year for non-emergency situations can-
not be used for peak shaving or non- 
emergency demand response, or to gen-
erate income for a facility to supply 
power to an electric grid or otherwise 
supply power as part of a financial ar-
rangement with another entity. 

(4) Emergency stationary RICE lo-
cated at area sources of HAP may be 
operated for up to 50 hours per calendar 
year in non-emergency situations. The 
50 hours of operation in non-emergency 
situations are counted as part of the 
100 hours per calendar year for mainte-
nance and testing and emergency de-
mand response provided in paragraph 
(f)(2) of this section. Except as provided 
in paragraphs (f)(4)(i) and (ii) of this 
section, the 50 hours per year for non- 
emergency situations cannot be used 
for peak shaving or non-emergency de-
mand response, or to generate income 
for a facility to an electric grid or oth-
erwise supply power as part of a finan-
cial arrangement with another entity. 

(i) Prior to May 3, 2014, the 50 hours 
per year for non-emergency situations 
can be used for peak shaving or non- 
emergency demand response to gen-
erate income for a facility, or to other-
wise supply power as part of a financial 
arrangement with another entity if the 
engine is operated as part of a peak 
shaving (load management program) 
with the local distribution system op-
erator and the power is provided only 
to the facility itself or to support the 
local distribution system. 

(ii) The 50 hours per year for non- 
emergency situations can be used to 
supply power as part of a financial ar-
rangement with another entity if all of 
the following conditions are met: 

(A) The engine is dispatched by the 
local balancing authority or local 
transmission and distribution system 
operator. 

(B) The dispatch is intended to miti-
gate local transmission and/or distribu-

tion limitations so as to avert poten-
tial voltage collapse or line overloads 
that could lead to the interruption of 
power supply in a local area or region. 

(C) The dispatch follows reliability, 
emergency operation or similar proto-
cols that follow specific NERC, re-
gional, state, public utility commis-
sion or local standards or guidelines. 

(D) The power is provided only to the 
facility itself or to support the local 
transmission and distribution system. 

(E) The owner or operator identifies 
and records the entity that dispatches 
the engine and the specific NERC, re-
gional, state, public utility commis-
sion or local standards or guidelines 
that are being followed for dispatching 
the engine. The local balancing author-
ity or local transmission and distribu-
tion system operator may keep these 
records on behalf of the engine owner 
or operator. 

[69 FR 33506, June 15, 2004, as amended at 71 
FR 20467, Apr. 20, 2006; 73 FR 3606, Jan. 18, 
2008; 75 FR 9676, Mar. 3, 2010; 75 FR 51591, 
Aug. 20, 2010; 78 FR 6704, Jan. 30, 2013] 

NOTIFICATIONS, REPORTS, AND RECORDS 

§ 63.6645 What notifications must I 
submit and when? 

(a) You must submit all of the notifi-
cations in §§ 63.7(b) and (c), 63.8(e), (f)(4) 
and (f)(6), 63.9(b) through (e), and (g) 
and (h) that apply to you by the dates 
specified if you own or operate any of 
the following; 

(1) An existing stationary RICE with 
a site rating of less than or equal to 500 
brake HP located at a major source of 
HAP emissions. 

(2) An existing stationary RICE lo-
cated at an area source of HAP emis-
sions. 

(3) A stationary RICE with a site rat-
ing of more than 500 brake HP located 
at a major source of HAP emissions. 

(4) A new or reconstructed 4SLB sta-
tionary RICE with a site rating of 
greater than or equal to 250 HP located 
at a major source of HAP emissions. 

(5) This requirement does not apply if 
you own or operate an existing sta-
tionary RICE less than 100 HP, an ex-
isting stationary emergency RICE, or 
an existing stationary RICE that is not 
subject to any numerical emission 
standards. 
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(b) As specified in § 63.9(b)(2), if you 
start up your stationary RICE with a 
site rating of more than 500 brake HP 
located at a major source of HAP emis-
sions before the effective date of this 
subpart, you must submit an Initial 
Notification not later than December 
13, 2004. 

(c) If you start up your new or recon-
structed stationary RICE with a site 
rating of more than 500 brake HP lo-
cated at a major source of HAP emis-
sions on or after August 16, 2004, you 
must submit an Initial Notification not 
later than 120 days after you become 
subject to this subpart. 

(d) As specified in § 63.9(b)(2), if you 
start up your stationary RICE with a 
site rating of equal to or less than 500 
brake HP located at a major source of 
HAP emissions before the effective 
date of this subpart and you are re-
quired to submit an initial notifica-
tion, you must submit an Initial Noti-
fication not later than July 16, 2008. 

(e) If you start up your new or recon-
structed stationary RICE with a site 
rating of equal to or less than 500 brake 
HP located at a major source of HAP 
emissions on or after March 18, 2008 
and you are required to submit an ini-
tial notification, you must submit an 
Initial Notification not later than 120 
days after you become subject to this 
subpart. 

(f) If you are required to submit an 
Initial Notification but are otherwise 
not affected by the requirements of 
this subpart, in accordance with 
§ 63.6590(b), your notification should in-
clude the information in § 63.9(b)(2)(i) 
through (v), and a statement that your 
stationary RICE has no additional re-
quirements and explain the basis of the 
exclusion (for example, that it operates 
exclusively as an emergency stationary 
RICE if it has a site rating of more 
than 500 brake HP located at a major 
source of HAP emissions). 

(g) If you are required to conduct a 
performance test, you must submit a 
Notification of Intent to conduct a per-
formance test at least 60 days before 
the performance test is scheduled to 
begin as required in § 63.7(b)(1). 

(h) If you are required to conduct a 
performance test or other initial com-
pliance demonstration as specified in 
Tables 4 and 5 to this subpart, you 

must submit a Notification of Compli-
ance Status according to § 63.9(h)(2)(ii). 

(1) For each initial compliance dem-
onstration required in Table 5 to this 
subpart that does not include a per-
formance test, you must submit the 
Notification of Compliance Status be-
fore the close of business on the 30th 
day following the completion of the 
initial compliance demonstration. 

(2) For each initial compliance dem-
onstration required in Table 5 to this 
subpart that includes a performance 
test conducted according to the re-
quirements in Table 3 to this subpart, 
you must submit the Notification of 
Compliance Status, including the per-
formance test results, before the close 
of business on the 60th day following 
the completion of the performance test 
according to § 63.10(d)(2). 

(i) If you own or operate an existing 
non-emergency CI RICE with a site rat-
ing of more than 300 HP located at an 
area source of HAP emissions that is 
certified to the Tier 1 or Tier 2 emis-
sion standards in Table 1 of 40 CFR 
89.112 and subject to an enforceable 
state or local standard requiring en-
gine replacement and you intend to 
meet management practices rather 
than emission limits, as specified in 
§ 63.6603(d), you must submit a notifica-
tion by March 3, 2013, stating that you 
intend to use the provision in 
§ 63.6603(d) and identifying the state or 
local regulation that the engine is sub-
ject to. 

[73 FR 3606, Jan. 18, 2008, as amended at 75 
FR 9677, Mar. 3, 2010; 75 FR 51591, Aug. 20, 
2010; 78 FR 6705, Jan. 30, 2013] 

§ 63.6650 What reports must I submit 
and when? 

(a) You must submit each report in 
Table 7 of this subpart that applies to 
you. 

(b) Unless the Administrator has ap-
proved a different schedule for submis-
sion of reports under § 63.10(a), you 
must submit each report by the date in 
Table 7 of this subpart and according 
to the requirements in paragraphs 
(b)(1) through (b)(9) of this section. 

(1) For semiannual Compliance re-
ports, the first Compliance report must 
cover the period beginning on the com-
pliance date that is specified for your 
affected source in § 63.6595 and ending 

VerDate Sep<11>2014 13:42 Oct 28, 2014 Jkt 232162 PO 00000 Frm 00044 Fmt 8010 Sfmt 8010 Y:\SGML\232162.XXX 232162w
re

ie
r-

av
ile

s 
on

 D
S

K
5T

P
T

V
N

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2020-01-29T11:45:46-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




