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and arranged as to spread a blanket of 
foam over the entire liquid surface of 
the tank within the range of usual 
trim. The arrangement of piping shall 
be such as to give a uniform distribu-
tion over the entire area protected. 

(b) Rate of application. (1) For spaces 
other than tanks, the rate of discharge 
to foam outlets protecting the hazard 
shall be at least as set forth in this 
subparagraph. 

(i) For chemical foam systems with 
stored ‘‘A’’ and ‘‘B’’ solutions, a total 
of at least 1.6 gallons per minute of the 
two solutions shall be discharged for 
each 10 square feet of area protected. 

(ii) For other types of foam systems, 
the water rate to the dry powder gen-
erators or air foam production equip-
ment shall be at least 1.6 gallons per 
minute for each 10 square feet of area 
protected. 

(2) For tanks, the rate of discharge to 
foam outlets protecting the hazard 
shall be as set forth in paragraph (b)(1) 
of this section except that the value of 
1 gallon per minute shall be sub-
stituted in both cases for the value of 
1.6 gallons per minute. 

(c) Supply of foam producing material. 
(1) There shall be provided a quantity 
of foam producing material sufficient 
to operate the equipment at the dis-
charge rate specified in paragraph (b) 
of this section for a period of at least 3 
minutes for spaces other than tanks, 
and for at least 5 minutes for tanks. 

(2) A separate supply of foam agent 
need not be provided for each space 
protected. The total available supply 
shall be at least sufficient for the space 
requiring the greatest amount. 

(3) Where pumps are required, the 
water supply shall be from outside the 
space protected and shall in no way be 
dependent upon power from the space 
protected. 

§ 76.17–10 Controls. 
(a) The foam agent, its container, 

and all controls and valves for the op-
eration of the system shall be of an ap-
proved type. 

(b) The foam agent container and all 
controls and valves for the operation of 
the system shall be outside the space 
protected and shall not be located in 
such space as might be cut off or made 
inaccessible in the event of fire in any 

of the spaces protected. The control 
space shall be as convenient as prac-
ticable to one of the main escapes from 
spaces protected, and shall be marked 
as required by § 78.47–17 of this sub-
chapter. Where pumps are required, it 
shall not be necessary that they be 
started from the control space. 

(c) Complete, but simple instructions 
for the operation of the system shall be 
located in a conspicuous place at or 
near the controls. 

(d) The valves to the various spaces 
served shall be marked as required by 
§ 78.47–15 of this chapter. 

§ 76.17–15 Piping. 
(a) All piping, valves, and fittings 

shall meet the applicable requirements 
of subchapter F (Marine Engineering) 
of this chapter. 

(b) All piping, valves, and fittings of 
ferrous materials shall be protected in-
side and outside against corrosion un-
less specifically approved otherwise by 
the Commandant. 

(c) All piping, valves, and fittings 
shall be securely supported, and where 
necessary, protected against injury. 

(d) Drains and dirt traps shall be 
fitted where necessary to prevent the 
accumulation of dirt or moisture. 

(e) Piping shall be used for no other 
purpose. 

§ 76.17–20 Discharge outlets. 
(a) Discharge outlets shall be of an 

approved type. 
(b) [Reserved] 

§ 76.17–25 Additional protection re-
quired. 

(a) In order that any residual fires 
above the floor plates may be extin-
guished when a foam system is in-
stalled for the protection of spaces 
other than tanks, at least 2 fire hy-
drants, in addition to those required 
for the machinery space by subpart 
76.10, shall be installed outside of the 
machinery space entrances. Such hy-
drants shall be fitted with sufficient 
hose so that any part of the machinery 
space may be reached with at least 2 
streams of water, and each hose shall 
be equipped with an approved combina-
tion nozzle, applicator, and self-clean-
ing strainer as described in § 76.10– 
10(j)(3). 
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(b) [Reserved] 

§ 76.17–90 Installations contracted for 
prior to November 19, 1952. 

(a) Installation contracted for prior 
to November 19, 1952, shall meet the 
following requirements: 

(1) Existing arrangements, materials, 
and facilities previously approved shall 
be considered satisfactory so long as 
they meet the minimum requirements 
of this paragraph and they are main-
tained in good condition to the satis-
faction of the Officer in Charge, Marine 
Inspection. Minor repairs and alter-
ations may be made to the same stand-
ards as the original installation. 

(2) The details of the systems shall be 
in general agreement with §§ 76.17–5 
through 76.17–20, with the exception of 
§ 76.17–5(a)(2), insofar as is reasonable 
and practicable. A 6-inch blanket of 
foam in 5 minutes for tanks and 3 min-
utes for other spaces will be considered 
as meeting the requirements of § 76.17– 
5. 

(b) [Reserved] 

Subpart 76.23—Manual Sprinkling 
System, Details 

§ 76.23–1 Application. 

(a) Where a manual sprinkling sys-
tem is installed, the provisions of this 
subpart, with the exception of § 76.23– 
90, shall apply to all installations con-
tracted for on or after November 19, 
1952. Installations contracted for prior 
to November 19, 1952, shall meet the re-
quirements of § 76.23–90. 

(b) [Reserved] 

§ 76.23–5 Zoning. 

(a) Separate zones may be used for 
each deck, and on any particular deck, 
spaces separated by ‘‘A’’ or ‘‘B’’ Class 
bulkheads may be separately zoned. 

(b) On any particular deck, large 
common areas may be zoned in accord-
ance with table 76.23–5(b). All such 
zones within one common area shall be 
of approximately the same size. Zones 
of this type shall overlap in such a 
manner that the end sprinkler heads of 
both adjoining zones will cover the 
identical area. 

TABLE 76.23–5(b) 

Square feet of common deck area Maximum 
number 
of zones Over Not over 

............................................................ 800 1
800 ..................................................... 1,800 2
1,800 .................................................. 3,000 3
3,000 .................................................. 5,000 4
5,000 .................................................. 9,000 5
9,000 .................................................. 16,000 6
16,000 ................................................ 30,000 7
30,000 ................................................ ................ 8

§ 76.23–10 Quantity, pipe sizes, and dis-
charge rates. 

(a) General. (1) The system shall be so 
designed and arranged that the over-
head is effectively sprayed and all por-
tions of the deck are covered. The ca-
pacity shall be such that at least 12 
gallons of water per minute are applied 
to each 100 square feet of deck area. 

(2) Piping, fittings, sprinkler heads, 
and pumps installed in accordance with 
the remainder of this section will be 
considered as meeting the above re-
quirements. If alternate sizes or ar-
rangements are used, it shall be dem-
onstrated that these minimum require-
ments have been met. 

(b) Sprinkler heads. (1) Three-eighth 
inch open type sprinkler heads shall be 
used. Sprinkler heads shall be so ar-
ranged that no portion of the overhead 
is more than 7 feet from a sprinkler 
head. 

(2) [Reserved] 
(c) Pipe sizes. (1) The various pipe 

sizes shall be in proportion to the num-
ber of heads served. Minimum pipe 
sizes shall be as given in table 76.23– 
10(c). 

TABLE 76.23–10(c) 

Number of 3⁄8 inch heads served Minimum 
nominal 

pipe 
sizes, 
inches 

Over Not over 

............................................................ 1 3⁄4 
1 ......................................................... 2 1
2 ......................................................... 4 11⁄4 
4 ......................................................... 6 11⁄2 
6 ......................................................... 12 2
12 ....................................................... 18 21⁄2 
18 ....................................................... 30 3
30 ....................................................... 46 31⁄2 
46 ....................................................... 66 4
66 ....................................................... 120 5

(d) Fire pumps. (1) The fire pumps 
may be used for the sprinkling system 
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