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control unit on which are located visi-
ble and audible fire and trouble alarms, 
and fire alarm circuits as required 
originating from the control unit and 
terminating at manual fire alarm 
boxes. Power failure alarm devices may 
be separately housed from the control 
unit and may be combined with other 
power failure alarm systems when spe-
cifically approved. 

(b) Types. Manual fire alarm systems 
shall be one of the following types, or 
a combination of several types: 

(1) Manual fire alarm stations super-
imposed on and connected as an inte-
gral part of the fire detector circuit 
wiring of an automatic fire detection 
system. 

(2) Electrical system using manually 
operated fire alarm boxes. 

(3) Other types as may be developed. 
(c) Power supply. The power supply 

shall be as specified for automatic fire 
detecting system by § 161.002–9. 

(d) Manual fire alarm system control 
unit. The manual fire alarm system 
control unit shall be as specified for 
automatic fire detecting systems by 
§ 161.002–10. 

[21 FR 9032, Nov. 21, 1956, as amended by CGD 
94–108, 61 FR 28292, June 4, 1996] 

§ 161.002–14 Watchman’s supervisory 
systems. 

(a) General. The watchman’s super-
visory system shall consist of appa-
ratus to verify the presence of watch-
men and the regular performance of 
their assigned duties. 

(b) Types. The watchman’s super-
visory systems shall be one of the fol-
lowing types, or a combination of sev-
eral types: 

(1) A mechanical system consisting of 
portable spring-motor-driven recording 
clocks in conjunction with key sta-
tions located along the prescribed 
routes of the watchmen to operate the 
clock recording mechanism. 

(2) An electrical system employing a 
recorder located at a central station in 
conjunction with key stations along 
the prescribed route of the watchmen. 

(3) Other types that may be devel-
oped. 

(c) Portable spring-motor-driven record-
ing clocks. (1) Each clock shall run for 
at least one week without rewinding 
and shall be substantially mounted and 

strongly encased. It shall be made so 
that the recordings cannot be seen 
without opening the case and so that 
the case cannot be opened without in-
dicating, by a distinctive recording, 
the time of opening and closing. 

(2) The records of the recording 
watch clock shall be legible and perma-
nent. 

(d) Key stations for use with portable 
recording watch clocks. (1) The key sta-
tion shall be of substantial construc-
tion and provided with a hinged cover. 
The key shall be attached to the sta-
tion by means of a strong link chain. 
The key stations shall be mounted in 
such a manner that they cannot be re-
moved without giving evidence of re-
moval. 

(2) Keys shall be made so that they 
are difficult to duplicate, and shall be 
of a pattern susceptible of variations 
tending to reduce the probability that 
a set of keys for one clock will operate 
other clocks. 

[21 FR 9032, Nov. 21, 1956, as amended by 
CGFR 59–7, 24 FR 3241, Apr. 25, 1959] 

§ 161.002–15 Sample extraction smoke 
detection systems. 

The smoke detecting system must 
consist of a means for continuously ex-
hausting an air sample from the pro-
tected spaces and testing the air for 
contamination with smoke, together 
with visual and audible alarms for indi-
cating the presence of smoke. 

[CGD 94–108, 61 FR 28292, June 4, 1996] 

§ 161.002–17 Equivalents. 
The Commandant may approve any 

arrangement, fitting, appliance, appa-
ratus, equipment, calculation, informa-
tion, or test that provides a level of 
safety equivalent to that established 
by specific provisions of this subpart. 
Requests for approval must be sub-
mitted to Commandant (CG–ENG). If 
necessary, the Commandant may re-
quire engineering evaluations and tests 
to demonstrate the equivalence of the 
substitute. 

[CGD 94–108, 61 FR 28292, June 4, 1996] 

§ 161.002–18 Method of application for 
type approval. 

(a) The manufacturer must submit 
the following material to Commandant 
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(CG–ENG), Attn: Office of Design and 
Engineering Systems, U.S. Coast Guard 
Stop 7509, 2703 Martin Luther King Jr. 
Avenue SE., Washington, DC 20593–7509: 

(1) A formal written request that the 
system be reviewed for approval. 

(2) Three copies of the system’s in-
struction manual, including informa-
tion concerning installation, program-
ming, operation, and troubleshooting. 

(3) One copy of the complete test re-
port generated by an independent lab-
oratory accepted by the Commandant 
under part 159 of this chapter for the 
testing and listing or certification of 
fire-protective systems. A current list 
of these facilities may be obtained 
from the address in this section. 

(4) Three copies of a list prepared by 
the manufacturer that contains the 
name, model number, and function of 
each major component and accessory, 
such as the main control cabinet, re-
mote annunicator cabinet, detector, 
zone card, isolator, central processing 
unit, zener barrier, special purpose 
module, or power supply. This list 
must be identified by the following in-
formation assigned by the manufac-
turer: 

(i) A document number. 
(ii) A revision number (the original 

submission being revision number 0). 
(iii) The date that the manufacturer 

created or revised the list. 
(b) The Coast Guard distributes a 

copy of the approved instruction man-
ual to the manufacturer and to the 
Coast Guard Marine Safety Center 
(MSC). 

(c) The manufacturer shall maintain 
an account of the equipment offered for 
approval. The list identification infor-
mation in paragraphs (a)(4)(i) through 
(a)(4)(iii) of this section appears on the 
Certificate of Approval and indicates 
the official compilation of components 
for the approved system. If the manu-
facturer seeks to apply subsequently 
for the approval of a revision (because 
of, for example, additional accessories 
becoming available, replacements to 
obsolete components, or a change in 
materials or standards of safety), 
changes to the approved list must be 
submitted for review and approval. 

(d) To apply for a revision, the manu-
facturer must submit— 

(1) A written request under para-
graph (a) of this section; 

(2) An updated list under paragraph 
(a)(4) of this section; and 

(3) A report by an independent lab-
oratory accepted by the Commandant 
under part 159 of this chapter for the 
testing and listing or certification of 
fire-protective systems indicating com-
pliance with the standards and compat-
ibility with the system. 

(e) If the Coast Guard approves the 
system or a revision to a system, it 
issues a certificate, normally valid for 
a 5-year term, containing the informa-
tion in paragraphs (a)(4)(i) through 
(a)(4)(iii) of this section. 

[CGD 94–108, 61 FR 28292, June 4, 1996, as 
amended by USCG–1999–6216, 64 FR 53228, Oct. 
1, 1999; USCG–2013–0671, 78 FR 60160, Sept. 30, 
2013] 

Subpart 161.006—Searchlights, 
Motor Lifeboat, for Merchant 
Vessels 

SOURCE: CGFR 49–43, 15 FR 127, Jan. 11, 
1950, unless otherwise noted. 

§ 161.006–1 Applicable specifications. 
(a) The following specifications, of 

the issue in effect on the date motor 
lifeboat searchlights are manufactured, 
form a part of this subpart: 

(1) Navy Department specifications: 

42S5—Screws, machine, cap and set, and 
nuts. 

43B11—Bolts, nuts, studs, and tap-rivets (and 
materials for same). 

(2) Federal specification: 

QQ-B-611—Brass, Commercial; bars, plates, 
rods, shapes, sheets, and strip. 

(3) Standards of ASTM: 

ASTM B 117–97, Standard Practice for Oper-
ating Salt Spray (Fog) Apparatus—161.006– 
5 

ASTM B 456–95, Standard Specification for 
Electrodeposited Coatings of Copper Plus 
Nickel Plus Chromium and Nickel Plus 
Chromium—161.006–4 
You may obtain these standards from The 

American Society for Testing and Materials, 
100 Barr Harbor Drive, West Conshohocken, 
PA 19428–2959. 

(4) Underwriters’ Laboratories, Inc.: 

Standard for flexible cord and fixture wire, 
third edition, October, 1935. 
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