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Occupational Safety and Health Admin., Labor § 1926.1050 

[70 FR 76985, Dec. 29, 2005, as amended at 71 
FR 41130, July 20, 2006] 

Subpart X—Stairways and Ladders 

AUTHORITY: 40 U.S.C. 3701 et seq.; 29 U.S.C. 
653, 655, 657; Secretary of Labor’s Order No. 
1–90 (55 FR 9033), 5–2007 (72 FR 31159), or 1– 
2012 (77 FR 3912), as applicable; and 29 CFR 
Part 1911. 

SOURCE: 55 FR 47687, Nov. 14, 1990, unless 
otherwise noted. 

§ 1926.1050 Scope, application, and 
definitions applicable to this sub-
part. 

(a) Scope and application. This sub-
part applies to all stairways and lad-
ders used in construction, alteration, 
repair (including painting and deco-
rating), and demolition workplaces 
covered under 29 CFR part 1926, and 
also sets forth, in specified cir-
cumstances, when ladders and stair-
ways are required to be provided. Addi-
tional requirements for ladders used on 

or with scaffolds are contained in sub-
part L—Scaffolds. This subpart does 
not apply to integral components of 
equipment covered by subpart CC. Sub-
part CC exclusively sets forth the cir-
cumstances when ladders and stair-
ways must be provided on equipment 
covered by subpart CC. 

(b) Definitions. Cleat means a ladder 
crosspiece of rectangular cross section 
placed on edge upon which a person 
may step while ascending or descend-
ing a ladder. 

Double-cleat ladder means a ladder 
similar in construction to a single- 
cleat ladder, but with a center rail to 
allow simultaneous two-way traffic for 
employees ascending or descending. 

Equivalent means alternative designs, 
materials, or methods that the em-
ployer can demonstrate will provide an 
equal or greater degree of safety for 
employees than the method or item 
specified in the standard. 

Extension trestle ladder means a self- 
supporting portable ladder, adjustable 

VerDate Sep<11>2014 15:24 Aug 08, 2016 Jkt 238123 PO 00000 Frm 00579 Fmt 8010 Sfmt 8002 Q:\29\29V8.TXT 31 E
R

20
JY

06
.0

23
<

/G
P

H
>

lp
ow

el
l o

n 
D

S
K

54
D

X
V

N
1O

F
R

 w
ith

 $
$_

JO
B



570 

29 CFR Ch. XVII (7–1–16 Edition) § 1926.1050 

in length, consisting of a trestle ladder 
base and a vertically adjustable exten-
sion section, with a suitable means for 
locking the ladders together. 

Failure means load refusal, breakage, 
or separation of component parts. Load 
refusal is the point where the struc-
tural members lose their ability to 
carry the loads. 

Fixed ladder means a ladder that can-
not be readily moved or carried be-
cause it is an integral part of a build-
ing or structure. A side-step fixed ladder 
is a fixed ladder that requires a person 
getting off at the top to step to the 
side of the ladder side rails to reach the 
landing. A through fixed ladder is a 
fixed ladder that requires a person get-
ting off at the top to step between the 
side rails of the ladder to reach the 
landing. 

Handrail means a rail used to provide 
employees with a handhold for support. 

Individual-rung/step ladders means 
ladders without a side rail or center 
rail support. Such ladders are made by 
mounting individual steps or rungs di-
rectly to the side or wall of the struc-
ture. 

Job-made ladder means a ladder that 
is fabricated by employees, typically at 
the construction site, and is not com-
mercially manufactured. This defini-
tion does not apply to any individual- 
rung/step ladders. 

Ladder stand. A mobile fixed size self- 
supporting ladder consisting of a wide 
flat tread ladder in the form of stairs. 
The assenbly may include handrails. 

Lower levels means those areas to 
which an employee can fall from a 
stairway or ladder. Such areas include 
ground levels, floors, roofs, ramps, run-
ways, excavations, pits, tanks, mate-
rial, water, equipment, and similar sur-
faces. It does not include the surface 
from which the employee falls. 

Maximum intended load means the 
total load of all employees, equipment, 
tools, materials, transmitted loads, 
and other loads anticipated to be ap-
plied to a ladder component at any one 
time. 

Nosing means that portion of a tread 
projecting beyond the face of the riser 
immediately below. 

Point of access means all areas used 
by employees for work-related passage 
from one area or level to another. Such 

open areas include doorways, 
1passageways, stairway openings, stud-
ded walls, and various other permanent 
or temporary openings used for such 
travel. 

Portable ladder means a ladder that 
can be readily moved or carried. 

Riser height means the vertical dis-
tance from the top of a tread to the top 
of the next higher tread or platform/ 
landing or the distance from the top of 
a platform/landing to the top of the 
next higher tread or platform/landing. 

Side-step fixed ladder. See ‘‘Fixed lad-
der.’’ 

Single-cleat ladder means a ladder 
consisting of a pair of side rails, con-
nected together by cleats, rungs, or 
steps. 

Single-rail ladder means a portable 
ladder with rungs, cleats, or steps 
mounted on a single rail instead of the 
normal two rails used on most other 
ladders. 

Spiral stairway means a series of steps 
attached to a vertical pole and pro-
gressing upward in a winding fashion 
within a cylindrical space. 

Stairrail system means a vertical bar-
rier erected along the unprotected 
sides and edges of a stariway to pre-
vent employees from falling to lower 
levels. The top surface of a stairrail 
system may also be a ‘‘handrail.’’ 

Step stool (ladder type) means a self- 
supporting, foldable, portable ladder, 
nonadjustable in length, 32 inches or 
less in overall size, with flat steps and 
without a pail shelf, designed to be 
climbed on the ladder top cap as well 
as all steps. The side rails may con-
tinue above the top cap. 

Through fixed ladder. See ‘‘Fixed lad-
der.’’ 

Tread depth means the horizontal dis-
tance from front to back of a tread (ex-
cluding nosing, if any). 

Unprotected sides and edges means any 
side or edge (except at entrances to 
points of access) of a stairway where 
there is no stairrail system or wall 36 
inches (.9 m) or more in height, and 
any side or edge (except at entrances to 
points of access) of a stairway landing, 
or ladder platform where there is no 
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Occupational Safety and Health Admin., Labor § 1926.1052 

wall or guardrail system 39 inches (1 m) 
or more in height. 

[55 FR 47687, Nov. 14, 1990; 56 FR 2585, Jan. 23, 
1991, as amended at 58 FR 35184, June 30, 1993; 
75 FR 48135, Aug. 9, 2010] 

§ 1926.1051 General requirements. 
(a) A stairway or ladder shall be pro-

vided at all personnel points of access 
where there is a break in elevation of 
19 inches (48 cm) or more, and no ramp, 
runway, sloped embankment, or per-
sonnel hoist is provided. 

(1) Employees shall not use any spi-
ral stairways that will not be a perma-
nent part of the structure on which 
construction work is being performed. 

(2) A double-cleated ladder or two or 
more separate ladders shall be provided 
when ladders are the only mean of ac-
cess or exit from a working area for 25 
or more employees, or when a ladder is 
to serve simultaneous two-way traffic. 

(3) When a building or structure has 
only one point of access between levels, 
that point of access shall be kept clear 
to permit free passage of employees. 
When work must be performed or 
equipment must be used such that free 
passage at that point of access is re-
stricted, a second point of access shall 
be provided and used. 

(4) When a building or structure has 
two or more points of access between 
levels, at least one point of access shall 
be kept clear to permit free passage of 
employees. 

(b) Employers shall provide and in-
stall all stairway and ladder fall pro-
tection systems required by this sub-
part and shall comply with all other 
pertinent requirements of this subpart 
before employees begin the work that 
necessitates the installation and use of 
stairways, ladders, and their respective 
fall protection systems. 

§ 1926.1052 Stairways. 
(a) General. The following require-

ments apply to all stairways as indi-
cated: 

(1) Stairways that will not be a per-
manent part of the structure on which 
construction work is being performed 
shall have landings of not less than 30 
inches (76 cm) in the direction of travel 
and extend at least 22 inches (56 cm) in 
width at every 12 feet (3.7 m) or less of 
vertical rise. 

(2) Stairs shall be installed between 
30° and 50° from horizontal. 

(3) Riser height and tread depth shall 
be uniform within each flight of stairs, 
including any foundation structure 
used as one or more treads of the 
stairs. Variations in riser height or 
tread depth shall not be over 1⁄4-inch 
(0.6 cm) in any stairway system. 

(4) Where doors or gates open directly 
on a stairway, a platform shall be pro-
vided, and the swing of the door shall 
not reduce the effective width of the 
platform to less than 20 inches (51 cm). 

(5) Metal pan landings and metal pan 
treads, when used, shall be secured in 
place before filling with concrete or 
other material. 

(6) All parts of stairways shall be free 
of hazardous projections, such as pro-
truding nails. 

(7) Slippery conditions on stairways 
shall be eliminated before the stair-
ways are used to reach other levels. 

(b) Temporary service. The following 
requirements apply to all stairways as 
indicated: 

(1) Except during stairway construc-
tion, foot traffic is prohibited on stair-
ways with pan stairs where the treads 
and/or landings are to be filled in with 
concrete or other material at a later 
date, unless the stairs are temporarily 
fitted with wood or other solid mate-
rial at least to the top edge of each 
pan. Such temporary treads and land-
ings shall be replaced when worn below 
the level of the top edge of the pan. 

(2) Except during stairway construc-
tion, foot traffic is prohibited on skel-
eton metal stairs where permanent 
treads and/or landings are to be in-
stalled at a later date, unless the stairs 
are fitted with secured temporary 
treads and landings long enough to 
cover the entire tread and/or landing 
area. 

(3) Treads for temporary service shall 
be made of wood or other solid mate-
rial, and shall be installed the full 
width and depth of the stair. 

(c) Stairrails and handrails. The fol-
lowing requirements apply to all stair-
ways as indicated: 

(1) Stairways having four or more ris-
ers or rising more than 30 inches (76 
cm), whichever is less, shall be 
equipped with: 

(i) At least one handrail; and 
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29 CFR Ch. XVII (7–1–16 Edition) § 1926.1053 

(ii) One stairrail system along each 
unprotected side or edge. 

NOTE: When the top edge of a stairrail sys-
tem also serves as a handrail, paragraph 
(c)(7) of this section applies. 

(2) Winding and spiral stairways shall 
be equipped with a handrail offset suf-
ficiently to prevent walking on those 
portions of the stairways where the 
tread width is less than 6 inches (15 
cm). 

(3) The height of stairrails shall be as 
follows: 

(i) Stairrails installed after March 15, 
1991, shall be not less than 36 inches 
(91.5 cm) from the upper surface of the 
stairrail system to the surface of the 
tread, in line with the face of the riser 
at the forward edge of the tread. 

(ii) Stairrails installed before March 
15, 1991, shall be not less than 30 inches 
(76 cm) nor more than 34 inches (86 cm) 
from the upper surface of the stairrail 
system to the surface of the tread, in 
line with the face of the riser at the 
forward edge of the tread. 

(4) Midrails, screens, mesh, inter-
mediate vertical members, or equiva-
lent intermediate structural members, 
shall be provided between the top rail 
of the stairrail system and the stair-
way steps. 

(i) Midrails, when used, shall be lo-
cated at a height midway between the 
top edge of the stairrail system and the 
stairway steps. 

(ii) Screens or mesh, when used, shall 
extend from the top rail to the stair-
way step, and along the entire opening 
between top rail supports. 

(iii) When intermediate vertical 
members, such as balusters, are used 
between posts, they shall be not more 
than 19 inches (48 cm) apart. 

(iv) Other structural members, when 
used, shall be installed such that there 
are no openings in the stairrail system 
that are more than 19 inches (48 cm) 
wide. 

(5) Handrails and the top rails of 
stairrail systems shall be capable of 
withstanding, without failure, a force 
of at least 200 pounds (890 n) applied 
within 2 inches (5 cm) of the top edge, 
in any downward or outward direction, 
at any point along the top edge. 

(6) The height of handrails shall be 
not more than 37 inches (94 cm) nor 
less than 30 inches (76 cm) from the 

upper surface of the handrail to the 
surface of the tread, in line with the 
face of the riser at the forward edge of 
the tread. 

(7) When the top edge of a stairrail 
system also serves as a handrail, the 
height of the top edge shall be not 
more than 37 inches (94 cm) nor less 
than 36 inches (91.5 cm) from the upper 
surface of the stairrail system to the 
surface of the tread, in line with the 
face of the riser at the forward edge of 
the tread. 

(8) Stairrail systems and handrails 
shall be so surfaced as to prevent in-
jury to employees from punctures or 
lacerations, and to prevent snagging of 
clothing. 

(9) Handrails shall provide an ade-
quate handhold for employees grasping 
them to avoid falling. 

(10) The ends of stairrail systems and 
handrails shall be constructed so as not 
to constitute a projection hazard. 

(11) Handrails that will not be a per-
manent part of the structure being 
built shall have a minimum clearance 
of 3 inches (8 cm) between the handrail 
and walls, stairrail systems, and other 
objects. 

(12) Unprotected sides and edges of 
stairway landings shall be provided 
with guardrail systems. Guardrail sys-
tem criteria are contained in subpart 
M of this part. 

[55 FR 47687, Nov. 14, 1990; 56 FR 2585, Jan. 23, 
1991; 56 FR 5061, Feb. 7, 1991; 56 FR 41794, Aug. 
23, 1991] 

§ 1926.1053 Ladders. 
(a) General. The following require-

ments apply to all ladders as indicated, 
including job-made ladders. 

(1) Ladders shall be capable of sup-
porting the following loads without 
failure: 

(i) Each self-supporting portable lad-
der: At least four times the maximum 
intended load, except that each extra- 
heavy-duty type 1A metal or plastic 
ladder shall sustain at least 3.3 times 
the maximum intended load. The abil-
ity of a ladder to sustain the loads in-
dicated in this paragraph shall be de-
termined by applying or transmitting 
the requisite load to the ladder in a 
downward vertical direction. Ladders 
built and tested in conformance with 
the applicable provisions of appendix A 
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of this subpart will be deemed to meet 
this requirement. 

(ii) Each portable ladder that is not 
self-supporting: At least four times the 
maximum intended load, except that 
each extra-heavy-duty type 1A metal 
or plastic ladders shall sustain at least 
3.3 times the maximum intended load. 
The ability of a ladder to sustain the 
loads indicated in this paragraph shall 
be determined by applying or transmit-
ting the requisite load to the ladder in 
a downward vertical direction when the 
ladder is placed at an angle of 751⁄2 de-
grees from the horizontal. Ladders 
built and tested in conformance with 
the applicable provisions of appendix A 
will be deemed to meet this require-
ment. 

(iii) Each fixed ladder: At least two 
loads of 250 pounds (114 kg) each, con-
centrated between any two consecutive 
attachments (the number and position 
of additional concentrated loads of 250 
pounds (114 kg) each, determined from 
anticipated usage of the ladder, shall 
also be included), plus anticipated 
loads caused by ice buildup, winds, rig-
ging, and impact loads resulting from 
the use of ladder safety devices. Each 
step or rung shall be capable of sup-
porting a single concentrated load of at 
least 250 pounds (114 kg) applied in the 
middle of the step or rung. Ladders 
built in conformance with the applica-
ble provisions of appendix A will be 
deemed to meet this requirement. 

(2) Ladder rungs, cleats, and steps 
shall be parallel, level, and uniformly 
spaced when the ladder is in position 
for use. 

(3)(i) Rungs, cleats, and steps of port-
able ladders (except as provided below) 
and fixed ladders (including individual- 
rung/step ladders) shall be spaced not 
less than 10 inches (25 cm) apart, nor 
more than 14 inches (36 cm) apart, as 
measured between center lines of the 
rungs, cleats, and steps. 

(ii) Rungs, cleats, and steps of step 
stools shall be not less than 8 inches (20 
cm) apart, nor more than 12 inches (31 
cm) apart, as measured between center 
lines of the rungs, cleats, and steps. 

(iii) Rungs, cleats, and steps of the 
base section of extension trestle lad-
ders shall not be less than 8 inches (20 
cm) nor more than 18 inches (46 cm) 
apart, as measured between center 

lines of the rungs, cleats, and steps. 
The rung spacing on the extension sec-
tion of the extension trestle ladder 
shall be not less than 6 inches (15 cm) 
nor more than 12 inches (31 cm), as 
measured between center lines of the 
rungs, cleats, and steps. 

(4)(i) The minimum clear distance be-
tween the sides of individual-rung/step 
ladders and the minimum clear dis-
tance between the side rails of other 
fixed ladders shall be 16 inches (41 cm). 

(ii) The minimum clear distance be-
tween side rails for all portable ladders 
shall be 111⁄2 inches (29 cm). 

(5) The rungs of individual-rung/step 
ladders shall be shaped such that em-
ployees’ feet cannot slide off the end of 
the rungs. 

(6)(i) The rungs and steps of fixed 
metal ladders manufactured after 
March 15, 1991, shall be corrugated, 
knurled, dimpled, coated with skid-re-
sistant material, or otherwise treated 
to minimize slipping. 

(ii) The rungs and steps of portable 
metal ladders shall be corrugated, 
knurled, dimpled, coated with skid-re-
sistant material, or otherwise treated 
to minimize slipping. 

(7) Ladders shall not be tied or fas-
tened together to provide longer sec-
tions unless they are specifically de-
signed for such use. 

(8) A metal spreader or locking de-
vice shall be provided on each step-
ladder to hold the front and back sec-
tions in an open position when the lad-
der is being used. 

(9) When splicing is required to ob-
tain a given length of side rail, the re-
sulting side rail must be at least equiv-
alent in strength to a one-piece side 
rail made of the same material. 

(10) Except when portable ladders are 
used to gain access to fixed ladders 
(such as those on utility towers, bill-
boards, and other structures where the 
bottom of the fixed ladder is elevated 
to limit access), when two or more sep-
arate ladders are used to reach an ele-
vated work area, the ladders shall be 
offset with a platform or landing be-
tween the ladders. (The requirements 
to have guardrail systems with 
toeboards for falling object and over-
head protection on platforms and land-
ings are set forth in subpart M of this 
part.) 
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(11) Ladder components shall be sur-
faced so as to prevent injury to an em-
ployee from punctures or lacerations, 
and to prevent snagging of clothing. 

(12) Wood ladders shall not be coated 
with any opaque covering, except for 
identification or warning labels which 
may be placed on one face only of a 
side rail. 

(13) The minimum perpendicular 
clearance between fixed ladder rungs, 
cleats, and steps, and any obstruction 
behind the ladder shall be 7 inches (18 
cm), except in the case of an elevator 
pit ladder, for which a minimum per-
pendicular clearance of 41⁄2 inches (11 
cm) is required. 

(14) The minimum perpendicular 
clearance between the center line of 
fixed ladder rungs, cleats, and steps, 
and any obstruction on the climbing 
side of the ladder shall be 30 inches (76 
cm), except as provided in paragraph 
(a)(15) of this section. 

(15) When unavoidable obstructions 
are encountered, the minimum perpen-
dicular clearance between the center-
line of fixed ladder rungs, cleats, and 
steps, and the obstruction on the 
climbing side of the ladder may be re-
duced to 24 inches (61 cm), provided 
that a deflection device is installed to 
guide employees around the obstruc-
tion. 

(16) Through fixed ladders at their 
point of access/egress shall have a step- 
across distance of not less than 7 
inches (18 cm) nor more than 12 inches 
(30 cm) as measured from the center-
line of the steps or rungs to the nearest 
edge of the landing area. If the normal 
step-across distance exceeds 12 inches 
(30 cm), a landing platform shall be 
provided to reduce the distance to the 
specified limit. 

(17) Fixed ladders without cages or 
wells shall have a clear width to the 
nearest permanent object of at least 15 
inches (38 cm) on each side of the cen-
terline of the ladder. 

(18) Fixed ladders shall be provided 
with cages, wells, ladder safety devices, 
or self-retracting lifelines where the 
length of climb is less than 24 feet (7.3 
m) but the top of the ladder is at a dis-
tance greater than 24 feet (7.3 m) above 
lower levels. 

(19) Where the total length of a climb 
equals or exceeds 24 feet (7.3 m), fixed 

ladders shall be equipped with one of 
the following: 

(i) Ladder safety devices; or 
(ii) Self-retracting lifelines, and rest 

platforms at intervals not to exceed 150 
feet (45.7 m); or 

(iii) A cage or well, and multiple lad-
der sections, each ladder section not to 
exceed 50 feet (15.2 m) in length. Ladder 
sections shall be offset from adjacent 
sections, and landing platforms shall 
be provided at maximum intervals of 50 
feet (15.2 m). 

(20) Cages for fixed ladders shall con-
form to all of the following: 

(i) Horizontal bands shall be fastened 
to the side rails of rail ladders, or di-
rectly to the structure, building, or 
equipment for individual-rung ladders; 

(ii) Vertical bars shall be on the in-
side of the horizontal bands and shall 
be fastened to them; 

(iii) Cages shall extend not less than 
27 inches (68 cm), or more than 30 
inches (76 cm) from the centerline of 
the step or rung (excluding the flare at 
the bottom of the cage), and shall not 
be less than 27 inches (68 cm) in width; 

(iv) The inside of the cage shall be 
clear of projections; 

(v) Horizontal bands shall be spaced 
not more than 4 feet (1.2 m) on center 
vertically; 

(vi) Vertical bars shall be spaced at 
intervals not more than 91⁄2 inches (24 
cm) on center horizontally; 

(vii) The bottom of the cage shall be 
at a level not less than 7 feet (2.1 m) 
nor more than 8 feet (2.4 m) above the 
point of access to the bottom of the 
ladder. The bottom of the cage shall be 
flared not less than 4 inches (10 cm) all 
around within the distance between the 
bottom horizontal band and the next 
higher band; 

(viii) The top of the cage shall be a 
minimum of 42 inches (1.1 m) above the 
top of the platform, or the point of ac-
cess at the top of the ladder, with pro-
vision for access to the platform or 
other point of access. 

(21) Wells for fixed ladders shall con-
form to all of the following: 

(i) They shall completely encircle the 
ladder; 

(ii) They shall be free of projections; 
(iii) Their inside face on the climbing 

side of the ladder shall extend not less 
than 27 inches (68 cm) nor more than 30 
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inches (76 cm) from the centerline of 
the step or rung; 

(iv) The inside clear width shall be at 
least 30 inches (76 cm); 

(v) The bottom of the wall on the ac-
cess side shall start at a level not less 
than 7 feet (2.1 m) nor more than 8 feet 
(2.4 m) above the point of access to the 
bottom of the ladder. 

(22) Ladder safety devices, and re-
lated support systems, for fixed ladders 
shall conform to all of the following: 

(i) They shall be capable of with-
standing without failure a drop test 
consisting of an 18-inch (41 cm) drop of 
a 500-pound (226 kg) weight; 

(ii) They shall permit the employee 
using the device to ascend or descend 
without continually having to hold, 
push or pull any part of the device, 
leaving both hands free for climbing; 

(iii) They shall be activated within 2 
feet (.61 m) after a fall occurs, and 
limit the descending velocity of an em-
ployee to 7 feet/sec. (2.1 m/sec.) or less; 

(iv) The connection between the car-
rier or lifeline and the point of attach-
ment to the body belt or harness shall 
not exceed 9 inches (23 cm) in length. 

(23) The mounting of ladder safety 
devices for fixed ladders shall conform 
to the following: 

(i) Mountings for rigid carriers shall 
be attached at each end of the carrier, 
with intermediate mountings, as nec-
essary, spaced along the entire length 
of the carrier, to provide the strength 
necessary to stop employees’ falls. 

(ii) Mountings for flexible carriers 
shall be attached at each end of the 
carrier. When the system is exposed to 
wind, cable guides for flexible carriers 
shall be installed at a minimum spac-
ing of 25 feet (7.6 m) and maximum 
spacing of 40 feet (12.2 m) along the en-
tire length of the carrier, to prevent 
wind damage to the system. 

(iii) The design and installation of 
mountings and cable guides shall not 
reduce the design strength of the lad-
der. 

(24) The side rails of through or side- 
step fixed ladders shall extend 42 inches 
(1.1 m) above the top of the access level 
or landing platform served by the lad-
der. For a parapet ladder, the access 
level shall be the roof if the parapet is 
cut to permit passage through the 
parapet; if the parapet is continuous, 

the access level shall be the top of the 
parapet. 

(25) For through-fixed-ladder exten-
sions, the steps or rungs shall be omit-
ted from the extension and the exten-
sion of the side rails shall be flared to 
provide not less than 24 inches (61 cm) 
nor more than 30 inches (76 cm) clear-
ance between side rails. Where ladder 
safety devices are provided, the max-
imum clearance between side rails of 
the extensions shall not exceed 36 
inches (91 cm). 

(26) For side-step fixed ladders, the 
side rails and the steps or rungs shall 
be continuous in the extension. 

(27) Individual-rung/step ladders, ex-
cept those used where their access 
openings are covered with manhole 
covers or hatches, shall extend at least 
42 inches (1.1 m) above an access level 
or landing platform either by the con-
tinuation of the rung spacings as hori-
zontal grab bars or by providing 
vertical grab bars that shall have the 
same lateral spacing as the vertical 
legs of the rungs. 

(b) Use. The following requirements 
apply to the use of all ladders, includ-
ing job-made ladders, except as other-
wise indicated: 

(1) When portable ladders are used for 
access to an upper landing surface, the 
ladder side rails shall extend at least 3 
feet (.9 m) above the upper landing sur-
face to which the ladder is used to gain 
access; or, when such an extension is 
not possible because of the ladder’s 
length, then the ladder shall be secured 
at its top to a rigid support that will 
not deflect, and a grasping device, such 
as a grabrail, shall be provided to as-
sist employees in mounting and dis-
mounting the ladder. In no case shall 
the extension be such that ladder de-
flection under a load would, by itself, 
cause the ladder to slip off its support. 

(2) Ladders shall be maintained free 
of oil, grease, and other slipping haz-
ards. 

(3) Ladders shall not be loaded be-
yond the maximum intended load for 
which they were built, nor beyond 
their manufacturer’s rated capacity. 

(4) Ladders shall be used only for the 
purpose for which they were designed. 

(5)(i) Non-self-supporting ladders 
shall be used at an angle such that the 
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horizontal distance from the top sup-
port to the foot of the ladder is ap-
proximately one-quarter of the work-
ing length of the ladder (the distance 
along the ladder between the foot and 
the top support). 

(ii) Wood job-made ladders with 
spliced side rails shall be used at an 
angle such that the horizontal distance 
is one-eighth the working length of the 
ladder. 

(iii) Fixed ladders shall be used at a 
pitch no greater than 90 degrees from 
the horizontal, as measured to the 
back side of the ladder. 

(6) Ladders shall be used only on sta-
ble and level surfaces unless secured to 
prevent accidental displacement. 

(7) Ladders shall not be used on slip-
pery surfaces unless secured or pro-
vided with slip-resistant feet to pre-
vent accidental displacement. Slip-re-
sistant feet shall not be used as a sub-
stitute for care in placing, lashing, or 
holding a ladder that is used upon slip-
pery surfaces including, but not lim-
ited to, flat metal or concrete surfaces 
that are constructed so they cannot be 
prevented from becoming slippery. 

(8) Ladders placed in any location 
where they can be displaced by work-
place activities or traffic, such as in 
passageways, doorways, or driveways, 
shall be secured to prevent accidental 
displacement, or a barricade shall be 
used to keep the activities or traffic 
away from the ladder. 

(9) The area around the top and bot-
tom of ladders shall be kept clear. 

(10) The top of a non-self-supporting 
ladder shall be placed with the two 
rails supported equally unless it is 
equipped with a single support attach-
ment. 

(11) Ladders shall not be moved, 
shifted, or extended while occupied. 

(12) Ladders shall have nonconduc-
tive siderails if they are used where the 
employee or the ladder could contact 
exposed energized electrical equip-
ment, except as provided in § 1926.955(b) 
and (c) of this part. 

(13) The top or top step of a step-
ladder shall not be used as a step. 

(14) Cross-bracing on the rear section 
of stepladders shall not be used for 
climbing unless the ladders are de-
signed and provided with steps for 

climbing on both front and rear sec-
tions. 

(15) Ladders shall be inspected by a 
competent person for visible defects on 
a periodic basis and after any occur-
rence that could affect their safe use. 

(16) Portable ladders with structural 
defects, such as, but not limited to, 
broken or missing rungs, cleats, or 
steps, broken or split rails, corroded 
components, or other faulty or defec-
tive components, shall either be imme-
diately marked in a manner that read-
ily identifies them as defective, or be 
tagged with ‘‘Do Not Use’’ or similar 
language, and shall be withdrawn from 
service until repaired. 

(17) Fixed ladders with structural de-
fects, such as, but not limited to, bro-
ken or missing rungs, cleats, or steps, 
broken or split rails, or corroded com-
ponents, shall be withdrawn from serv-
ice until repaired. The requirement to 
withdraw a defective ladder from serv-
ice is satisfied if the ladder is either: 

(i) Immediately tagged with ‘‘Do Not 
Use’’ or similar language, 

(ii) Marked in a manner that readily 
identifies it as defective; 

(iii) Or blocked (such as with a ply-
wood attachment that spans several 
rungs). 

(18) Ladder repairs shall restore the 
ladder to a condition meeting its origi-
nal design criteria, before the ladder is 
returned to use. 

(19) Single-rail ladders shall not be 
used. 

(20) When ascending or descending a 
ladder, the user shall face the ladder. 

(21) Each employee shall use at least 
one hand to grasp the ladder when pro-
gressing up and/or down the ladder. 

(22) An employee shall not carry any 
object or load that could cause the em-
ployee to lose balance and fall. 

[55 FR 47687, Nov. 14, 1990; 56 FR 2585, Jan. 23, 
1991, as amended at 56 FR 41794, Aug. 23, 1991; 
79 FR 20743, Apr. 11, 2014] 

§§ 1926.1054–1926.1059 [Reserved] 

§ 1926.1060 Training requirements. 
The following training provisions 

clarify the requirements of 
§ 1926.21(b)(2), regarding the hazards ad-
dressed in subpart X. 

(a) The employer shall provide a 
training program for each employee 
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using ladders and stairways, as nec-
essary. The program shall enable each 
employee to recognize hazards related 
to ladders and stairways, and shall 
train each employee in the procedures 
to be followed to minimize these haz-
ards. 

(1) The employer shall ensure that 
each employee has been trained by a 
competent person in the following 
areas, as applicable: 

(i) The nature of fall hazards in the 
work area; 

(ii) The correct procedures for erect-
ing, maintaining, and disassembling 
the fall protection systems to be used; 

(iii) The proper construction, use, 
placement, and care in handling of all 
stairways and ladders; 

(iv) The maximum intended load-car-
rying capacities of ladders used; and 

(v) The standards contained in this 
subpart. 

(b) Retraining shall be provided for 
each employee as necessary so that the 
employee maintains the understanding 
and knowledge acquired through com-
pliance with this section. 

APPENDIX A TO SUBPART X OF PART 
1926—LADDERS 

This appendix serves as a non-mandatory 
guideline to assist employers in complying 
with the ladder loading and strength require-
ments of § 1926.1053(a)(1). A ladder designed 
and built in accordance with the applicable 
national consensus standards, as set forth 
below, will be considered to meet the re-
quirements of § 1926.1053(a)(1): 

• Manufactured portable wood ladders: 
American National Standards Institute 
(ANSI) A14.1–1982—American National 
Standard for Ladders-Portable Wood-Safety 
Requirements. 

• Manufactured portable metal ladders: 
ANSI A14.2–1982—American National Stand-
ard for Ladders—Portable Metal-Safety Re-
quirements. 

• Manufactured fixed ladders: ANSI A14.3– 
1984—American National Standard for Lad-
ders-Fixed-Safety Requirements. 

• Job-made ladders: ANSI A14.4–1979—Safe-
ty Requirements for Job-Made Ladders. 

• Plastic ladders: ANSI A14.5–1982—Amer-
ican National Standard for Ladders-Portable 
Reinforced Plastic-Safety Requirements. 

Subpart Y—Diving 

AUTHORITY: Sections 4, 6, and 8 of the Occu-
pational Safety and Health Act of 1970 (29 

U.S.C. 653, 655, 657); Sec. 107, Contract Work 
Hours and Safety Standards Act (the Con-
struction Safety Standards Act) (40 U.S.C. 
333); Sec. 41, Longshore and Harbor Workers’ 
Compensation Act (33 U.S.C. 941); Secretary 
of Labor’s Order No. 12–71 (36 FR 8754), 8–76 
(41 FR 25059), 9–83 (48 FR 35736), 1–90 (55 FR 
9033), 3–2000 (65 FR 50017) or 5–2002 (67 FR 
65008) as applicable; and 29 CFR part 1911. 

SOURCE: 58 FR 35184, June 30, 1993, unless 
otherwise noted. 

GENERAL 

§ 1926.1071 Scope and application. 

NOTE: The requirements applicable to con-
struction work under this section are iden-
tical to those set forth at § 1910.401 of this 
chapter. 

[61 FR 31432, June 20, 1996] 

§ 1926.1072 Definitions. 
NOTE: The provisions applicable to con-

struction work under this section are iden-
tical to those set forth at § 1910.402 of this 
chapter. 

[61 FR 31432, June 20, 1996] 

PERSONNEL REQUIREMENTS 

§ 1926.1076 Qualifications of dive team. 
NOTE: The requirements applicable to con-

struction work under this section are iden-
tical to those set forth at § 1910.410 of this 
chapter. 

[61 FR 31432, June 20, 1996] 

GENERAL OPERATIONS PROCEDURES 

§ 1926.1080 Safe practices manual. 
NOTE: The requirements applicable to con-

struction work under this section are iden-
tical to those set forth at § 1910.420 of this 
chapter. 

[61 FR 31432, June 20, 1996] 

§ 1926.1081 Pre-dive procedures. 
NOTE: The requirements applicable to con-

struction work under this section are iden-
tical to those set forth at § 1910.421 of this 
chapter. 

[61 FR 31432, June 20, 1996] 

§ 1926.1082 Procedures during dive. 
NOTE: The requirements applicable to con-

struction work under this section are iden-
tical to those set forth at § 1910.422 of this 
chapter. 

[61 FR 31432, June 20, 1996] 
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